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vABSTRACT
The evolution of the Internet has a great impact on a big part of the population. People
use it to communicate, query information, receive news, work, and as entertainment. Its
extraordinary usefulness as a communication media made the number of applications and
technological resources explode. However, that network expansion comes at the cost of an
important power consumption. If the power consumption of telecommunication networks
and data centers is considered as the power consumption of a country, it would rank at the
5th place in the world. Furthermore, the number of servers in the world is expected to grow
by a factor of 10 between 2013 and 2020. This context motivates us to study techniques
and methods to allocate cloud computing resources in an optimal way with respect to cost,
quality of service (QoS), power consumption, and environmental impact. The results we
obtained from our test cases show that besides minimizing capital expenditures (CAPEX)
and operational expenditures (OPEX), the response time can be reduced up to 6 times, power
consumption by 30%, and CO2 emissions by a factor of 60.
Cloud computing provides dynamic access to IT resources as a service. In this paradigm,
programs are executed in servers connected to the Internet that users access from their
computers and mobile devices. The first advantage of this architecture is to reduce the
time of application deployment and interoperability, because a new user only needs a web
browser and does not need to install software on local computers with specific operating
systems. Second, applications and information are available from everywhere and with any
device with an Internet access. Also, servers and IT resources can be dynamically allocated
depending on the number of users and workload, a feature called elasticity.
This thesis studies the resource management of cloud computing networks and is divided
in three main stages. We start by analyzing the planning of cloud computing networks to
get a comprehensive vision. The first question to be solved is what are the optimal data
center locations. We found that the location of each data center has a big impact on cost,
QoS, power consumption, and greenhouse gas emissions. An optimization problem with a
multi-criteria objective function is proposed to decide jointly the optimal location of data
centers and software components, link capacities, and information routing.
Once the network planning has been analyzed, the problem of dynamic resource provi-
sioning in real time is addressed. In this context, virtualization is a key technique in cloud
computing because each server can be shared by multiple Virtual Machines (VMs) and the
total power consumption can be reduced. In the same line of location problems, we propose
a Green Cloud Broker that optimizes VM placement across multiple data centers. In fact,
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when multiple data centers are considered, response time can be reduced by placing VMs
close to users, cost can be minimized, power consumption can be optimized by using energy-
efficient data centers, and CO2 emissions can be decreased by choosing data centers provided
with renewable energy sources.
The third stage of the analysis is the short-term management of a cloud data center. In
particular, a method is proposed to assign VMs to servers by considering communication
traffic among VMs. Cloud data centers receive new applications over time and these applica-
tions need on-demand resource provisioning. Each application is composed of multiple types
of VMs that interact among themselves. A program called scheduler must place each new
VM in a server and that impacts the QoS and power consumption. Our method places VMs
that communicate among themselves in servers that are close to each other in the network
topology, thus reducing communication delay and increasing the throughput available among
VMs. Furthermore, the power consumption of each type of server is considered and the most
efficient ones are chosen to place the VMs. The number of VMs of each application can be
dynamically changed to match the workload and servers not needed in a particular period
can be suspended to save energy.
The methodology developed is based on Mixed Integer Programming (MIP) models to
formalize the problems and use state of the art optimization solvers. Then, heuristics are
developed to solve cases with more than 1,000 potential data center locations for the plan-
ning problem, 1,000 nodes for the cloud broker, and 128,000 servers for the VM placement
problem. Solutions with very short optimality gaps, between 0% and 1.95%, are obtained,
and execution time in the order of minutes for the planning problem and less than a second
for real time cases. We consider that this thesis on resource provisioning of cloud computing
networks includes important contributions on this research area, and innovative commercial
applications based on the proposed methods have promising future.
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RE´SUME´
L’e´volution de l’internet a un effet important sur une grande partie de la population mon-
diale. On l’utilise pour communiquer, consulter de l’information, travailler et se divertir. Son
utilite´ exceptionnelle a conduit a` une explosion de la quantite´ d’applications et de ressources
informatiques. Cependant, la croissance du re´seau entraˆıne une importante consommation
e´nerge´tique. Si la consommation e´nerge´tique des re´seaux de te´le´communications et des cen-
tres de donne´es e´tait celle d’un pays, il se classerait 5e pays du monde. Pis, le nombre
de serveurs dans le monde devrait eˆtre multiplie´ par 10 entre 2013 et 2020. Ce contexte
nous a motive´ a` e´tudier des techniques et des me´thodes pour affecter les ressources d’une
fac¸on optimale par rapport aux couˆts, a` la qualite´ de service, a` la consommation e´nerge´tique
et a` l’impact e´cologique. Les re´sultats que nous avons obtenus minimisent les de´penses
d’investissement (CAPEX) et les de´penses d’exploitation (OPEX), re´duisent d’un facteur 6
le temps de re´ponse, diminuent la consommation e´nerge´tique de 30% et divisent les e´missions
de CO2 par un facteur 60.
L’infonuagique permet l’acce`s dynamique aux ressources informatiques comme un service.
Les programmes sont exe´cute´s sur des serveurs connecte´s a` l’internet, et les usagers peuvent
les utiliser depuis leurs ordinateurs et dispositifs mobiles. Le premier avantage de cette ar-
chitecture est de re´duire le temps de mise en place des applications et l’interope´rabilite´. En
effet, un nouvel utilisateur n’a besoin que d’un navigateur web. Il n’est force´ ni d’installer
de programmes sur son ordinateur, ni de posse´der un syste`me d’exploitation spe´cifique. Le
deuxie`me avantage est la disponibilite´s des applications et de l’information de fac¸on continue.
Celles-ci peuvent eˆtre utilise´es a` partir de n’importe quel endroit et de n’importe quel dis-
positif connecte´ a` l’internet. De plus, les serveurs et les ressources informatiques peuvent eˆtre
affecte´s aux applications de fac¸on dynamique, selon la quantite´ d’utilisateurs et la charge de
travail. C’est ce que l’on appelle l’e´lasticite´ des applications.
Cette the`se e´tudie l’allocation des ressources des re´seaux infonuagiques et elle est divise´e
en trois e´tapes principales. Nous analysons en premier lieu la planification des re´seaux
infonuagiques pour avoir une vision comple`te. La premie`re question a` re´soudre concerne la
localisation optimale des centres de donne´es. Nous montrons que leur position a un impact
important sur les couˆts, sur la qualite´ de service, sur la consommation e´nerge´tique et sur
les e´missions de gaz a` effet de serre. Nous proposons un proble`me d’optimisation avec une
fonction a` plusieurs objectifs pour de´cider simultane´ment des positions des centres de donne´es,
de celles des applications, des capacite´s des liens et du routage de l’information.
La deuxie`me e´tape e´tudie le proble`me de l’allocation dynamique des ressources en temps
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re´el. Dans ce contexte, la virtualization est une technique tre`s importante parce qu’elle
permet d’utiliser un seul serveur comme support physique de plusieurs machines virtuelles
(MVs). La consommation e´nerge´tique totale est alors re´duite. Dans cette optique, on propose
aussi un syste`me qui optimise le positionnement des MVs sur plusieurs centres de donne´es.
Ainsi, lorsque l’on conside`re plusieurs centres de donne´es, on constate que le temps de re´ponse
est re´duit quand les MVs sont place´es pre`s des utilisateurs, que le couˆt est re´duit pour des
fournisseurs meilleur marche´, la consommation e´nerge´tique est moindre pour les centres de
donne´es ayant une bonne utilisation de l’e´nergie, et les e´missions de CO2 peuvent eˆtre re´duites
en choisissant des centre de donne´es utilisant une e´nergie verte.
La troisie`me e´tape de l’analyse porte sur la gestion des ressources d’un centre de donne´es.
Une me´thode est propose´e pour affecter des MVs aux serveurs en tenant compte de la commu-
nication entre les MVs et les variations de la charge de travail. Un centre de donne´es rec¸oit
des applications les unes apre`s les autres, et doit satisfaire leurs demandes en ressources.
Chaque application est compose´e de plusieurs types de MVs qui interagissent entre elles.
Un programme appele´ ordonnanceur doit placer chaque nouvelle MV sur un serveur. Ceci a
un impact sur la qualite´ de service et la consommation e´nerge´tique. La me´thode propose´e
place les MVs devant communiquer entre eux pre`s les unes des autres. Ainsi, le de´lai de
communication est re´duit et le de´bit disponible entre les MVs est augmente´. De plus, la
consommation e´nerge´tique de chaque type de serveur est prise en compte et les serveurs les
plus efficaces sont choisis pour he´berger les VMs. La quantite´ de MVs de chaque application
est modifie´e de fac¸on dynamique selon la charge de travail et les serveurs qui ne sont pas
ne´cessaires a` un moment donne´ sont mis en veille pour e´pargner de l’e´nergie.
La me´thodologie de´veloppe´e se base sur des mode`les de programmation en nombre entiers
pour formaliser les proble`mes et pour utiliser les solveurs a` l’e´tat de l’art. Des heuristiques
sont de´veloppe´es pour re´soudre des cas avec plus de 1,000 centres de donne´es possibles pour
le proble`me de planification, plus de 1,000 noeuds pour le proble`me d’affectation de MVs aux
centres de donne´es et 128,000 serveurs pour l’affectation de MVs aux serveurs. Les solutions
trouve´es ont des intervalles d’optimalite´ tre`s petits, entre 0 et 1.95%. Le temps d’exe´cution
est de l’ordre de quelques minutes pour le proble`me de planification et moins d’une seconde
pour les cas en temps re´el. Nous conside´rons que cette the`se sur l’allocation de ressources des
re´seaux infonuagiques apporte des contributions importantes a` ce domaine de recherche, et
des applications commerciales base´es sur les me´thodes propose´es ont un avenir prometteur.
ix
TABLE OF CONTENTS
DEDICATION . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iii
ACKNOWLEDGMENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . iv
ABSTRACT . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . v
RE´SUME´ . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . vii
TABLE OF CONTENTS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . ix
LIST OF TABLES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . xiii
LIST OF FIGURES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . xiv
LIST OF ACRONYMS AND ABREVIATIONS . . . . . . . . . . . . . . . . . . . . . xvi
CHAPITRE 1 INTRODUCTION . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1
1.1 Research objectives . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2
1.2 Problems studied . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3
1.3 Contributions . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
1.4 Document structure . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 13
CHAPITRE 2 LITERATURE REVIEW: LOCATION AND PROVISIONING PROB-
LEMS IN CLOUD COMPUTING NETWORKS . . . . . . . . . . . . . . . . . . . 14
2.1 Definitions and base concepts . . . . . . . . . . . . . . . . . . . . . . . . . . 14
2.1.1 Applications and computing background . . . . . . . . . . . . . . . . 14
2.1.2 Cost and power consumption . . . . . . . . . . . . . . . . . . . . . . 16
2.1.3 Performance parameters . . . . . . . . . . . . . . . . . . . . . . . . . 18
2.2 Data Center Location Problem (DCLP) . . . . . . . . . . . . . . . . . . . . . 21
2.2.1 Current approaches . . . . . . . . . . . . . . . . . . . . . . . . . . . . 22
2.2.2 Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 26
2.3 Dynamic scaling . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 27
2.3.1 Current approaches . . . . . . . . . . . . . . . . . . . . . . . . . . . . 29
2.3.2 Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 31
2.4 Meta-scheduling: resource allocation across multiple data centers . . . . . . . 33
x2.4.1 Current approaches . . . . . . . . . . . . . . . . . . . . . . . . . . . . 34
2.4.2 Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 39
2.5 Virtual machine placement within a data center . . . . . . . . . . . . . . . . 40
2.5.1 Current approaches . . . . . . . . . . . . . . . . . . . . . . . . . . . . 41
2.5.2 Analysis . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 47
2.6 Conclusion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 48
CHAPITRE 3 ARTICLE 1: A TABU SEARCH ALGORITHM FOR THE LOCATION
OF DATA CENTERS AND SOFTWARE COMPONENTS IN GREEN CLOUD
COMPUTING NETWORKS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 50
3.1 Introduction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 51
3.2 Related work . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 53
3.3 Problem description . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 55
3.3.1 Network traffic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 56
3.3.2 Servers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 58
3.3.3 Energy . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 59
3.3.4 Cost . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 60
3.3.5 Decision variables . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 61
3.3.6 Objective function . . . . . . . . . . . . . . . . . . . . . . . . . . . . 61
3.3.7 Constraints . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 63
3.4 Solution approach . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
3.4.1 Solution space . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 65
3.4.2 Initial solution . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 67
3.4.3 Neighborhood relation . . . . . . . . . . . . . . . . . . . . . . . . . . 68
3.4.4 Tabu list . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 69
3.4.5 Stop criterion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
3.5 Case study . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
3.5.1 Network and application topology . . . . . . . . . . . . . . . . . . . . 70
3.5.2 Network traffic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 70
3.5.3 Servers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
3.5.4 Power . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
3.5.5 Cost . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 71
3.6 Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 72
3.6.1 Trade-off between objectives . . . . . . . . . . . . . . . . . . . . . . . 72
3.6.2 Comparison between tabu search and Cplex . . . . . . . . . . . . . . 75
3.6.3 Large cases . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 78
xi
3.7 Conclusion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 79
CHAPITRE 4 ARTICLE 2: GREEN CLOUD BROKER, DYNAMIC VIRTUAL MA-
CHINE PLACEMENT ACROSS MULTIPLE CLOUD PROVIDERS . . . . . . . 81
4.1 Introduction . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 82
4.2 Related work . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 85
4.3 Problem description . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 87
4.3.1 Network topology, application, and meta-scheduler . . . . . . . . . . 87
4.3.2 Communication traffic . . . . . . . . . . . . . . . . . . . . . . . . . . 91
4.3.3 VMs and dynamic scaling . . . . . . . . . . . . . . . . . . . . . . . . 91
4.3.4 Cost . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 92
4.3.5 Energy and environment . . . . . . . . . . . . . . . . . . . . . . . . . 92
4.3.6 System variables . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 93
4.3.7 Objective function . . . . . . . . . . . . . . . . . . . . . . . . . . . . 93
4.3.8 Constraints . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 94
4.4 Solution approach . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 96
4.5 Case study . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98
4.5.1 Network topology . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 98
4.5.2 Application topology . . . . . . . . . . . . . . . . . . . . . . . . . . . 99
4.5.3 Communication traffic . . . . . . . . . . . . . . . . . . . . . . . . . . 100
4.5.4 Dynamic workload . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100
4.5.5 Servers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 100
4.5.6 Power consumption and greenhouse gas emissions . . . . . . . . . . . 100
4.5.7 Cost . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
4.6 Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
4.6.1 Experience procedure . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
4.6.2 The set of experience . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
4.6.3 Setting . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 101
4.6.4 Relation between delay, power, CO2, and cost over time . . . . . . . . 101
4.6.5 Application workload during the day . . . . . . . . . . . . . . . . . . 105
4.6.6 Execution time . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 108
4.7 Conclusion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 110
CHAPITRE 5 ONLINE, ELASTIC, AND COMMUNICATION-AWARE VIRTUAL
MACHINE PLACEMENT WITHIN A DATA CENTER . . . . . . . . . . . . . . 111
5.1 Virtual machine placement strategy . . . . . . . . . . . . . . . . . . . . . . . 111
5.1.1 Application graph . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
xii
5.1.2 Communication . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 114
5.1.3 Energy efficiency . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 115
5.1.4 Elasticity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 115
5.2 Problem description . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 116
5.2.1 Network topology . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 116
5.2.2 Applications and scheduler . . . . . . . . . . . . . . . . . . . . . . . . 116
5.2.3 Communication traffic . . . . . . . . . . . . . . . . . . . . . . . . . . 118
5.2.4 Servers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 118
5.2.5 VMs . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 119
5.2.6 Power consumption . . . . . . . . . . . . . . . . . . . . . . . . . . . . 119
5.2.7 Elasticity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 120
5.2.8 System variables . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 120
5.2.9 Objective function . . . . . . . . . . . . . . . . . . . . . . . . . . . . 121
5.2.10 Constraints . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 122
5.3 Solution approach . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 125
5.4 Case study . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
5.4.1 Network topology, delay, and throughput . . . . . . . . . . . . . . . . 127
5.4.2 Application topology . . . . . . . . . . . . . . . . . . . . . . . . . . . 127
5.4.3 Servers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
5.4.4 Power consumption . . . . . . . . . . . . . . . . . . . . . . . . . . . . 128
5.5 Results . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 129
5.5.1 Initial period . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 129
5.5.2 Workload . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 130
5.5.3 Execution time . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 132
5.6 Discussion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 134
5.7 Conclusion . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 135
CHAPITRE 6 GENERAL DISCUSSION . . . . . . . . . . . . . . . . . . . . . . . . 136
6.1 Applications . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 137
6.2 Scalability . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 138
6.3 Service architecture . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 139
6.4 Elasticity . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 139
CHAPITRE 7 CONCLUSION AND RECOMMENDATIONS . . . . . . . . . . . . 140
BIBLIOGRAPHY . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 144
xiii
LIST OF TABLES
Table 1.1 Three stage approach of cloud network planning and management. . . 12
Table 2.1 Data center location approaches. . . . . . . . . . . . . . . . . . . . . 23
Table 2.2 Dynamic scaling approaches. . . . . . . . . . . . . . . . . . . . . . . . 28
Table 2.3 Meta-scheduling approaches. . . . . . . . . . . . . . . . . . . . . . . . 35
Table 2.4 Virtual machine placement approaches. . . . . . . . . . . . . . . . . . 42
Table 3.1 Data center location and provisioning approaches. . . . . . . . . . . . 54
Table 3.2 Solutions for 10 cities with up to 10 data centers. . . . . . . . . . . . 74
Table 3.3 Comparison between tabu search and Cplex. Delay priority. . . . . . 76
Table 3.4 Comparison between tabu search and Cplex. CO2 priority. . . . . . . 76
Table 3.5 Comparison between tabu search and Cplex. Cost priority. . . . . . . 76
Table 3.6 Tabu search results for large cases. Delay priority. . . . . . . . . . . . 77
Table 3.7 Tabu search results for large cases. Pollution priority. . . . . . . . . . 77
Table 3.8 Tabu search results for large cases. Cost priority. . . . . . . . . . . . 77
Table 5.1 Cloptimus Scheduler vs First-Fit after adding 800 applications. . . . . 130
Table 5.2 Cloptimus Scheduler vs First-Fit in the highest period (9 PM). . . . . 132
xiv
LIST OF FIGURES
Figure 1.1 Energy consumption of countries and the cloud. Adapted from Cook [1]. 3
Figure 1.2 Data center location and software component placement. . . . . . . . 4
Figure 1.3 Cloud Network Planning Problem (CNPP) parameters, constraints,
and solution. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5
Figure 1.4 Meta-scheduler parameters, constraints, and solution. . . . . . . . . . 8
Figure 1.5 Actors and components interacting in the life-cycle of cloud applications. 8
Figure 1.6 VM placement parameters, constraints, and solution. . . . . . . . . . 11
Figure 2.1 Server virtualization layout. . . . . . . . . . . . . . . . . . . . . . . . 15
Figure 2.2 System power approximation. Adapted from Fan et al. [2]. . . . . . . 17
Figure 2.3 Data Center Location Problem (DCLP). . . . . . . . . . . . . . . . . 21
Figure 2.4 Dynamic scaling. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 28
Figure 2.5 Meta-scheduling architecture. . . . . . . . . . . . . . . . . . . . . . . 32
Figure 2.6 Application and network mapping. . . . . . . . . . . . . . . . . . . . 38
Figure 2.7 Energy consumption per service request. Adapted from Srikantaiah
et al. [3]. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 44
Figure 3.1 Network and application layers. . . . . . . . . . . . . . . . . . . . . . 57
Figure 3.2 Greedy solution for the web search engine example. . . . . . . . . . . 69
Figure 3.3 Network topology with 10 cities and 10 potential data centers. . . . . 72
Figure 3.4 Solution A. Delay minimization. . . . . . . . . . . . . . . . . . . . . . 73
Figure 3.5 Solution B. Pollution minimization. . . . . . . . . . . . . . . . . . . . 73
Figure 3.6 Solution C. Cost minimization. . . . . . . . . . . . . . . . . . . . . . 73
Figure 3.7 Tabu search vs greedy heuristic for large cases and cost priority. . . . 79
Figure 4.1 Energy consumption of countries and the cloud. Adapted from Cook [1]. 83
Figure 4.2 Actors and components interacting in the life-cycle of cloud applications. 83
Figure 4.3 Application and network mapping. . . . . . . . . . . . . . . . . . . . 88
Figure 4.4 Network topology with the largest 100 cities in terms of Internet users.
Image generated with Google Maps API. . . . . . . . . . . . . . . . . 99
Figure 4.5 Delay over time. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 103
Figure 4.6 Trade-off between delay and cost. . . . . . . . . . . . . . . . . . . . . 103
Figure 4.7 Power consumption over time. . . . . . . . . . . . . . . . . . . . . . . 104
Figure 4.8 Trade-off between power consumption and cost. . . . . . . . . . . . . 104
Figure 4.9 CO2 emissions over time. . . . . . . . . . . . . . . . . . . . . . . . . . 106
Figure 4.10 Trade-off between CO2 emissions and cost. . . . . . . . . . . . . . . . 106
xv
Figure 4.11 Data center power consumption. . . . . . . . . . . . . . . . . . . . . . 107
Figure 4.12 Spike in the number of VMs when prices are changed. . . . . . . . . . 107
Figure 4.13 Low data center utilization when prices are changed. . . . . . . . . . 108
Figure 4.14 Average meta-scheduler execution time over the network size. . . . . 109
Figure 4.15 Average meta-scheduler execution time over the application size. . . . 109
Figure 5.1 Graph of a multi-tier application. . . . . . . . . . . . . . . . . . . . . 112
Figure 5.2 Data center network topology. . . . . . . . . . . . . . . . . . . . . . . 113
Figure 5.3 Application and network mapping. . . . . . . . . . . . . . . . . . . . 117
Figure 5.4 San Jose CAIDA’s traffic monitor during August 3, 2013 [4]. . . . . . 128
Figure 5.5 Server power consumption. . . . . . . . . . . . . . . . . . . . . . . . . 129
Figure 5.6 Number of VMs used and power consumption in each period. . . . . 131
Figure 5.7 Average scheduler execution time over the application size. . . . . . . 133
Figure 5.8 Average scheduler execution time over the network size. . . . . . . . . 133
xvi
LIST OF ACRONYMS AND ABREVIATIONS
API Application Programming Interface
AS Autonomous System
CAPEX Capital expenditures
CDN Content Delivery Network
CNPP Cloud Network Planning Problem
CPU Central Processing Unit
CS Cloptimus Scheduler
DB Database
DCLP Data Center Location Problem
DVFS Dynamic Voltage and Frequency Scaling
FF First Fit
FIFO First in First Out
GCBP Green Cloud Broker Problem
HPC High Performance Computing
ICT Information and Communications Technology
ISP Internet Service Provider
IXP Internet Exchange Point
IaaS Infrastructure as a Service
LAN Local Area Network
LHC Large Hadron Collider
MCDA Multi Criteria Decision Analysis
MC Memcache
xvii
MILP Mixed Integer Linear Programming
MIP Mixed Integer Programming
MSE Mean Square Error
NASA National Aeronautics and Space Administration
OPEX Operational expenditures
OXC Optical cross-connect
PUE Power Usage Effectiveness
PaaS Platform as a Service
rps Requests per second
QAP Quadratic Assignment Problem
QoE Quality of experience
QoS Quality of service
SLA Service Level Agreement
SaaS Software as a Service
ToR Top of Rack
UI User Interface
VDC Virtual Data Center
VM Virtual Machine
WS Web Service
1CHAPTER 1
INTRODUCTION
In 1963, researchers discussed the possibility of connecting some research institutes’ comput-
ers to share resources, programs, and information. Licklider [5] called it the Intergalactic
Computer Network, and in the same memo that describes the network, the author asked if
a program to plot functions should be downloaded from a remote computer and executed
locally, or if the data should be sent to the remote computer that stores the program, execute
it there, and then download the results. This shows that location of data and programs has
been an architectural issue for a long time. Some years later, in 1969, the two first nodes
of the ARPANET, precursor of the Internet, were connected. Though the technology was
at its beginnings, its creators already envisioned that computing could be accessed as an
utility from homes and offices in the same way as electricity and telephone [6]. Over the
years, the Internet has expanded and computers have increased their capacity exponentially.
At the end of the 1980s, scheduling algorithms were developed to execute tasks on multiple
processors, a concept known as High Performance Computing (HPC). By the late 1990s,
grid computing became popular when general middlewares executed HPC applications on
multiple independent clusters [7]. At the same time, the world wide web rapidly arose and
massive web sites became available. Internet data centers grew and multiple commercial
models appeared to provide computing resources.
The concept of providing computing as an utility is currently known as cloud comput-
ing [8]. Cloud services can be classified in three service models depending on what are the ac-
tions of clients and providers. In Infrastructure as a Service (IaaS), a client pays for accessing
raw IT resources managed by a provider: processing power, network bandwidth, storage. The
client is responsible for maintaining the software, and the infrastructure provider manages
the hardware and the computing facility. In Platform as a Service (PaaS), a provider installs
commonly used software such as operating systems, programming environments, databases,
and load balancers. Then, each client develops applications in a programming environment
such as Python, Java, and .NET in the given platform. The third cloud computing model is
called Software as a Service (SaaS), and it is what we use everyday. The client uses appli-
cations given by the provider such as e-mail, social networks, spreadsheets, word processors,
and photo editors.
Providers store data and execute applications in computers hosted in facilities called data
centers. Users access applications from their computers and mobile devices. The Internet
2provides access between client devices and servers composed of cellular antennas, wireless
routers, modems, routers, optical links, and optical cross connects.
1.1 Research objectives
In the present thesis, we propose planning and management methods to improve the following
aspects of cloud computing networks:
Quality of Service (QoS)
As people use more cloud applications, high availability and short response time become
increasingly important. The response time is composed of the server execution time and the
time to send information between servers and client devices. The first one depends on the
server capacity and the complexity of the program executed. The communication delay is
associated to the transmission delay, queuing delay, and propagation delay. The transmission
delay is inversely proportional to the network interface capacity. The queuing delay is the time
that information packets wait while other packets are being served in each router between
the client and the server. The propagation delay is the time that electrical and optical signals
take to travel each link.
Cost
In the planning and management of cloud computing networks, cost is a fundamental met-
ric [9]. Providers are interested in paying the least possible while achieving the expected
QoS. The cost is composed of capital expenditures (CAPEX) and operational expendi-
tures (OPEX). CAPEX are costs that create future benefits, including servers, routers,
optical links, and data centers. OPEX are the ongoing costs for running the system: electric-
ity, the water used for cooling, IT staff, security guards, administrative staff, and external
providers. Costs can be minimized with a planning that reduces the amount of resources
needed, and an efficient resource management to reduce power consumption.
Power consumption
Each network element consumes power over time. If the power consumption of global telecom-
munication networks and data centers was considered as the power consumption of a country,
it would rank as the 5th country of the world, as can be seen in Figure 1.1. More precisely,
a large data center can consume the same energy as 80,000 American households or 250,000
European ones [1]. Given that projections predict a multiplication of the number of servers
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Figure 1.1 Energy consumption of countries and the cloud. Adapted from Cook [1].
by a factor of 10 between 2013 and 2020 [10], resources must be optimally allocated to
applications in order to limit the growth of power consumption.
Greenhouse gas emissions
Besides controlling power consumption, reducing CO2 emissions is also needed given their
impact on global warming. In fact, the method of power generation has a big impact on
the amount of CO2 emitted: 10 g of CO2 per kWh are produced by wind and hydroelectric
power, 38 g / kWh by geothermic energy, 66 g / kWh by nuclear power, 778 g / kWh by
diesel, and 960 g / KWh by coal [11]. Therefore, the type of energy used greatly impacts the
greenhouse gas emissions, and these emissions increase the global warming.
1.2 Problems studied
This thesis optimizes the objectives described above in multiple stages: 1) planning the
network of data centers, 2) coordinated management of multiple data centers, 3) internal
management of each data center. As we will see, the proposed models have a common
structure but the decisions in each of them are taken at different times and have different
duration.
Cloud Network Planning Problem (CNPP)
The method first developed for this thesis optimizes the planning of an infrastructure provider
network. More precisely, we study how data center location impacts on cost, quality of
4Figure 1.2 Data center location and software component placement.
5Figure 1.3 CNPP parameters, constraints, and solution.
6service (QoS), power consumption, and CO2 emissions. In fact, cost is reduced when data
centers with low energy and land prices are chosen, the QoS is improved when data centers
are placed close to users, power consumption is reduced with data centers in cold climate, and
CO2 emissions are dramatically reduced in regions where green energy is available. A Mixed
Integer Linear Programming (MILP) model is presented with an objective function that
combines multiple criteria with priority coefficients. Planners can change these coefficients
to analyze multiple solutions making trade-offs that depend on their priorities.
We state the problem as a mapping between two graphs: an application layer GA and a
network topologyGN . Each node inGA is a software component, and each arc (i, j) represents
the fact that software component i sends information to software component j. The network
layer is composed of access nodes, backbone routers, potential data center locations, and
the links that connect these nodes. The optimization model must decide for each software
component in GA, which node in GN it is assigned to. Then, the nodes in GN that will
host software components must be open, e.g., if a solution places software components in a
data center, then this data center is selected. Each software component may require to be
executed in multiple servers (e.g., a thousand) and there is a capacity constraint in each data
center. Also, each communication demand in GA represents a flow of information packets
that must be routed through GN .
Figure 1.2 shows an example of a global application provider with users in four different
regions: 1) North America, 2) Latin America, 3) Europe and Africa, and 4) Asia and the
Pacific. The network layer is composed of potential data centers, backbone routers, and
access nodes that aggregate users. The application is composed of a user interface that is
executed on the client computers, a web service, and a database. The application is further
split by region, as shown at the top of the figure. There is one web service responding to the
users in each region, a database replica for each region, and a user interface for each access
node. The arcs of the application graph are communication demands between the software
components: traffic between the user interfaces and web services, between the web services
and databases, and between the databases and master database. The problem consists of
selecting a subset of the potential data centers and deciding which data center will host each
web service and database. Furthermore, each web service is executed on multiple servers.
Thus, placing a software component in a data center means that we must also allocate servers
for that purpose without exceeding the data center capacity. The solution for this example
was to select two of the potential data centers: one in Europe and one in Asia. The users
from North America, Latin America, and Europe are served from the data center located
in Europe, and the users in Asia obtain cloud services from the data center located in that
region.
7The comprehensive planning problem summarized in Figure 1.3 simultaneously answers
the following questions:
• Among a set of potential data center locations, which ones should be used to open new
data centers?
• Which data center should host each of the software components of the cloud applica-
tions?
• How many servers will be hosted at each data center?
• How will the information be routed through the network?
• What are the link capacities required to carry that information?
The MILP model was first solved with AMPL/Cplex for cases with up to 12 access nodes
and 24 potential data center locations. An exhaustive research was done to define all the
parameters based on realistic values and public data [9]. The relation between cost, response
time, power consumption, and CO2 emissions was studied for that kind of networks. However,
the case of 24 data center locations took 58 minutes to solve, and we were interested in solving
cases with 1,000 data center locations because the largest global networks have that kind of
size [12]. Thus, we developed a tabu search heuristic [13] to handle large cases. Comparing
the solutions of the small cases to the optimal solutions gave as a result optimality gaps
between 0 and 1.95%, and most of them were below 0.1%. The case of 24 potential data
centers was solved by the heuristic in 868 milliseconds, while Cplex took 58 minutes. The
case of 1,000 potential data centers was solved in 10 minutes and was unsolvable in Cplex.
As we will see in Chapter 2, few authors specifically addressed the problem of data center
location. Our work first differentiates in the flexible representation of each application as
a graph of software components. That representation precisely defines the communication
pattern of any kind of applications, that is very valuable to plan distributed applications.
Our model also uses a detailed calculation of cost, communication delay, power consumption,
and CO2 emissions, and it is also flexible to allow planners to define priorities. Furthermore,
even if it is difficult to compare our technique with other work, because they solve different
models, our heuristic took 21 seconds to solve an instance with 500 data centers and the work
most closely related [14] solved a case with the same number of data centers in 30 minutes
in a similar environment.
8Figure 1.4 Meta-scheduler parameters, constraints, and solution.
Figure 1.5 Actors and components interacting in the life-cycle of cloud applications.
9Meta-scheduling: resource allocation across multiple data centers
Once the network is defined, the every day management of the cloud computing system has
also an impact on cost, QoS, power consumption, and CO2 emissions. In the same line of
location problems, we analyzed the online placement of software components across multiple
data centers, a process called meta-scheduling. In this case, the system has a set of data
centers already open, and applications arrive consecutively. Furthermore, the application
workload presents daily fluctuations with periods of high and low utilization. The dynamic
provisioning of resources, or dynamic scaling, allocates resources needed by each application
at each time instead of reserving a large amount of resources for peak periods.
That dynamism can be well managed through virtualization technique [15], where each
physical server executes one or multiple Virtual Machines (VMs). In this case, instead of
using each server for a single purpose, it can host different VMs over time: A web service VM
during the day to serve users’ HTTP requests and a HPC application overnight to process
big amounts of data and generate statistics. In fact, each software component is executed on
a different number of VMs in each period of the day, and all the VMs use the same shared
pool of servers in a data center.
The problem that is solved at this stage takes place at the time of deploying a new
application. A meta-scheduler must choose a data center to host the VMs of each software
component taking into account dynamic workload variations. That impacts the cost because
different data centers have different VM prices. It also impacts the power consumption
because the servers used for the VMs will consume energy, and each data center has a Power
Usage Effectiveness (PUE) that accounts for the overhead of cooling and power distribution.
The CO2 emissions change depending on the type of energy that provides the data center.
As summarized in Figure 1.4, this optimization problem minimizes costs by answering
the following question:
• Which data center will host each software component’s VMs in each period of the day,
given the expected workload, expected performance, and current network state?
The problem was stated from the point of view of a cloud broker, that is, an intermediate
entity between the service providers that need to execute applications and the infrastructure
providers that offer computing capacity, as can be seen in Figure 1.5. A cloud broker is a
program that manages resources of multiple data centers belonging to one or more providers
in a unique platform. Commercial cloud brokers exist—e.g., RightScale, Enstratius, Grav-
itant, and Scalr—, but they lack a meta-scheduler to help users optimally place software
components. There is some work that addresses the meta-scheduler problem [16, 17, 18, 19].
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Our proposal adds several contributions with respect to these approaches, including spe-
cial considerations for communication traffic between users and VMs which is important for
distributed cloud applications, multi-period dynamic scaling, and CO2 emission reductions.
The solution approach is an online and multi-period heuristic based on a tabu search
algorithm. The cases solved had more than 1,000 nodes, 650 applications, and 6,500 VMs.
Results show that the application response time can be reduced up to 6 times as compared
with using the cheapest data center, 30% of power consumption can be saved, and CO2
emissions can be reduced by 60 times. The execution time to determine the optimal software
component placement of an application took between a few milliseconds to less than a second,
making the program suitable to be embedded in an interactive cloud broker platform.
VM placement within a data center
A third stage in the process of resource provisioning of cloud computing networks is the
management of each particular data center. In this context, the problem to solve is which
server should host each VM. Figure 1.6 summarizes the features of the proposed Mixed
Integer Programming (MIP) model. The objective is to minimize response time and power
consumption subject to capacities of server resources. Similarly to the previous two stages,
we emphasize that the VMs of an application can communicate among themselves. VMs that
communicate among themselves can be placed in nearby servers to reduce delay and increase
the bandwidth globally available among VMs.
In this problem, the dynamic aspect is very important. Cloud providers receive new appli-
cations over time, and a program called scheduler must allocate resources to each application.
That is, when a new application arrives, each VM must be placed in one of the servers. Each
server can host multiple VMs, and the servers that are not hosting VMs can be put in sleep
mode to save power. Furthermore, the workload of an application can change over the day,
with periods of high and low activity, so that the number of VMs in an application can be
changed to match the dynamic workload.
Many authors have studied the problem of VM placement within a data center, but
only a few of them took special attention to the communication among VMs [20, 21, 22].
Our contribution is a method that considers both communication among VMs and a dynamic
workload. We take advantage of the hierarchic topology of data centers to propose a hierarchic
tabu search heuristic that can scale to more than 100,000 servers and VMs.
The test cases analyzed show encouraging results: the transmission delay is reduced by
70% and link utilization decreases up to 33% compared to methods that do not consider
traffic; the power consumption is reduced by 4.9% representing $1.6 millions savings per year
in a data center with 128,000 servers. This means that our approach increases the quality
11
Figure 1.6 VM placement parameters, constraints, and solution.
of service by placing VMs that communicate among themselves in nearby servers, reducing
delay and the utilization of links among switches.
Common structure
The three problems in planning and resource management have a common mathematical
structure that is customized for each stage. Table 1.1 summarizes the main features of each
problem that result in a mapping between an application graph GA and a network GN . That
is, for each node in GA, a node in GN is chosen, and for each arc in GA, network paths are
used to carry the information. This is shown in the first two constraints of each problem in
Table 1.1.
In the first stage, each node in GA is a software component, and the nodes in GN are
potential data centers, access nodes, and routers. The potential data centers in GN that host
software components in a particular solution are the locations where new data centers will
be opened. The communication delay is minimized and optimal links capacities are assigned,
important aspects when planning a network. That is the reason why we include routing
and link capacity assignment decisions. Given that when a location is chosen, a data center
12
Table 1.1 Three stage approach of cloud network planning and management.
Stage Objective Decisions Constraints Dynamics
1. Cloud network
planning
- Cost
- Response time
- Power
- CO2 emissions
- Data center
location
- Software comp.
placement
- Routing
- Link capacities
- 1 DC per SC
- Flow conserv.
- Data center
capacities
- Static
- Oﬄine
2. Meta-scheduling - Cost - Software comp.
placement
- Routing
- 1 DC per SC
- Flow conserv.
- Data center
capacities
- Response time
- Power
- CO2 emissions
- Dynamic workload
- Dynamic prices
- Online
3. VM placement
within a data center
- Power
- QoS
- VM placement
- Server on/off
switching
- Routing
- 1 server per VM
- Flow conserv.
- Server capacities
- Link capacities
- Rack utilization
- Dynamic workload
- Online
remains open in that location for several years, the planning problem is oﬄine with static
expected demands.
The second stage is to place applications across multiple data centers, that is, to choose the
optimal data center for each software component. The graphs GA and GN are similar to the
first stage with the difference that each software component requires a number of VMs, and we
know which data centers are open. The decision of software component placement can change
more often because deploying a software component is much less expensive that opening a
data center. Furthermore, the workload of each software component changes over the day.
That is the reason why we propose an online and dynamic optimization engine. To schedule
a new application, residual data center capacities must be considered and the optimization
is solved for multiple periods. In this case, the response time, power consumption, and CO2
emissions were expressed as constraints to analyze how cost increases when the constraints
are tighter.
Finally in stage three, the elements to place are the VMs that compose each application
within a particular data center. In this case, each VM is placed in a server to minimize power
consumption and improves the QoS. The workload changes over the day and the deployment
of a new application must be done taking into account existing applications that are already
being executed.
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1.3 Contributions
The following is the list of contributions of this thesis:
1. A mixed integer programming framework for the location of cloud elements through a
mapping between an application and a network graph.
2. Definition of the CNPP for planning cloud networks taking into account the cost, QoS,
power consumption, and CO2 emissions.
3. A tabu search heuristic for the CNPP that achieves near optimal solutions in short
execution time.
4. Definition of the Green Cloud Broker Problem (GCBP) to produce the meta-scheduling
of distributed applications across multiple data centers.
5. An online and multi-period heuristic for the GCBP that optimizes application deploy-
ments in less than a second.
6. Definition of a VM placement problem that handles traffic among VMs and elasticity
of applications.
7. A hierarchic tabu search heuristic to schedule new applications and resize existing ones,
handling cases of more than 100,000 servers and VMs in real time.
1.4 Document structure
The remainder of this document is structured as follows. Chapter 2 presents a literature
review on cloud network planning and management. The articles closest to ours are analyzed
as well as related problems of dynamic provisioning. Chapter 3 presents the paper Larumbe
and Sanso` [23] that defines the CNPP and the proposed tabu search heuristic. Chapter 4
presents the Green Cloud Broker for the dynamic placement of VMs across multiple providers
as in Larumbe and Sanso` [24]. Chapter 5 studies the dynamic placement of VMs in servers
to optimize QoS and power consumption. Chapter 6 explains how the approaches can be
integrated to achieve the objectives of energy consumption, pollution, quality of service, and
cost minimization. Chapter 7 concludes the research on cloud network planning and dynamic
provisioning and proposes future avenues of research and development.
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CHAPTER 2
LITERATURE REVIEW: LOCATION AND PROVISIONING PROBLEMS
IN CLOUD COMPUTING NETWORKS
This chapter presents a literature review on planning and management of cloud comput-
ing networks 1. In this chapter, we discuss the problems mentioned in the introduction,
analyze various methods to find optimal solutions, and present our contributions in each
area. In Section 2.1, some definitions necessary to the understanding of the problems are
presented. In that section, the general problem setting and relevant metrics are defined.
Then, Section 2.2 discusses the Data Center Location Problem (DCLP) in the context of
planning cloud computing networks. Section 2.3 describes dynamic scaling architectures and
algorithms to determine the number of Virtual Machines (VMs) needed for each application
in each period of the day. That section presents the concept of scheduling within a data
center which is a prerequisite of meta-scheduling. Section 2.4 reviews articles about meta-
scheduling to manage resources of multiple data centers in a coordinated fashion. Section 2.5
presents papers about the placement of VMs in servers within a data center. Finally, the
chapter concludes with the current state of the location and provisioning problems in cloud
computing.
2.1 Definitions and base concepts
This section is devoted to an overview on the common background of the problems that will
be treated in this thesis. Such a background can be divided in three groups related to: 1)
the applications and the computing environment, 2) the way energy is consumed and cost
are evaluated and, finally, 3) users and performance issues.
2.1.1 Applications and computing background
Applications
Object-oriented programming is currently a very widespread programming paradigm. In this
paradigm, a program is conceived as a set of objects that interact by sending messages. The
objects can be hosted on a single computer or distributed across a computer network. When
1This chapter appears in Communication infrastructures for cloud computing: design and applications
edited by Hussein Mouftah and Burak Kantarci. Copyright 2013, IGI Global, www.igi-global.com. Posted
by permission of the publisher.
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Figure 2.1 Server virtualization layout.
the objects are on the same computer, the messages are exchanged through the CPU and
the RAM. Objects on different computers can communicate using protocols that convert the
message into information packets, which are sent through links and routers connecting the
two ends. In the client/server architecture, the program is split into a component that is
executed on a client device and a component that is executed on a server. In practice, the
client component is replicated, and multiple users can connect to the same server. Similarly,
the server component can be replicated when a single server is not sufficient to efficiently
process the user requests. The users can connect from their homes or offices using their
phones, tablets or computers. The servers are hosted in large data centers to take advantage
of economies of scale. Complex applications contain not only a client and a server but also
a set of software components, each with its own specific purpose. For example, a popular
social network can present the following set of software components: 1) a Javascript client
that is executed in the user desktop browsers, 2) a client for smart phones, 3) a web server
for answering HTTP requests, 4) a database that stores the user posts on hard disks, 5) a
system to send and receive messages, and 6) file servers for picture storage. All these software
components send messages to each other to accomplish the global purpose of the application.
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Virtual machines
Between the software and hardware levels, there is an element known as the Virtual Machine
(VM). A VM is a program that simulates the behavior of a computer. Similar to a computer,
it has access to processing units, RAM memory, hard disks, and devices. However, these
elements are provided by a system known as the hypervisor, which is executed on the physical
machine hosting the VM. As shown in Figure 2.1, any operating system can be installed on
a VM, and the operating system is unaware that it is being executed on a virtual rather
than a physical machine. The user programs interact with the operating system as usual.
The hypervisor ensures that the VMs are isolated from each other and have the necessary
resources. Using a virtualization framework offers many advantages to the cloud computing
paradigm. An infrastructure provider can offer VMs to its customers and consolidate multiple
VMs on a single server. Because many applications require fewer resources than an entire
server, the server consolidation reduces the number of servers, cost, and energy consumption.
2.1.2 Cost and power consumption
CAPEX and OPEX
Each element of the cloud network has a purchasing cost, setup cost, and amortization
period [9]. The server cost varies depending on the components: the CPU, capacity of the
hard disks, RAM, and motherboard. In addition to servers, the routers, optical fiber, and
optical repeaters contribute to cost, and the cost of the power distribution equipment, cooling
equipment, data center building, and land must also be considered. To compute the total cost
of all the elements, ranging from an individual server to the entire data center, the cost of each
element is divided by its amortization period and then added to the sum. For instance, the
amortization period of a server is between 3 and 4 years and that of a data center is between
12 and 15 years [9]. All the costs listed so far comprise the capital expenditures (CAPEX). In
addition to the CAPEX, there are the operational expenditures (OPEX), including electricity,
the water used for cooling, the IT staff to maintain the equipment, security guards, and
administrative staff.
Power consumption
Each active network element consumes power. The power consumed by a server is the sum
of the power consumed by its components. The Central Processing Unit (CPU) typically
consumes the majority of the power, and depends on the degree of utilization. When the
CPU is idle, the consumption is reduced. Figure 2.2 shows an example of the system power
consumption as a function of its utilization [2]. The function is monotonically increasing, has
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Figure 2.2 System power approximation. Adapted from Fan et al. [2].
a value of pmin when the utilization is zero and reaches pmax when the utilization is 100%.
Depending on the server architecture, operating system, and hypervisor used, the consump-
tion when the server is idle may be as high as 70% of the maximum power consumption.
The consolidation of VMs in servers is therefore a promising strategy because suspending
servers that are not highly utilized saves a large amount of power. The definite integral of
the server power consumption over a given time interval is the total energy used during that
period. The equipment used to distribute the power in the data centers has fixed limits on
the total power consumption. For example, a row of 450 servers in a data center may have
a maximum capacity of 150 KW. The active ports of the routers consume power, as do the
optical cross-connects (OXCs) and optical repeaters. The power distribution and cooling
equipment also consumes power, and the consumption rate determines the efficiency of the
data center. The Power Usage Effectiveness (PUE) is defined as the ratio of the total power
consumed by a data center to the power consumed by the IT equipment. For instance, a PUE
of 1.15 means that the base equipment for cooling and power distribution requires 15% of the
IT equipment requirement. The most efficient data centers may reach a PUE of 1.07 using
mechanisms that exploit the surrounding climate for cooling. OpenCompute is a consortium
of companies that promote the open design of efficient IT equipment and data centers by
publishing the technologies used to achieve high data center efficiency [25].
In addition to the quantity of power consumed, one needs to pay attention to the power
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generation mechanism: whether it is renewable and how much environmental pollution is
introduced in the production process. Wind and hydroelectric power produce approximately
10 g of CO2 per KWh. Geothermic energy production introduces 38 g of CO2 per KWh,
diesel produces 778 g / KWh, and coal produces 960 g / KWh [11]. The type of energy used
by a data center therefore greatly impacts the pollution level.
2.1.3 Performance parameters
Response time and throughput
As we have seen, the software components communicate by exchanging messages among
themselves. When a software component receives a message, we call it a request. The
software component processes the request, potentially sending messages to other components,
and answers with a message called a response. The time elapsed between the reception of
the request and the response is called the response time. The inverse of that value is the
throughput, which is the number of requests per second that a software component can
process.
Communication delay
The messages exchanged between the software components are typically sent through a net-
work protocol such as TCP and UDP over IP, which generates information packets that
traverse the network. These packets pass through paths of routers and links between the
source and destination hosts. Each router is connected to its links through network inter-
faces. When a router receives a packet, its header is analyzed, and then the packet is placed
in the interface corresponding to the output link. The time of that operation is called the
processing delay. If the output interface also had other packets to send, then the packet is
placed in an output queue. The period between the reception of the packet in the output
queue and the time when the packet is sent is called the queuing delay, and the time required
to place each bit of the packet in the transmission channel is called the transmission delay.
The time from the placement of the packet in the transmission channel to the moment when
it is completely received on the other end is the propagation delay. That delay depends on
the physical properties of the transmitting medium, e.g., the speed of light in optical fiber
is approximately 200,000 km/s. The sum of all of these delays yields the delay of a seg-
ment router-link, and the sum of the delays of the segments in a network path is called the
communication delay.
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Availability
Hardware failures, software maintenance, and upgrades can prevent a service from responding
to requests during specified periods. The availability is the proportion of time that a service
is functional. For instance, we can say that the availability of an e-mail service was 99.99%
in the last week. The same concept is applied to hardware elements such as servers, routers,
and links. It can also be applied to an entire data center, e.g., the average availability of a
data center may be 99.99% [9]. When applications are executed on multiple servers at the
same time, the service availability increases because the failure of a single server has a lower
impact. The availability can also be improved by avoiding single failure points in the network
and using backup paths when a link or router fails.
Service Level Agreement (SLA)
The metrics discussed above impact the quality of service (QoS) that an operator provides
to its customers. Customers and providers use SLAs to keep the metrics above (or below) a
specified threshold. When the metric is outside their range, the provider must compensate
the customer. A mechanism to monitor the metrics must also be defined, and tools must be
developed to query and visualize the metrics in real time and over the history of the system.
The models in this chapter typically aim to minimize the utilization of resources and satisfy
the SLAs.
Workload forecasting
The models to plan and manage cloud computing networks require the workload size of
each application as an input in order to determine the type and number of servers and
VMs needed. The first issue that planners need to solve is to know the characteristics of
the workload. Typically, there is a small number of applications that generate most of the
traffic. Identifying these applications and their software components is needed. Then, for
each application component, the workload can be split into different types of transactions
depending on the objects exchanged, e.g., text, images, and videos.
Furthermore, the workload can change over time. The number of application requests per
second over time can be displayed in a chart to analyze the workload. Some patterns that
could arise are: increasing workload, decreasing, stationary, and/or with seasonal, weekly or
daily fluctuations. For instance, a workload could increase over the year because new users
are registered, and at the same time could vary over the day with peaks in specific hours.
There are two complementary classes of methods to forecast the workload of applications:
qualitative and quantitative [26]. Delphi [27, 28] is a qualitative method where the expecta-
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tions of actors in the organization and users are taken into account. In this case, business
level metrics such as the number of orders per month are used to allow all the actors to
participate in the forecast process. Then, the agreed forecast in terms of business metrics
is translated to system level metrics, e.g., requests per second. Quantitative metrics use the
workload history to predict the future workload. For instance, the workload of each hour
of the day can be predicted taking into account the workload of previous days at the same
hour. The workload of each week day can be calculated using the same week day of previous
weeks.
Three quantitative techniques to estimate workloads can be highlighted [26]:
1. Regression methods,
2. Moving average, and
3. Exponential smoothing
Regression methods estimate a variable value as a function of other variables. Given a set
of actual data points that measure the independent and dependent variables, the function
that best approximates these values is searched. Linear regression searches for the linear
function that minimizes the sum of square errors of each sample. This method can be used
to translate business metrics into system metrics. For instance, the number of orders can be
counted in each hour as well as the maximum number of requests per second in each hour.
From that data set, linear regression can be used to obtain the relation between the number
of orders and requests per second.
Moving average calculates a metric to forecast as the average of that same metric in n
previous periods. For instance, the maximal number of requests per second for the next 10
minutes could be calculated as the average of the same metric in the three previous periods
of 10 minutes. The method must be calibrated by defining the right duration and number of
periods.
Exponential smoothing also takes the variable value in the previous periods to predict a
new value, with the difference that a coefficient multiplies each value to decrease older values,
and give more priority to last values. To compare approximations of different techniques and
parameters, the Mean Square Error (MSE) can be used.
To summarize, capacity planning requires to know the workload in detail, the main appli-
cations, the type of transactions, and to use qualitative and quantitative metrics to forecast
the future workload on multiple timescales.
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Figure 2.3 Data Center Location Problem (DCLP).
2.2 Data Center Location Problem (DCLP)
Data center location is the main decision to make in the Cloud Network Planning Problem
(CNPP) that we proposed. In this section, we classify existing papers that address the DCLP
including the articles that are part of this thesis.
QoS is a top priority because of the increasing use of cloud computing applications for
personal and business tasks: to search for information, news, communication between people,
social networks, entertainment. The delay between the user computers and the servers that
host programs and information has a big impact on QoS. That delay is associated to the path
composed of routers and links between a user computer and a data center. Thus, different
data center locations produce different delays: when the data centers are closer to the users,
the propagation delay is smaller and there are fewer intermediate routers adding queuing
and transmission delay. Thus, cloud providers open data centers in multiple regions to locate
the applications as close as possible to the users. For instance, the largest content delivery
network Akamai has more than 1,000 small data centers around the world hosting images,
videos, and applications for a large number of organizations [12].
In this context, an important problem to solve is where to locate the data centers to
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minimize the delay experienced by user applications. Figure 2.3 shows an example. Users
are aggregated as access nodes that demand services from the cloud. In this example, there
are six access nodes. Very often, the choice of data center location is not totally open, but
there are potential locations that are considered by the planner. In the figure example, there
are six potential data center locations. Three of these locations were selected to place a data
center and the service demands were routed from the access nodes to the data centers.
Delay is not the only issue impacted by the location of the data center. In fact, data
center location has also an impact on costs such as the price of the land, electricity price,
and the cost of environmental pollution that is produced by the type of energy—wind, solar,
hydroelectric, nuclear, diesel, coal—that is available. For an effective data center location
planning model, trade-offs between locations with low land costs, energy prices, CO2 emis-
sions and the proximity to the users should be used. In fact, from the cost minimization
perspective, the optimal is to open a few data centers in cheap locations; from the delay
minimization perspective, the best is to open many data centers near the users. On the other
hand, to minimize CO2 emissions the best solution is to open data centers only in locations
where green energy is available.
This problem has an exponential number of possible solutions as a function of the potential
locations, making necessary to use integer programming models, optimization solvers, and
optimization techniques. In the following subsections we first present a review on a set of
variants for this base problem. Finally, in the last subsection, we provide an analysis for
further research on the topic.
2.2.1 Current approaches
Table 2.1 summarizes the most significant work relating to the DCLP. In the second column,
the articles are classified by the type of objective to be minimized: communication delay,
cost, energy consumption, pollution, social environment, and risks. The third column refers
to the decision that can be reached when using the proposed model: data center location,
assignment of access nodes to data centers, routing of traffic demands, and application lo-
cation. In the final column, the different solutions approaches are portrayed: Mixed Integer
Linear Programming (MILP) models solved with commercial solvers, simulated annealing
heuristic [33], tabu search heuristic [13], Linear Programming (LP), and the classification
method ELECTRE TRI [34].
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Table 2.1 Data center location approaches.
Article Objective Decisions Solution
Chang et al. [29] - Delay - DC location
- AN to DC assig.
- AN to backup DC
MILP solver
Goiri et al. [14] - Cost - DC location
- AN to DC assig.
Simulated annealing
+ LP
Dong et al. [30] - Energy - DC location
- AN to DC assig.
- Routing
MILP solver
Larumbe and Sanso` [31] - Delay
- Cost
- Pollution
- DC location
- AN to DC assig.
- App. location
- Routing
MILP solver
Larumbe and Sanso` [23] - Delay
- Cost
- Pollution
- DC location
- AN to DC assig.
- App. location
- Routing
- Link capacities
Tabu search
Covas et al. [32] - Risk
- Social
- Cost
- Pollution
- DC location ELECTRE TRI
Delay minimization with backup coverage
The first variant to the DCLP is to minimize the average delay between access nodes and data
centers subject to a budget constraint and the assignment of backup data centers. A data
center can fail for many reasons: energy outage, link cuts, router failures, remote attacks,
software errors. Redundancy such as multiple network links and energy lines diminish the
probability of failure and increases the availability. The probability of natural disasters must
also be considered. One way to protect against this is to replicate cloud services in multiple
data centers and have mechanisms to route the service demands to a backup data center
when the primary fails. Chang et al. [29] proposed an integer programming model where
each access node must be assigned to a primary data center and a backup data center. The
study also considered the load of each data center, defined as the sum of the demand that it
serves. The maximal load in a solution is the load of the data center with the largest demand.
The maximal load was added to the objective function that is minimized. The lowest value
that the maximal load can take is when all the loads are the same. That is why that strategy
tends to balance the load between all the selected data centers.
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Cost minimization
Another variant to this problem is to minimize the total network cost subject to QoS con-
straints. In this case, the service demand of an access node can be assigned to a potential
data center only if the delay between the access node and the data center is lower than a
fixed parameter. Goiri et al. [14] proposed a model to solve this variant and studied potential
locations in the US considering energy and land costs. In addition, the expected availability
of each data center, i.e., its expected available time over total time, was also considered. The
combination of data centers in the solution must satisfy a minimum availability requirement
for the entire system. The authors proposed a simulated annealing heuristic [33] combined
with a linear programming model, and demonstrated that the optimal placement of data
centers can save capital expenditures (CAPEX) and operational expenditures (OPEX).
Energy consumption minimization
Network elements such as IP routers and optical switches consume energy. Different data
center locations imply different routing and thus a different amount of energy consumed by
the network. Dong et al. [30] studied the minimization of the optical and IP router power
consumption as a function of the data center location using linear programming models.
They also analyzed the efficiency of locating data centers close to renewable energy sources
versus transporting the renewable energy to the data centers. Since transporting energy over
the grid provokes losses, there is an incentive to place data centers near energy sources. The
cases analyzed presented reductions of 73% in consumed energy. Of course, this approach
could increase the delay because data centers can be farther from the users than the delay
optimization case, but locating data centers near green energy sources and cold climate is
a strategy used by companies such as Facebook that recently built a data center based on
hydroelectric energy in Sweden [35].
Delay, cost, and pollution minimization
There are different types of energy to power a data center—solar, wind, hydroelectric, nu-
clear, diesel, coal—and depending on the type, the CO2 emissions will vary. For instance,
hydroelectric power produces 10 g of CO2 per KWh and coal produces 960 g of CO2 per
KWh [11]. Thus, a data center with 60,000 servers located in a place where hydroelectric
power is available will produce much less pollution than one with the same number of servers
but powered with coal. The DCLP oriented towards pollution reduction should minimize the
CO2 emissions of the whole network.
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All these objectives—delay, cost, pollution—should be taken into account by the planners
to analyze the DCLP from multiple perspectives. One way to address this is to embed all
objectives into a multi-criteria function having one term per aspect, normalized in monetary
terms. Thus, the delay penalty represents the cost of delay increase, for instance, the loss in
revenues because of a worsening QoS. Pollution costs may come from regulatory penalties
or loss in company image for using dirty energy. Finally, there are the traditional OPEX
and CAPEX costs. In order to have an overall view on the trade-offs, planners can adjust
penalties to analyze solutions in a comprehensive way.
Larumbe and Sanso` [31] solved this problem through a MILP model that minimizes
a multi-objective function composed of a communication delay penalty, the data center
CAPEX, the data center OPEX, the server cost, the energy cost and a pollution penalty.
Larumbe and Sanso` [23] developed a tabu search heuristic for that problem. In these articles,
the data center location was simultaneously solved with the placement of distributed appli-
cations, making the problem more general and flexible. The application layer is modeled as a
graph of software components that exchange traffic. In this case, the decisions include which
data centers to use in addition to which data center will host each software component.
Risk, social, economic and environmental criteria
Another approach to decide a data center location is to classify every potential location
in multiple independent dimensions. Instead of assigning a unique monetary value to each
location, a category Excellent (C1), Very good (C2), Acceptable (C3), or Bad (C4) is assigned
to each criterion. The criteria to analyze include:
- Risk: flooding, earthquakes, fire, nuclear, crime.
- Social: life quality, life cost, skilled labor.
- Economic: investment costs, operational costs, attractiveness to customers.
- Environmental: renewable energy, free cooling, reuse of waste heat.
For instance, a location with no flooding risks, earthquakes, and with low criminality may
be classified as C1 in the Risk criteria. However, it can be classified as C4 in the economic
criteria due to high investment and operational costs. Covas et al. [32] used Multi-Criteria
Decision Analysis (MCDA) techniques [34] to evaluate possible locations of a data center for
Portugal Telecom. This approach has the advantage of not combining multiple criteria in a
single monetary value, allowing the analysts the evaluation of the solutions. The disadvantage
is that the delay between the final users and the data centers was not taken into account.
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2.2.2 Analysis
In Subsection 2.2.1, we have seen that the DCLP depends on multiple aspects such as land
cost, energy cost, availability of renewable energies, and proximity to the users. The prefer-
ence of one of the approaches over another will depend at first on the objective the planners
want to achieve. A group of articles [29, 14, 30] optimized a single one: delay, cost, or energy.
Other articles [31, 23, 32] proposed the optimization of multiple objectives simultaneously.
Data center location is connected to the assignment of access nodes to data centers because
each access node aggregates a set of users that will access the cloud services. Besides the
assignment decisions, Larumbe and Sanso` [31], Larumbe and Sanso` [23], and Dong et al. [30]
also defined the routing of service demands between the access nodes and the data centers.
When distributed applications are executed on the data centers, the DCLP should include
the traffic demands between the software components. Traffic between software components
will be traffic between the data centers. Thus, the communication delay should also take
that traffic into account.
Regarding the solution methods, Mixed Integer Linear Programming (MILP) models are
very powerful in expressiveness and in the possibility of using the state of the art solvers,
but they typically have a limit in the size of instances to solve. For large networks, custom
solution methods both exact and heuristics are needed.
Finally let us remind the reader that the DCLP is closely related to the classical problems
of Facility Location that were very well studied and for which a large number of techniques
have been proposed [36]. An avenue of future research is to leverage these techniques for the
particular case of data center location.
Our contributions to the area of data center location that are presented in Chapter 3
include:
1. A comprehensive MILP model for the Cloud Network Planning Problem (CNPP) to
simultaneously solve data center and software component location as well as defining
routing and link capacities.
2. Flexible multi-criteria approach to optimize CAPEX, OPEX, QoS, power consumption,
and CO2 emissions.
3. Flexible representation of distributed cloud applications through a graph of software
components.
4. Special consideration of the communication traffic between access nodes and data cen-
ters, and among the data centers themselves.
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5. Minimization of communication delay to improve QoS.
6. Minimization of CO2 emissions by choosing regions where green energy is available.
7. A tabu search heuristic that finds near optimal solutions and solve cases with 1000
potential data centers in less than 10 minutes.
2.3 Dynamic scaling
The problem of dynamically determining the number of servers required for each application
is an important part of resource management in cloud systems. Our models require that
information as an input, thus we analyze existing approaches in the literature and industry.
Then, Section 2.4 analyzes more complex models that consider multiple data centers.
There is a particular type of software architecture that requires special treatment: ap-
plications employing server pools that answer similar requests. An example is a web server
cluster that answers HTTP requests. This architecture has a software component that is
replicated in a set of servers, and a scheduler is used to distribute the requests among the
servers, as shown in Figure 2.4. The scheduling algorithm can be round-robin, weighted
round-robin, random choice, or an alternative method accounting for the server load, re-
sponse time, and locality of the information. The objective is to spread the load for a short
response time, and the method is therefore called load balancing. However, the goal of low
server load contradicts the objective of maintaining a high server resource utilization to re-
duce the number of servers and total energy consumption. The dynamic scaling mechanism,
also known as auto scaling or elastic load balancing, aims at finding the minimal number of
servers necessary to maintain the QoS specified by the SLAs. The adjectives “autonomic”,
“dynamic”, and “elastic” indicate that the set of active servers answering requests can grow
or shrink depending on the workload volume. During periods of the day when there are more
user requests, the number of active servers in the cluster is increased. When the number of
requests is low, the number of active servers is decreased, and the inactive servers are placed
in sleep mode to save energy. If unexpected peaks in traffic occur, then the number of active
servers is increased, and requests are still met with a high QoS. When different applications
in a data center have traffic spikes at different times, the dynamic scaling algorithm uses a
shared pool of available servers. This technique reduces the total number of servers relative
to that required in the case of over-provisioning for each application peak.
28
Figure 2.4 Dynamic scaling.
Table 2.2 Dynamic scaling approaches.
Article Objective Features Dynamics Solution
Pinheiro et al.
[37]
- Server number - Degradation
threshold
- Stability period
- CPU usage as
QoS degradation
- Reactive - Add or remove one
server
Urgaonkar et al.
[38]
- Server number - Multi-tier
applications
- Reactive
- Predictive
- G/G/1 estimation
Amazon [39]
OpenStack [40]
- VM number - Server resource
metrics
- Reactive
- Scheduled
- Add/remove n VMs
- Add/remove x% VMs
Roy et al. [41] - SLA infractions
- VM cost
- Config. cost
- Predictive - Estimate workload
- Calculate response time
- Look-ahead
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2.3.1 Current approaches
Table 2.2 shows a summary of the articles analyzed in this section. The classification starts
with the objective to optimize: number of servers, number of VMs, SLA infractions, VM cost
and configuration cost. The third column of the table presents particular considerations of
each model.
The method to trigger a change in the cluster capacity may be reactive or predictive. In
the reactive case, the triggering is based on the instantaneous values of the workload volume.
In the predictive case, the triggering is based on the historical values and a prediction of the
upcoming workload variation and required resources. Reactive methods are used on scales of
minutes to respond to unexpected increases in the number of requests. Predictive algorithms
are executed on scales of hours and days. Solution methods go from basically adding and
removing VMs to more complex workload prediction strategies.
Server number minimization
We mention the pioneering work of Pinheiro et al. [37] that proposed a reactive algorithm
using a degradation threshold and stability period. The service degradation can be defined,
for instance, as the CPU utilization of the most busy server. The degradation threshold can
be defined as 90% CPU utilization. The stability period is a time length where the system
remains with a fixed number of servers. Given the set of active servers that are currently
responding to requests, if the current service degradation exceeds the threshold value and
the last resize operation preceded the stability period, then one server is added to the pool.
Otherwise, if removing a server will keep the service degradation below the threshold and
the last resize operation preceded the stability period, then one server is removed. This
simple algorithm allows the cluster to grow or shrink one server at a time depending on the
workload variation. The algorithm was applied to a web server pool with the maximum CPU
utilization set to 90%, and servers were added and removed to keep the utilization below the
threshold.
Urgaonkar et al. [38] solved the dynamic provisioning problem for multi-tier applica-
tions, which are applications consisting of multiple software components, each with a specific
purpose. For instance, an application may include a web service, application server, and
database. Each software component is replicated in a set of servers, e.g., a set of web servers,
a set of application servers, and a set of database servers. The algorithm returns the number
of servers that should be allocated to each set as output. It treats each server as a queue,
and the minimal number of servers required to satisfy the SLA is calculated based on the
server capacity. This algorithm is executed in both a reactive and a predictive fashion. The
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predictive component anticipates the maximum request rate for the next hour based on the
workload during the corresponding hour on previous days. The reactive method manages un-
expected spikes that drive the workload volume above the predicted value. The request rate
over the last few minutes is compared to the predicted value, and if the difference exceeds a
specified threshold, then the number of servers is calculated using the observed request rate.
The technique proposed by Urgaonkar et al. [38] was tested on a Xen based cluster with 40
machines and could handle sudden traffic spikes doubling the capacity in 5 minutes.
VM number minimization
From a cloud user perspective, the objective is to minimize the VM cost, which is proportional
to the number of active VMs in the cloud, while satisfying the application QoS. Amazon
provides an auto scaling method through Amazon Elastic Cloud Computing (EC2) [39].
Users can define triggers and policies for resource expansion and shrinking. A trigger is
defined by a server metric to watch such as processing power and RAM, an aggregation oper-
ation such as the average over the whole cluster, an evaluation period, a number of periods,
and a threshold. When the metric is above (or below) the threshold in a number of succes-
sive periods, then the scaling policy is triggered. The policy can add or remove a number of
servers, or multiply the number of servers by a number, e.g., +50% or −15%. This method
is able to perform cluster capacity variations when the workload changes progressively. It is
also adapted to sudden traffic spikes, but starting a new VM could take some minutes.
Besides the reactive scaling, Amazon EC2 also provides scheduled scaling. In this scheme,
the number of VMs needed is defined in advance. The capacity change can be defined for a
specific time in the future, e.g., because an advertisement would produce a traffic increase,
or can be periodic if the user knows the daily or weekly workload. For instance, the number
of VMs could be doubled every day between 7 pm and 9 pm, and decreased by half during
the weekends.
OpenStack is an open source Infrastructure as a Service (IaaS) system originated by
RackSpace Hosting and the National Aeronautics and Space Administration (NASA) under
Apache license [42, 43]. The project is supported by more than 150 companies including
AMD, Intel, Red Hat, Dell, HP IBM, and VMware. OpenStack provides auto scaling through
a project code named Heat with the same features as Amazon EC2 [40].
SLA infractions, VM, and configuration cost minimization
Roy et al. [41] determined the number of VMs that minimizes the total cost using a look-ahead
method. The cost includes the number of SLAs that are not respected, the VM cost, and a
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configuration cost that is proportional to the number of changes (added or removed VMs).
This model predicts the workload over a given period using a formula that extrapolates the
workload from the previous three periods. The formula is used to calculate the workload
for the next N periods, beginning from the current time. In each of the next N periods,
the algorithm will make a decision to increase, reduce or maintain the number of servers in
a cluster. The look-ahead method generates a tree containing all possible decisions for the
next N periods. For each tree branch, the net cost is calculated, including SLA penalties,
VM cost, and configuration cost. The branch with the smallest cost is then chosen, and the
algorithm adopts the first decision that generated the branch. This procedure is repeated
periodically to adjust the resources to the demand at each time.
2.3.2 Analysis
The methods described in this section demonstrate that the application workload can be
predicted and that the resources can be adjusted accordingly. We see an important gap
between the methods proposed in the literature and the cloud provider solutions. While
literature proposes predictive methods, current clouds only provide reactive methods. In any
case, thanks to virtualization, VMs can be created and removed on the fly and predictive
methods can be integrated by the cloud users.
It is worth noting that sometimes dynamic scaling is presented as a magical solution
where service providers no longer need to define the number of VMs; in fact, that is not
the case. For a correct application of dynamic scaling, the workload must be analyzed over
time and the metrics that define it should be identified. A good predictive model adjusted
for the analyzed workload should define the right amount of resources needed. The choice
of a predictive model should also consider under what conditions the model remains valid.
Security is an important aspect to take into account to verify that the workload is genuine.
Otherwise, a malicious user could attack an application by introducing high levels of traffic,
triggering scale up actions and entailing economic damages.
The dynamic scaling problem here presented optimizes the number of VMs in a single
data center. With multiple data centers with prices that change over time, a coordinated
dynamic scaling could reduce costs and improve the QoS. In that case, the number of VMs
of multiple clusters in multiple data centers must be defined. The next section analyzes that
matter and presents our contributions to this area.
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Figure 2.5 Meta-scheduling architecture.
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2.4 Meta-scheduling: resource allocation across multiple data centers
The applications that process big amounts of data or operations handle scalability by exe-
cuting parallel tasks in multiple servers. A scheduler receives requests and distributes them
among a set of available servers. For instance, a massive website executes multiple web servers
in parallel and the scheduler, in this case called load balancer, distributes the workload to
achieve a short response time. In the case of HPC applications such as Hadoop [44], the
information is split in multiple servers and each server solves a part of the task.
In a second level, the architecture can count on multiple data centers, each one with
a set of servers executing tasks in parallel. In this case, a meta-scheduler distributes the
workload among the data centers [45]. Figure 2.5 shows how requests are distributed by
meta-schedulers and schedulers across multiple data centers. When a data center receives a
high number of requests, servers queues grow, and the response time increases. Then, the
meta-scheduler can redirect a fraction of the workload to other data centers with a lower load,
and thus the response time decreases. Furthermore, this architecture can improve system
availability because if a data center fails, its workload can be redirected to another data
center. Counting on multiple distributed data centers also allows users to connect to the one
with smallest delay, and then improve the QoS.
In this context, adding virtualization improves the resource usage among multiple appli-
cations. Each application has a set of VMs that process requests. VMs can be started and
stopped in a dynamic way. At the time of starting a VM, a physical server is allocated to it.
When a VM is stopped, the server resources are free for other VMs. Because each VM is able
to process a maximal number of requests per time unit with the expected QoS, the number
of VMs needed for an application will depend on the size of the workload at each time. Then,
the number of servers allocated to an application varies as the workload size changes, and
overprovisioning is avoided. If applications have workloads with high utilization in different
periods of the day, fewer servers are used than reserving servers in a static way.
Note that the process of meta-scheduling can be done independently from the scheduling
of each data center. Thus, this architecture can be used to manage a hybrid cloud, that
is, a private data center in combination with an external provider such as Amazon EC2.
Furthermore, multiple provider data centers can be used to increase availability and place
VMs close to users. Because providers charge computing power as a service, the cost is a
critical variable to minimize.
There are several approaches to optimize the meta-scheduling process. For each applica-
tion, they all compute how many requests are handled by each data center. In the cases that
virtualization is used, the result is how many VMs of each application are placed in each
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data center. The following is a set of papers that address variants of the meta-scheduling
problem across multiple data centers.
2.4.1 Current approaches
Table 2.3 presents the papers on meta-scheduling that are closest to our work, and also our
paper on dynamic VM placement across multiple data centers. The second column of the
table shows the objective to optimize in each work: QoS, cost, power consumption, and CO2
emissions. The third column presents decisions and features that define each variant. The
fourth column classifies variants depending on whether the optimization is solved online, for
new arriving applications and requests, or oﬄine, knowing the applications to be deployed in
advance. In the same column, demands are static when resources allocated for each request
remain constant over time. They are dynamic when the same demand has different values
during the day, e.g., the number of VMs of an application changes over time. Some papers
also considered providers that change prices over time. The last column shows the solution
approach.
The following subsections describe the problem variants grouped by the objective.
QoS maximization
Leal et al. [17] proposed methods to schedule tasks for grid computing, the scientific pre-
decessor of cloud computing. The grid is typically used to execute HPC jobs that process
a big amount of data. For instance, the physical experiment Large Hadron Collider (LHC)
generates data about collisions between particles. The HPC jobs are executed on multi-
ple computer clusters managed by independent organizations. Each organization executes a
meta-scheduler that sends jobs to the local cluster and to external clusters. For each job,
the meta-scheduler must decide in which cluster it will be executed. Because each cluster
has a computing capacity and the workload varies over time, the average execution time also
changes. The objective of the proposed methods was to reduce the execution time of the
HPC tasks. For that purpose, the average execution time is regularly calculated for each
cluster, and the jobs are sent to the cluster with the smallest value. A further improvement
was to schedule jobs in advance to reduce the job start time. Two connected grids with 2013
processing elements were simulated using workloads from the LHC.
Tordsson et al. [19] proposed an oﬄine integer programming model to place VMs across
multiple providers and maximize the QoS. Each VM type in each cloud has a capacity, e.g.,
in requests per second. The model chooses a data center and an instance type for each VM
in order to maximize the capacity subject to system and budget constraints. The meta-
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Table 2.3 Meta-scheduling approaches.
Article Objective Features Dynamics Solution
Leal et al. [17] - Job exec. time - High Performance
Computing (HPC)
task scheduling
- Online
- Static demands
- Calculate node
performance
- Advance
scheduling
Tordsson et al.
[19]
- QoS - VM placement
- VM type
- Budget constraint
- Oﬄine
- Static demands
- MILP solver
Chaisiri et al.
[16]
- Cost - VM placement
- Reserved and
on-demand plans
- VM aggregation
- Online
- Dynamic prices
- Stochastic
prog.
Ardagna et al.
[18]
- Cost
- Response time
- VM placement
- Capacity allocation
- Load redirection
- VM aggregation
- Online
- Dynamic demands
- Dynamic prices
- Non-linear
optimization
Franceschelli
et al. [46]
- Cost
- Response time
- VM placement
- Scaling
- Oﬄine
- Dynamic demands
- Palladio
simulator
Kantarci et al.
[47]
- Energy - VM placement
- Backbone
virtualization
- Comm. user-DC
- Semi-oﬄine
- Dynamic demands
- MILP solver
Larumbe and
Sanso` [24]
- Cost
- Comm. delay
- Power
- CO2
- VM placement
- Comm. VM-VM
and user-VM
- Routing
- VM aggregation
- Online
- Dynamic demands
- Dynamic prices
- Online
multi-period
heuristic
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scheduling algorithm was tested with a HPC application across three cloud data centers and
showed that using multiple cloud data centers improves performance and cost.
Cost minimization
Chaisiri et al. [16] proposed stochastic integer programming models for placing VMs across
multiple cloud providers. The objective was to take advantage of the price difference between
reserved plans and on demand plans. Reserved plans are cheaper but require to be acquired in
advance, and the price of on-demand plan varies. The stochastic model handles uncertainty
on future demands and prices. Tests based on HPC workloads of three clusters show that
budgets can be minimized.
Cost and response time minimization
Ardagna et al. [18] solved the problem of capacity allocation of multiple cloud data centers
and load redirection. In this case, the main decision to make is how many VMs should be
deployed in each data center every hour to minimize cost while guaranteeing that the average
response time of each application is below a threshold. Once the number of VMs in each
data center has been determined for the next hour, the requests received by a data center can
be processed locally or can be redirected to other data centers. When sudden spikes occur,
a fraction of the workload can be redirected to decrease the response time. The models
were solved through non-linear optimization solvers and closed formulas. The approach was
evaluated with different parameters and workloads, and was also validated with a prototype
environment in Amazon EC2.
Franceschelli et al. [46] proposed a tool for performance and cost evaluation of cloud
systems. Cloud computing elements such as cloud providers, VMs, resources, and dynamic
prices were modeled to calculate costs and QoS of multiple cloud providers. The proposed
tool handles cloud virtual resources as an extension of Palladio, a program that predicts the
QoS of applications [48]. The authors compared predicted values of QoS to an execution
of the SPECWeb2005 industry benchmark [49]. Results reported that the model is precise
for light load and conservative for high load. In a second analysis, the services of two real
cloud providers—Amazon and Flexicale—were compared. Amazon reported response times
between 12% and 20% lower than Flexiscale with 53% higher costs in the VMs used.
Energy consumption minimization
Kantarci et al. [47] solved the virtual machine placement on a network with multiple cloud
data centers through a semi-oﬄine MILP model with dynamic demands. In this case, the
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backbone network that connects data centers and users was considered at the optical and
virtual layers. The placement problem was simultaneously solved with the definition of the
virtual topology and routing to minimize the energy consumption of the backbone network
and the data centers. The scheme showed important improvements in the power consumption
and resource utilization.
Cost, communication delay, power consumption, and CO2 minimization
Our approach to distribute VMs across multiple data centers extends the meta-scheduling
architecture to a graph of software components [24]. That graph represents complex appli-
cations such as multi-tier where a software component receives requests and then triggers
requests to other software components. In this schema, an application is represented as a
graph where each node is a software component, and each arc (i, j) represents the fact that
software component i sends information to software component j. Each software component
may execute a scheduler and process requests in parallel through multiple VMs.
Figure 2.6 shows an example of a social network inspired on Facebook’s architecture [50].
In this case there are several types of software components: User Interface (UI), Web Service
(WS), Memcache (MC), and Database (DB). The UI is executed on web browsers to handle
user interaction and to generate HTTP requests. The WS receives HTTP requests and
processes them through multiple VMs in parallel. The scheduling mechanism of the WS
is a load balancer that distributes requests to minimize the response time. The WS gets
information from the DB (from hard disks) and MC (from RAM). The DB is split in multiple
servers to handle information of million of users. In this case, a hashing mechanism is used
to determine which instance has the information required. MC is a software component that
stores information in RAM, having much shorter response time than the DB. Multiple MC
servers can be used to store a large number of objects in RAM. A hashing method is used to
decide which MC server must store each object.
The solution of the meta-scheduler is which data center will host each software component,
and thus its VMs. The decision to include users in the architecture through the UI allows
to consider the communication delay between users and the WS because it impacts on the
response time and thus in the QoS. Then, the VM placement is linked to the proximity of
users as well as the data center capacities. When the model is applied to place software
components across multiple cloud providers, multiple criteria are considered: VM prices, the
price to send information, the energy efficiency of data centers, and CO2 emissions depending
on the type of energy available in each data center—e.g., hydroelectric, nuclear, diesel, coal—.
The proposed meta-scheduler [24] is online because existing applications and residual
data center capacities are taken into account. Furthermore, the meta-scheduler is dynamic
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Figure 2.6 Application and network mapping.
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because the workload of each period of the day is considered. In periods of high utilization,
software components require more VMs than in periods of low utilization. Tests with more
than 1000 nodes and realistic values for all the parameters were done. Results show how the
cost is minimized, and that adding constraints decreases the response time up to 6 times,
30% of power consumption can be saved, and the CO2 emissions can be reduced by a factor
of 60.
2.4.2 Analysis
The meta-scheduling mechanism was studied in several articles because it comes from the
history of grid computing [45]. In fact, that was the original objective of the first computer
networks: to share computing resources among multiple computers [5]. New meta-scheduling
approaches introduce virtualization technique. Thus, each application can be allocated to
the VMs required at each instant and make a better resource usage. Fewer servers are needed
for all the applications, and even unneeded servers can be suspended in periods of low data
center workload.
More precisely, some papers grouped VMs into classes. A VM class, or software com-
ponent in our approach, contains all the VMs that perform a same task in parallel. Then,
defining the number of VMs of that class determines its computing capacity. The application
workload can be matched by changing the number of VMs in its class. Chaisiri et al. [16],
Ardagna et al. [18], and Larumbe and Sanso` [24] considered VM aggregation in that way.
Given that academic research is mostly related to grid computing, multiple articles [17,
19, 16] were based on HPC workloads, and focused on data processing and not in the commu-
nication between VMs and users. Ardagna et al. [18] and Franceschelli et al. [46] considered
standard web workloads from the industry. Larumbe and Sanso` [24] and Kantarci et al. [47]
took the communication delay between users and data centers into account, a fundamental
aspect for the QoS of geographically distributed applications. Our approach emphasizes this
aspect to get VMs close to users. In a similar way, Content Delivery Networks (CDNs) solve
this by using a large number of data centers on the network edge [12].
The main objectives addressed in the literature are cost and response time minimiza-
tion. There are articles that also minimized power consumption [47] and CO2 emissions [24],
increasingly important aspects for the environmental impact.
Finally, because starting a new VM can take in the order of minutes, the number of
VMs in a class cannot be changed instantaneously. Sudden spikes in the workload could
increase response time. That can be solved by redirecting a fraction of the spike requests to
data centers with more available capacity in that period. Ardagna et al. [18] implemented
a redirection mechanism to solve this issue. Leal et al. [17] consider the current average
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response time of each data center at the time of scheduling each request. Our work considers
dynamic capacities in number of VMs changing each hour, but does not implement request
redirection. That feature can be added as an extension that is independent of the VM
placement as in Ardagna et al. [18].
Comparing to the literature about meta-scheduling, the approach proposed in Chapter 4
presents the following contributions:
1. A flexible representation of applications as a graph of software components.
2. A MILP model that optimizes cost, QoS, power consumption, and CO2 emissions.
3. Special consideration of communication delay between users and VMs, and among VMs
themselves.
4. Online multi-period heuristic to solve the proposed model in real time.
2.5 Virtual machine placement within a data center
Virtualization is a technique that allows the optimization of resource allocation by reducing
the number of servers used in each data center. To deploy a virtualization environment in a
cloud data center, it is necessary to define the set of VMs to be placed on each server. In
this section, we discuss the Virtual Machine Placement Problem and describe a set of studies
that address it using different objective functions. Some of the studies focus on the reduction
of investment and operation costs (or the number of servers), while others aim at reducing
power consumption or maximizing QoS.
Virtualization allows multiple applications to be executed in a server without interfering
with each other. These applications may belong to a unique organization in a private
cloud or to different clients of a public cloud provider. Since the QoS of each application
in a server should be stable, the VMs must be isolated and get a fair access to the server
resources. The hypervisor, or VM monitor, is the program that allocates server resources to
each VM guaranteeing the QoS. The hypervisor also provides security by isolating memory
and storage for different VMs, and preventing guest operating systems from executing system-
level instructions such as reboot the physical server.
The most popular hypervisors are Xen and VMware. Xen is a hypervisor started at the
University of Cambridge Computer Laboratory and currently maintained as free software by
the Xen community [15], and VMware is a commercial hypervisor [51]. Both of them can
host VMs of different operating systems and are extensively used in the industry.
To grasp the virtualization potential for energy consumption reduction, take the following
example. A server with 16 processing cores at 2 GHz with 4 VMs per core has the capacity
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to execute 64 VMs at 500 MHz. If each VM is hosted on a dedicated server, 64 physical
servers would be needed. If the VMs require a small portion of the server resources, this
would be a waste of investment cost. It would also be a waste of energy because each server
consumes a good amount of energy just being active. Furthermore, when some of the VMs
in a processing core are idle, the others can use the whole processing power, thus a VM could
reach 2 GHz even if it is sharing a processing core with other 3 VMs.
If every VM has the same amount of resources and all the servers have the same capacities,
then each server can host a fixed number of VMs. In that case, the number of servers needed
is proportional to the number of VMs and the best strategy to save energy is to consolidate
the VMs in the smallest possible number of servers. Still, different applications require VMs
with different capacities. Such cloud providers allow customers to choose among a set of
predefined VM configurations. For instance, the cloud service Amazon EC2 has small VMs
with 1 EC2 Compute Unit and 1.7 GB memory, medium VMs with 2 EC2 Compute Units
and 3.75 GB memory, and large VMs with 4 EC2 Compute Units and 7.5 GB memory [39],
where 1 EC2 Compute Unit is defined as the equivalent CPU capacity of a 1 GHz 2007
Xeon processor. Furthermore, a data center may have multiple server models with different
resource capacities due to the hardware evolution over years.
Because of the heterogeneity in the VMs and the servers, we need to decide carefully which
VMs to place in each server; this is known as the Virtual Machine Placement Problem. The
goal is to minimize the number of servers while making sure that the resources required by
the VMs hosted in each server are lower than the server capacity. The number of possible
VM arrangements over the number of servers and VMs grows very fast, hence optimization
techniques are needed to solve the problem.
2.5.1 Current approaches
Table 2.4 summarizes VM placement models analyzed in this section. As shown in the sec-
ond column of the table, the papers are classified by the objective to minimize: the number
of servers used, energy consumption, response time, migration cost, profit, and communica-
tion delay. The third column presents some particular features of each model such as VM
migration, availability, traffic between VMs, traffic between VMs and users, and routing.
The algorithms are classified as oﬄine, semi-oﬄine, or online depending on how they are
used. An oﬄine algorithm takes the entire set of VMs to be placed and a set of servers as
input and provides the optimal placement as the output. The oﬄine algorithm is executed
at specific times and places all of the VMs in a data center simultaneously. On the other
hand, online algorithms receive VM requests over time and solve the placement problem for
the new VMs considering the resources used by the VMs that are already in place. There
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Table 2.4 Virtual machine placement approaches.
Article Objective Features Dynamics Solution
Speitkamp and
Bichler [52]
- Server number - Oﬄine
- Static and
dynamic versions
- Branch and
bound
- Heuristics
Srikantaiah et al. [3] - Energy - Analyzed energy
per request
- Oﬄine
- Static demands
- Heuristic
Beloglazov et al. [53] - Energy - Migration - Online
- Static demands
- Sort VMs by
decreasing CPU
requirement
- Sort servers by
energy efficiency
Verma et al. [54] - Energy - Avoid VMs
interference
- Migration
- Semi-oﬄine
- Dynamic demands
- Sort servers by
energy efficiency
Addis et al. [55]
Ardagna et al. [56]
- Response time
- Migration cost
- Profit
- Processor
scheduling
- DVFS
- Migration
- Availability
- Oﬄine
- Dynamic demands
- Local search
Addis et al. [57] - Response time
- Migration cost
- Profit
- Processor
scheduling
- DVFS
- Migration
- Availability
- Oﬄine
- Dynamic demands
- Descentralized
local search
Meng et al. [20] - Comm. delay - Traffic VM-VM - Oﬄine
- Static demands
- Cluster
algorithms
Fang et al. [22] - Comm. delay
- Energy
- Traffic VM-VM - Oﬄine
- Static demands
- Cluster
algorithm
- Tabu search
Guo et al. [21] - Comm. delay - Traffic VM-VM
- Routing
- Online
- Dynamic demands
- Allocate
cluster to VDC.
- Allocate server
to VM.
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is an intermediate class of algorithms called semi-oﬄine algorithms, which consist of oﬄine
algorithms executed in a periodic fashion, e.g., daily, weekly or monthly.
VM placement models are also classified based on whether they consider static or dynamic
resource requirements. In the case of static algorithms, the VM requires a constant amount
of resources. In the dynamic case, the resource requirements vary over time. For instance, in
a static algorithm, one processor and 4 GB RAM may be allocated to the VM over its entire
life cycle. In a dynamic algorithm, a specific VM may consume 100 MHz on average with 1
GHz peaks between 7 am and 10 pm and an average of 1 MHz with 20 MHz peaks between
10 pm and 7 am. Finally, multiple solution methods were proposed in the literature: branch
and bound, local search, hierarchic local search, cluster algorithms, tabu search, and custom
heuristics.
Cost minimization
The main objective of this problem is to reduce the cost of investment and operation of
servers, including energy consumption, while assuring the required QoS. Each VM requires
a specified quantity of each resource: CPU (in instructions per second), RAM (in bytes),
network bandwidth (in bps), and storage (in bytes). Each server has a specified capacity for
each of these resources. A feasible solution must respect the server capacities in consolidating
the VMs on the servers. Speitkamp and Bichler [52] proposed an integer programming model
for this problem and solved it using a branch and bound algorithm. They also adopted a
heuristic algorithm known as first-fit decreasing from the bin-packing problem. This algo-
rithm sorts the VMs in decreasing order of CPU consumption, and then one VM at a time
is placed on the first server with sufficient capacity to host it. Speitkamp and Bichler [52]
also proposed a model with dynamic demands, which was solved using a heuristic algorithm
combining linear programming relaxation with an integer programming model.
Energy consumption minimization
There are also models that specifically minimize the quantity of energy consumed by the
servers. Srikantaiah et al. [3] analyzed the impact of the server consolidation on the energy
consumption and service request throughput. Reducing the number of active servers de-
creases the energy consumption per time unit. However, as shown in Figure 2.7, the energy
consumption per service request displays a more complex behavior. When the server is too
heavily loaded, the efficiency of the VMs and applications decreases. That is, each service
request requires more time to be processed, thus total amount of energy per request also
increases when the server is stressed. When the resource utilization is low, the applications
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Figure 2.7 Energy consumption per service request. Adapted from Srikantaiah et al. [3].
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are more efficient and the requests require less response time, but the energy consumed per
request is high because the base energy required to keep a server on is divided among few
server requests. The optimal value of the energy per service request was achieved with a
CPU utilization of 70% and disk utilization of 50%. An oﬄine heuristic model with static
demands was developed to find the server resource levels that simultaneously optimize the
QoS and energy consumption.
Beloglazov et al. [53] also performed an analysis of the server power consumption. In
this case, a modified version of the best fit decreasing algorithm for bin-packing was used in
an online algorithm with static demands. The VMs are sorted in decreasing order of CPU
utilization, and for each VM, the server with the smallest increase in energy consumption
is chosen. A new server is therefore turned on only if the active servers have insufficient
capacity. In this algorithm, the servers with better energy efficiency are chosen first.
Verma et al. [54] studied the correlation between the resource utilization levels of various
applications on the same machine over time, and a semi-oﬄine placement algorithm was
proposed to account for the dynamic demands. It is important to consolidate the VMs
without impacting the application performance. To achieve this, the CPU utilization of each
VM is monitored during a specified time interval. A placement algorithm is then used to
group the VMs into clusters, with each cluster containing VMs with overlapping utilization
peaks. The VMs in a given cluster could potentially have conflicts if placed on the same
server. The servers are sorted by decreasing energy efficiency, and the VMs are placed on one
server at a time. At each step, a subset of each cluster is chosen to load the server below its
capacity. Experiments with real application traces demonstrated that the algorithm reduces
the energy consumption with very few SLA violations.
Response time minimization and profit maximization
Another objective when specifying the VM locations is to minimize the response time or
maximize its inverse, the throughput. Addis et al. [55] and Ardagna et al. [56] proposed an
oﬄine model with dynamic demands that determines the placement of the VMs, the frequency
and voltage at which each CPU operates (DVFS), and the fraction of the CPU used for each
VM. The objective function combines a linearly decreasing revenue over the response time,
the cost of the servers as a function of frequency, the cost of activating new servers and the
cost of moving VMs. The average availability of each server and the availability required
for each request are also considered. The requests are divided into service classes requiring
different degrees of availability. When the requests are served by VMs located on different
servers, the availability increases. The solution approach in this model was a local search
with movements related to each group of decision variables.
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Addis et al. [57] proposed a hierarchical approach for this problem where the servers
are split in clusters. The architecture is composed by a Central Manager (CM) and one
Application Manager (AM) per each server cluster. The CM allocates one AM to each VM,
and each AM solves part of the problem for the VMs and servers in that cluster. The AM
defines the VM placement within the cluster, the load balancing, the capacity allocation to
VMs running in each server, switching servers to active and sleep states, and increasing or
decreasing each server CPU frequency. The proposed solution required orders of magnitude
less execution time than the centralized approach and achieved similar values.
Communication delay minimization
Most of the VM placement models consider the CPU and disk requirements of the VMs,
and some of them also consider the network bandwidth. It is better to consider the traffic
between each pair of VMs rather than treating each VM independently. This way, the VMs
with a high level of traffic are located nearby in the data center network.
Meng et al. [20] defined an oﬄine model with static demands that takes a traffic matrix
between the VMs and a delay matrix between the servers as input. The objective is to
minimize the average delay of the traffic exchanged by the VMs. The method employs a
cluster algorithm to partition the VMs and another cluster algorithm to partition the servers.
The VMs that exchange more traffic are thereby grouped in the same cluster of VMs, and
nearby servers in the network belong to the same cluster. The algorithm then maps each
VM cluster to a server cluster and repeats the operation within each cluster in a recursive
fashion. A similar approach was taken by Fang et al. [22] that used a cluster algorithm to
group VMs, and then mapped each cluster to a server rack through the Quadratic Assignment
Problem (QAP). The QAP was solved through a tabu search heuristic. In that case, the
authors also proposed to minimize the power consumption by turning off network switches.
Guo et al. [21] proposed an online algorithm with dynamic demands. In this case, a Virtual
Data Center (VDC) is defined as a set of VMs with a common purpose and an associated
Service Level Agreement (SLA). Each VDC has a traffic matrix between the VMs. The
network has a set of server clusters with different sizes. These clusters are defined depending
on the number of hops between the servers and can overlap between them. For instance, a
2-hop cluster is a server rack, and a 4-hop cluster is a set of racks. Each VDC is assigned to
one of the server clusters, and then each VM is assigned to one server. The criterion is to
choose the smallest cluster with enough available servers and residual aggregated bandwidth
between the servers. That way, the VMs are located in nearby servers, reducing the delay
and guaranteeing the bandwidth reservation.
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Migration of VMs
When a VM placement algorithm is executed, a set of VMs may already be running on the
servers. In the online case, the VM requests arrive sequentially and the algorithm places the
VMs with no knowledge regarding future VM requests, often yielding a placement that is far
from optimal. Mechanisms for moving VMs between servers [58] help to solve this problem
and improve the current allocation. A disadvantage of these methods is that a VM that
is moved must be temporarily suspended and also generates traffic in the network; moving
all of the VMs at the same time, therefore, is not a valid solution. Beloglazov et al. [53]
resolved this issue in three steps. First, the servers whose resource utilization is above a
specified threshold are detected. Then, for each host, the smallest subset of the VMs that
can be moved to reduce the resource utilization to a level below the threshold is selected.
Finally, each VM in the subset is moved to the server with the smallest increase in energy
consumption.
2.5.2 Analysis
We have seen that the VMs should be consolidated to reduce the number of servers, cost,
and energy consumption; that the response time should be reduced to optimize the QoS and
provider revenues; and that the communication delay may have an important impact on the
application performance.
Oﬄine algorithms may be used for placing VMs for applications that are known to stay in
the data centers for a long time. For the typical cloud case, online algorithms are preferable
to handle new applications and remove VMs no longer needed. Considering static resource
demands is acceptable for the case in which the application workloads remain constant and
a fixed set of VMs is suitable for an application. However, when the workload presents
fluctuations over time, dynamic demands should be considered to dynamically scale the
number of VMs needed. VM migration is a feature that should be carefully analyzed for
each particular case because moving VMs generates network traffic, suspends the execution
during a time interval, and the network protocols such as TCP can suffer delay.
Virtualization intrinsically reduces the number of servers used and hence the energy con-
sumption; a good VM placement algorithm can further improve cost and energy savings as
well as improve the QoS. That is why there are many challenges to solve in this field. As
more public clouds arise, cloud federation will become a reality [59] and VM placement al-
gorithms should take that into account to locate VMs near the users reducing the delay and
also saving energy costs. Traffic between VMs is also an important issue because big data
applications produce a large amount of traffic within the data center. Thus, the data center
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network should present topologies with a high degree of server connectivity and bandwidth,
and VM placement models should consider that topology. Given the number of VMs and
servers involved, and cluster based applications are the most promising architecture to handle
big amounts of data, the multi-level approaches are good ways to place clusters and VMs.
Our contributions on the assignment of VMs to servers presented in Chapter 5 include:
1. A Mixed Integer Programming (MIP) model for online VM placement to optimize QoS
and power consumption.
2. Special consideration for communication traffic among VMs to reduce communication
delay and increase throughput among VMs.
3. The dynamic workload is considered to vary the number of VMs of each application.
4. Resources in each server rack are reserved to accommodate VMs that arrive in peak
periods and further reduce delay.
5. A hierarchic heuristic that can be used to deploy, remove, and resize applications for a
data center with more than 100,000 servers.
2.6 Conclusion
The ever-increasing number of available applications and data increments the number of
servers and power consumption in the data centers. Cloud computing systems aim at re-
ducing power consumption through optimal resource allocation. This chapter presented a
set of problems regarding the location of cloud data centers and dynamic allocation of cloud
computing resources, proposed solution methods, and our contributions.
The selection of data center locations to host cloud computing applications has an im-
portant impact on the response time, cost, and CO2 emissions. It is therefore recommended
that operators employ multi-criteria models to aid in the decision making process. Large net-
works can have more than 1,000 data centers, thus efficient algorithms are needed. Both exact
and heuristic approaches are fundamental tools in the solution of these models. Chapter 3
presents a comprehensive approach for the planning of cloud computing networks.
In the everyday management of cloud systems, dynamic scaling allows applications to
grow and shrink depending on the workload. This technique is responsible for the illusion
of infinite resources in cloud computing paradigm, allowing the cloud data center to be
seen as a computer. Proper dynamic provisioning can only be achieved with good reactive
and predictive models that find the right amount of resources needed for each application.
Analysts should carefully study application workloads to develop and/or setup these models.
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Furthermore, metrics can be improved with a coordinated management of applications
distributed across multiple data centers. The availability is higher because failures can be
handled; response time is decreased by placing VMs close to users and by redirecting traffic
to available data centers; power consumption is decreased by placing VMs in efficient data
centers, and CO2 emissions are minimized with data centers provided with green energy.
Chapter 4 optimizes these aspects through a meta-scheduler that places VMs across multiple
cloud providers.
Virtualization is the key cloud computing strategy to reduce the number of servers and
power consumption. A right implementation of this technique includes a placement strategy
that maps VMs to servers. This policy should take into account VM resource requirements
and server configurations to guarantee that VMs are isolated and do not interfere with each
other. In addition to the server resources, network topology and traffic are fundamental
resources in VM placement policies because they impact the communication delay and the
QoS of applications. Chapter 5 proposes a method to assign VMs to servers by considering
communication among VMs and dynamic workload.
The location and allocation of cloud data center resources, servers, virtual machines,
and software components is a challenging area of research for the development of a cloud
computing paradigm that will be economically and ecologically sustainable.
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Abstract
The ubiquity of cloud applications requires the meticulous design of cloud networks with high
quality of service, low costs, and low CO2 emissions. This paper presents a planning problem
and an extremely efficient tabu search heuristic for optimizing the locations of cloud data
centers and software components while simultaneously finding the information routing and
network link capacities. The objectives are to optimize the network performance, the CO2
emissions, the capital expenditures (CAPEX), and the operational expenditures (OPEX).
The problem is modeled using a mixed-integer programming model and solved with both
an optimization solver and a tabu search heuristic. A case study of a web search engine is
presented to explain and optimize the different aspects, showing how planners can use the
model to direct the optimization and find the best solutions. The efficiency of the tabu search
algorithm is presented for networks with up to 500 access nodes and 1,000 potential data
center locations distributed around the globe.
Keywords
Application component placement, cloud computing, cloud federation, data center location,
energy efficiency, environmental impact, green networking, network planning, tabu search,
virtual network embedding.
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3.1 Introduction
With the evolution of the Internet, we are witnessing the birth of an increasing number of
applications that rely on the network; what was previously executed on the user’s comput-
ers as stand-alone programs has been redesigned to be executed on servers with permanent
connections to the Internet, making the information available from any device that has net-
work access. Instead of buying a copy of a program, users can now pay to obtain access
to it through the network, which is one of the models of cloud computing [60], Software as
a Service (SaaS). The continuous growth of Internet bandwidth has also given rise to new
multimedia applications, such as social networks and video over the Internet; and to complete
this new paradigm, mobile platforms provide the ubiquity of information that allows people
to stay connected.
Service providers may own servers and data centers or, alternatively, may contract infra-
structure providers that use economies of scale to offer access to servers as a service in
the cloud computing model, i.e., Infrastructure as a Service (IaaS). As users become more
dependent on cloud services and mobile platforms increase the ubiquity of the cloud, the
quality of service becomes increasingly important. A fundamental metric that defines the
quality of service is the delay of the information as it travels between the user computers and
the servers, and between the servers themselves.
Along with the quality of service and the costs, the energy consumption and the CO2
emissions are fundamental considerations in regard to planning cloud computing networks.
Data centers consumed 1.5% of the energy in the U.S. in 2006, which is equivalent to the
amount of energy consumed by 5.8 million households [61]. Each type of energy, such as
wind, hydroelectric, nuclear, diesel, and coal, introduces a different amount of CO2 into the
environment, and each potential data center location will be provided by one or more of these
energy sources. Thus, choosing data center locations supplied by green energy sources can
greatly reduce environmental pollution.
In this study, we solve the problem of designing a cloud computing network by answering
the following questions:
• What potential data centers should be used in the network?
• Which data center should host each of the software components of the cloud applica-
tions?
• How many servers will be hosted at each data center?
• How will the information be routed through the network?
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• What are the link capacities required to carry that information?
All these questions are interrelated and have an impact on the quality of service, energy
consumption, cost, and pollution. However, in practice, these questions are tackled separately
and very often, in different time frames. In this paper we propose the simultaneous decision
of data center location, software component placement, and other planning elements in order
to provide a comprehensive optimization framework for future reference. Once the network
is designed and in operation, complementary models can be used to manage the system in a
dynamic way, and interesting research avenues are open in that direction [62, 63].
The criteria to choose the optimal solutions in our framework are embedded in a multi-
objective function that allows planners to weight each attribute according to their priorities.
The objective function is composed of the following metrics: traffic delay, energy consump-
tion, CO2 emissions, traffic cost, server cost, data center capital expenditures (CAPEX), and
data center operational expenditures (OPEX).
The proposed problem is formalized as a Mixed Integer Linear Programming (MILP)
model and solved, first with AMPL-Cplex, and then with a very efficient tabu search heuristic.
That heuristic is strongly needed because the numerous integer variables of the model produce
very high execution times in a general optimization solver. In fact, AMPL-Cplex took up to
one hour to solve small instances of 24 potential data center locations. The cases used for this
study were networks with up to 500 access nodes and 1,000 potential data center locations,
which corresponds to the size of the largest cloud networks currently available [12]. We show
that the tabu search algorithm presented in this paper achieved very small optimality gaps,
and the execution time ranged from some milliseconds to less than 10 minutes.
The framework presented in this paper helps understand each aspect of a cloud network
in a formal way, and multiple actors may be interested in having optimal solutions to this
problem. One actor may be an infrastructure provider that needs to deploy or extend a
data center network used by service providers. Another actor may be a service provider that
needs to choose the cloud data centers to deploy global distributed applications and to decide
the number of servers to host in each one of them. Yet another actor may be organizations
with private clouds who want to solve the whole network design in an integrated and optimal
way.
The remainder of this paper is structured as follows. Section 3.2 presents a literature
review of related problems and models. Section 3.3 describes the problem and proposes a
MILP model. Section 3.4 specifies the tabu search heuristic that was developed to solve large
problems. Section 3.5 presents a case study of a search engine application that requires data
centers and software components to be placed around the world. Section 3.6 shows optimal
solutions for the case study and analyzes how the multiple objectives interact. This section
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also shows the optimality gap of the tabu search heuristic and the execution time depending
on the instance sizes. Finally, the conclusions are presented in Section 3.7.
3.2 Related work
The problems of facility location, such as capacitated facility location [67, 68, 69], originate
in operations research, and extensive literature exists on them [36]. As surveyed by Larumbe
and Sanso` [63], some articles on data center location were recently presented [29, 14, 30, 32].
Table 3.1 summarizes the problems of data center location and provisioning closest to our
work. Chang et al. [29] considered access nodes that aggregate user traffic, and each one of
them must be assigned to a primary data center and to a backup data center. The objective
of the proposed linear programming model was to minimize the delay between users and
data centers. In Goiri et al. [14], a model that minimizes the total cost of traffic, servers,
and data centers was presented. Potential locations in the U.S. were studied, considering
energy and land costs. That approach is the closest to the model presented in this paper
because cost, energy, delay, and CO2 were also considered. The main difference is that
our model takes into account distributed applications with traffic between user devices and
servers and between the servers themselves, which has an impact on the routing and capacity
assignment of the backbone network. Furthermore, our approach includes a multi-criteria
objective function allowing planners to minimize delay, CO2 emissions, as well as costs.
Regarding the solution method, Goiri et al. [14] proposed a simulated annealing heuristic
combined with a linear programming model. Dong et al. [30] focused on the minimization
of optical and IP router power consumption as functions of the data center location through
linear programming models. The proposed strategy was to place data centers close to energy
sources to reduce power losses in the grid. Covas et al. [32] proposed a method to select
potential data center locations by comparing multiple criteria, such as energy cost, security,
availability of telecommunications networks and labor. The delay between users and data
centers was not taken into account in that model.
With respect to the application location, Stone [64] was the first to model the software
component placement considering the information traffic between the components. The pro-
posed solution method based on a maximum flow algorithm was restricted to the case of
two processors. Rao et al. [65] served web requests from multiple data centers to minimize
the total energy cost by changing the workload assignment, depending on the energy price,
and guaranteeing the quality of service. The problem was linearized and then reduced to a
minimum cost flow problem. Buyya et al. [62] studied dynamic provisioning of applications
from multiple cloud vendors and did a performance study with the CloudSim toolkit. That
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Table 3.1 Data center location and provisioning approaches.
Article Objective Decisions Solution
Chang et al. [29] - Net. delay - DC location
- AN to DC assig.
- AN to backup
DC
MILP model +
solver
Goiri et al. [14] - Cost - DC location
- AN to DC assig.
Simulated
anneal. + LP
Dong et al. [30] - Energy - DC location
- AN to DC assig.
- Routing
MILP model +
solver
Larumbe and Sanso` [31] - Net. delay
- Cost
- Pollution
- DC location
- AN to DC assig.
- App. location
- Link capacities
MILP model +
solver
Covas et al. [32] - Risk
- Social
- Cost
- Pollution
- DC location ELECTRE TRI
Stone [64] - N. delay - App. placement Max. flow
Rao et al. [65] - Energy cost - Workload assig. Minimum cost
flow
Buyya et al. [62] - Cost
- Energy
- Resp. time
- App. placement
- Resource alloc.
- Workload mi-
gration
CloudSim
Chowdhury et al. [66] - Cost
- Load balance
- Virtual network
embedding
LP + multicom.
flow
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paper shows that the cloud federation model yields important benefits in quality of service
and costs.
Because the application layer and the network layer are two separate graphs and because
the problem includes mapping the application layer on top of the network layer, a related
problem is virtual network embedding, which maps a virtual network with virtual routers
and virtual links on top of a physical network. Each virtual node must be located on a
physical node, and each virtual link must be routed through a physical path. Chowdhury
et al. [66] proposed an integer programming model and solved it using linear relaxation and
rounding techniques. With respect to defining the routing and the link capacities in multilevel
networks, Plante and Sanso` [70] presented a survey on the models and solution approaches
for the network synthesis problem.
Regarding our previous work, Larumbe and Sanso` [71] presented a model that simulta-
neously solved the location of data centers and software components with the routing. This
model was an initial model that minimized the network delay but did not consider the energy
and the pollution aspects. Larumbe and Sanso` [31] solved a model that considered energy
and pollution aspects through an AMPL-Cplex program by adding the search for optimal
link capacities. The new aspect caused us to discard the assumption of Poisson traffic, and
the delay of each link was taken from real measurements.
The present study includes the following original contributions:
1. A highly efficient tabu search heuristic to minimize delay, cost, energy, and CO2 emis-
sions in the jointly determined location of data centers and software components, rout-
ing, and link dimensions.
2. Calculation of the energy consumed by switches and routers, in addition to the servers.
3. Trade-off analysis between the multiple objectives.
3.3 Problem description
The problem is to define the location of data centers and software components, the number
of servers in each data center, the information routing, and the capacity of each link in
the network. The design objective is to minimize the network delay, the cost, the energy
consumption, and the CO2 emissions. This problem is formalized as an MILP model that
minimizes a multi-criteria objective function.
The problem setting is an organization that offers cloud services to its users through
a data network. The organization must optimize the network design to provide the best
possible quality of service while reducing costs, energy consumption, and CO2 emissions. The
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applications that will be executed in the network are represented as a graph GA(V A, AA),
where each node is a software component and each arc is a traffic demand from one software
component to another. Each software component may be executed on a user computer or
on a server. A single software component can even span multiple servers to achieve its
purpose. The applications will be deployed on a computer network GN(V N , AN) composed
of access nodes A, backbone routers B, existing data centers D, and possible locations to
open new data centers L. The set D denotes all the potential data centers, i.e., the union
of L and D. Each access node represents an aggregation of users, which may be an Internet
Service Provider (ISP), a mobile company, a city, a region, or a country, depending on the
case. The users will access the cloud services hosted in the data centers. The nodes in GN
are connected through the backbone links, typically by optical fiber. The link capacities,
measured in number of channels, are decision variables. Because not every node is suitable to
host every software component, P is the set of possible assignments of software components
in V A to network nodes in V N .
Figure 3.1 shows an example of a web search engine that must be deployed on a data
center network. The application is composed of user interfaces, web servers, and World Wide
Web indexes. Each access node aggregates the users of a whole city. There is one user
interface for each access node, representing the client component that is executed on the user
computers of that access node. There is also a web service that answers requests to that
access node. The same web service may require multiple servers to handle all the requests in
an efficient way. The web service makes index queries to the web index where the associations
between keywords and pages are stored. Each web index may also require multiple servers
with multiple hard disks to store the entire index. In the example, WI1 is the master index
and all other indexes are replicas of it. In this case, the problem is to choose a subset of the
potential data centers and locate each web service and each web index in one of the data
centers. The following sections provide the parameters and decision variables of the problem.
3.3.1 Network traffic
The software components send and receive information between them, and this information
is divided into packets that will be sent through network paths. Each step in a path adds
processing, waiting, transmission and propagation delay. While the traffic in a link is under
a maximal allowed utilization, the link delay is bound by a constant. For example, a specific
link could present packet delays of less than 1 millisecond while its traffic is less than 70% of
its capacity. In the same way, the delay incurred by the packets in a path is bound by the
sum of the link delay bounds. The strategy in this problem is to locate software components
that exchange traffic in close nodes in terms of delay such that the delay is minimized and
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Figure 3.1 Network and application layers.
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the quality of service is increased. That implies, for instance, that web service components
will be placed near the users to reduce the round trip time. The following is the network
traffic notation:
b1d Throughput of demand d ∈ AA in peak time (in bps).
b2 Capacity per link channel (in bps), e.g., 10 Gbps.
ue Maximal utilization ratio per channel in link e ∈ AN (e.g., 0.70).
te Delay bound for link e ∈ AN (in seconds per packet) while its traffic is less than the
allowed utilization.
3.3.2 Servers
Cloud computing applications have software components that are executed either on the
user devices or on servers. In fact, a single software component may be executed on multiple
servers. For instance, in a web search engine, multiple web servers answer HTTP requests.
Each server has capacity allocated for each one of its resources, including network bandwidth,
CPU, RAM, and hard disks. In this model, we consider that the number of replicas of each
software component, i.e., the number of required servers, is a parameter that is estimated in
advance and strictly depends on the nature of the application. The server-related notation
is as follows:
K Set of resources that each server has, which include 1 = CPU, 2 = network card, 3 =
RAM, and 4 = storage.
r1ip Average consumption of resource p ∈ K required by a copy of component i ∈ V A, in the
correspondent units, e.g., GHz, Gbps, or GB.
r2ip Peak consumption of resource p ∈ K required by a copy of component i ∈ V A.
r3i Number of replicas of software component i ∈ V A.
r4p Capacity of resource p ∈ K on a server.
r5k Capacity of data center k ∈ D in number of servers.
r6 Number of servers per Local Area Network (LAN) switch.
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The servers and LAN switches in a data center are organized in racks, and each data
center has space for a maximal number of racks. Each switch can connect a maximal number
of servers, which will determine the number of required switches. In summary, each software
component requires a specific number of servers. The model solution defines what software
components each data center hosts, hence the number of servers required in each data center.
From that, the number of LAN switches needed for each data center in a particular solution
can be calculated. The sum of servers and switches must be less than the data center capacity.
3.3.3 Energy
An important objective of cloud computing is to minimize the power consumption of the
entire network. The power consumption is primarily from the servers, the network switches,
the routers, the data center cooling, and the power provisioning equipment. The server
power consumption depends on its utilization, having a minimal idle power and reaching a
maximal power consumption when the resources are fully utilized [72]. The following is the
energy-related notation:
w1 The power consumption of a server as a function of the utilization of each resource (in
watts).
w2 Network switch power consumption (in watts).
w3 Router port power consumption (in watts).
w4k Maximum power capacity of data center k ∈ D (in watts) for IT equipment.
w5k Power Usage Effectiveness (PUE) of data center k ∈ D (ratio of total power / IT
equipment power).
w6k CO2 emissions in data center k ∈ D (in g / KWh).
w7i Average power consumption of a server with a replica of software component i ∈ V A.
w8i Peak power consumption of a server with a replica of software component i ∈ V A.
CO2 emissions depend on how the energy is produced because each type of energy gen-
erates a certain amount of CO2 per KWh. For example, hydroelectric energy emits 10 g of
CO2/KWh, and diesel emits 778 g/KWh [11]. Because the power consumption, w1, depends
on each piece of hardware of the server used, the values w7i and w
8
i should be determined
experimentally.
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3.3.4 Cost
The following are the parameters that define the cost of each cloud element, the cost of the
energy and the penalties. Each element has a different amortization period; data centers are
amortized between 12 and 15 years, and servers are amortized between 3 and 4 years [9].
Each cost below is the result of the total element cost divided by its amortization years.
c1d Penalty for delay in demand d ∈ AA
(in $ / (ms/packet) / year).
c2 Cost of a LAN switch (in $/year).
c3 Cost of a router port (in $/year).
c4e Cost of a channel in link e ∈ AN (in $/year).
c5 Cost of a server (in $/year).
c6k CAPEX for using data center k ∈ D (in $/year).
c7k OPEX for using data center k ∈ D (in $/year).
c8k Electricity cost in data center k ∈ D (in $/MWh).
c9k Penalty for emitting CO2 in data center k ∈ D (in $/ton).
A penalty is applied to the delay for exchanging information between the software com-
ponents. Some traffic demands may suffer from the delay more than others. For example, a
traffic demand could be used for copying files from a data center to calculate statistics once
every day. That traffic demand might not be affected by an additional delay; therefore, its
delay penalty is low. Traffic demands from the users doing search requests require a very
short delay, and in that case, the penalty is high; this penalty represents a loss in revenue
because users may change to the competitors.
The pollution penalty term comes from two sources. One is the country regulations
that apply a carbon tax to the energy consumption. In that case, the electricity cost c8k
is set as the base cost without that tax in data center k, and c9k includes the carbon tax.
There is a second source of CO2 penalty that may be even higher: the losses in corporate
image. Nowadays customers reward companies that make efforts to reduce pollution and its
quantification should be included in the CO2 penalty.
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3.3.5 Decision variables
xik 1 if software component i ∈ V A is located in a network node k ∈ V N ; 0 otherwise.
yk 1 if node k ∈ V N hosts one or more software components; 0 otherwise.
zk Number of servers hosted in data center k ∈ D.
sk Number of LAN switches in data center k ∈ D.
fde Amount of demand d ∈ AA traffic carried by link e ∈ AN (in bps).
be Number of channels, e.g., wavelengths or fibers, in link e ∈ AN .
wk Average power consumption of IT equipment in node k ∈ V N .
The problem is modeled as a multi-commodity flow problem, in which each flow variable
contains the amount of traffic per demand, per link. These variables are subsequently related
to the location variables of the software components because moving a software component
moves its traffic demands.
3.3.6 Objective function
Each criterion to optimize is included in a term of the objective function. The following are
the formulas to calculate each cost. Note that some of these formulas contain constants to
change units, e.g., seconds to milliseconds, KWh to MWh, or Gbps to bps.
The flow variables that define how demands are routed are used to calculate each demand
delay, that is the end-to-end delay incurred by packets between software components. For
instance, the delay of the demand between a user interface and a web service will be included
in this computation. Then, each demand delay is multiplied by its delay penalty, and the
total delay penalty is:
cD =
∑
d∈AA
c1d1000
∑
e∈AN
te
fde
b1d
The network traffic cost is composed of the costs of the LAN switches, the router ports and
the links. Each pair of link channels, uplink and downlink, of a link is connected to two
router ports, one in each end of the link. Therefore, the number of router ports required for
a link is equal to the number of channels.
cT =
∑
k∈V N
c2sk +
∑
e∈AN
(c3 + c4e )be
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The following is the cost of all servers in the network:
cS =
∑
k∈V N
c5zk
The capital expenditures (CAPEX) of each data center includes the land cost, the cost of
building the facility, the cooling artifacts, and the power provisioning instruments. The total
CAPEX of a solution is calculated as follows:
cC =
∑
k∈V N
c6kyk
The data center operational expenditures (OPEX) includes the human labor, i.e., technicians
and security guards, as well as the administrative costs. We exclude the electricity because
we consider it in an explicit term.
cO =
∑
k∈V N
c7kyk
The energy cost for a whole year is calculated as a function of the data center energy con-
sumption, its PUE, and the price of energy as follows:
cE =
∑
k∈V N
c8k (wk · 365 · 24h · 10−6)w5k
In a similar way, the environmental cost is proportional to the energy consumed in each data
center, the ratio of CO2 emissions, and the CO2 emission penalty:
cCO2 =
∑
k∈V N
c9k (w
6
k · 10−6)(wk · 365 · 24h · 10−3)w5k
Finally, each cost in the objective function is weighted by a parameter, allowing planners to
modify the priorities. The objective function is defined as follows:
z =αcD + βcT + γcS + δcC + cO + ηcE + ψcCO2 (3.1)
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3.3.7 Constraints
• Location of software components and data centers∑
(i,k)∈P
xik = 1 ∀ i ∈ V A (3.2)∑
k∈V N/
(i,k)/∈P
xik = 0 ∀ i ∈ V A (3.3)
xik ≤ yk ∀ (i, k) ∈ P (3.4)
Equations (3.2) and (3.3) state that each software component must be placed in one
node, either access node, or data center. They also state that each assignment of a software
component to a node must belong to the set of possible assignments P . Constraint (3.4)
specifies that nodes containing software components are open.
• Flow conservation∑
e∈Γ−k
fde + xikb
1
d =
∑
e∈Γ+k
fde + xjkb
1
d (3.5)
∀ d = (i, j) ∈ AA, k ∈ V N
This constraint relates the software component location to the routing. It associates the
application and the network layers. For each demand from software component i ∈ V A to
software component j ∈ V A located in nodes ki, kj ∈ V N , respectively, the traffic b1d enters
the network in ki and exits in kj. In each intermediate node k from ki to kj, flow is conserved.
• Link capacity∑
d∈AA
fde ≤ ue b2 be ∀ e ∈ AN (3.6)
bij = bji ∀ (i, j) ∈ AN (3.7)
Constraint (3.6) defines the link capacity variable be (in number of channels), requiring
that the traffic is less than the maximal utilization threshold, ue b
2 be. Because full-duplex
links are assumed, equation (3.7) states that the capacity in both directions of the link is the
same.
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• Number of servers
zk =
∑
i∈V A
r3i xik ∀ k ∈ D (3.8)
The number of servers required in each data center is the sum of the servers required by
the software components that are located there.
• Number of switches
r6sk ≥ zk ∀ k ∈ D (3.9)
Because each LAN switch can connect a maximum number of servers r6 , Constraint (3.9)
defines the minimal number of switches, sk, required to connect the zk servers in data center
k.
• Data center capacity
zk + sk ≤ r5k ∀ k ∈ D (3.10)
The number of servers and LAN switches must be less than the maximal capacity of the
data center.
• IT equipment average power consumption
wk = w
2sk +
∑
e∈Γ−k
w3 be +
∑
i∈V A
w7i r
3
i xik ∀k ∈ V N (3.11)
Equation (3.11) sums the average amount of power consumed by the server switches, the
router ports, and the servers in a node. This value is used to calculate the cost of electricity
used in the solution.
• Data center maximal peak power
w2sk +
∑
e∈Γ−k
w3 be +
∑
i∈V A
w8i r
3
i xik ≤ w4k ∀k ∈ D (3.12)
The peak power consumption of data center k is calculated using the same methodology
as for the previous constraint. This value has a fixed limit in each data center because of the
electricity available and the power provisioning equipment in the data center.
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• Domain of variables
xik ∈ {0, 1} ∀ i ∈ V A, k ∈ V N (3.13)
yk ∈ {0, 1} ∀ k ∈ V N (3.14)
zk ∈ Z≥0 ∀ k ∈ D (3.15)
sk ∈ Z≥0 ∀ k ∈ D (3.16)
be ∈ Z≥0 ∀ e ∈ AN (3.17)
fde ∈ R≥0 ∀ d ∈ AA, e ∈ AN (3.18)
wk ∈ R≥0 ∀ k ∈ V N (3.19)
Each variable domain is defined. All the variables are non-negative. The location variables
may take the values zero or one. The number of servers, LAN switches, and network channels
are integers. The flow and the data center power consumption variables are real numbers.
3.4 Solution approach
This section describes the tabu search heuristic [13, 73] proposed to solve the cloud network
planning problem. The algorithm was programmed in C++ and compiled using gcc 4.5.1
with the optimization options activated. The quality of solutions obtained and the execution
time are compared with the MILP model in AMPL with Cplex 12.4. Algorithm 1 presents
the main structure of the proposed tabu search heuristic.
3.4.1 Solution space
A solution of the proposed tabu search heuristic is a mapping of the software components
to the network nodes, i.e., M : V A → V N . In that solution M , each software component is
placed at one of the network nodes. P specifies the set of possible assignments; hence, for
each software component i, the pair (i,M(i)) must belong to P . Thus, the solution space of
the proposed heuristic is the set of mappings, as follows:
S = {M : V A → V N/ (i,M(i)) ∈ P, ∀i ∈ V A}
Each solution M determines the location variables xij and satisfies the constraints (3.2)
and (3.3) in the model. From the software component placement defined by variables xij, all
the other variables of data center location (yj), data center capacities (sk and zk), routing
(fde), link capacities (be), and power consumption (wk) can be calculated in a deterministic
way as follows. The variables yj of the data centers hosting the software components have a
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Algorithm 1 Tabu search for the cloud network planning problem.
function TabuSearch
M ← InitialGreedySolution
Best ←M
L← {}
i← 0
repeat
Choose (c, d) ∈ P −L that minimizes z when moving software component c to node
d in M .
Move c to d in M
Add (c, d) to tabu list L for
√
|N (M)|
2
iterations.
i← i+ 1
if z(M) < z(Best) then
Best ←M
i← 0
end if
until i = MAX IT
return Best
end function
function InitialGreedySolution
M ← ∅
for each component c in V A do
d← x/(c, x) ∈ P and x is the node that least increases z when placing c in x in M .
M ←M ∪ {(c, d)}
end for
return M
end function
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value of 1, as stated by constraint (3.4). Because the software component location is defined
in M , the origins and destinations of the traffic demands are fixed. We use the shortest path
between each pair of nodes of V N for routing the demands and defining variables fde that
satisfy the flow conservation constraint (3.5). The distance considered in the shortest path
algorithm is the delay bound te of each link. The routing defines the total amount of traffic
carried by each link; therefore, we can calculate the minimal number of channels required
for that link using the channel capacity, ce, and the maximal allowed utilization ratio per
channel, ue, satisfying constraints (3.6) and (3.7). The numbers of servers, zk, and switches,
sk, are also determined by the software components hosted in data center k through the
constraints (3.8) and (3.9). Variables wk that correspond to the amount of power consumed
by the IT equipment in data center k are calculated with the formula defined in equation
(3.11). Finally, the terms of the objective function that correspond to a delay of traffic
demands, cD, network traffic cT , servers cS, CAPEX cC , OPEX cO, electricity cE, and CO2
emissions cCO2 , are determined, and the value of the objective function is defined in equation
(3.1). Thus, we see that the location of the software components determines all the variables
in the model, and subsequently all the terms of the objective function.
The solutions in S satisfy all the constraints except the data center capacity constraints
(3.10) and (3.12). Instead of enforcing these constraints, one penalty term for each constraint
is added to the objective function. The number of servers that exceeds the capacity in an
overloaded data center is multiplied by a large constant, which is higher than all the other
terms of the objective function. The same penalty is applied for power consumption that is
higher than the data center limit. Thus, the tabu search will avoid these solutions because
the objective function is much higher than in solutions that do not have overloaded data
centers. The algorithm will thus accommodate corner cases, which have capacities that make
feasible solutions difficult to find. In that case, the tabu search will search to reduce the
overloaded data centers until a feasible solution is found.
3.4.2 Initial solution
The greedy heuristic shown in Algorithm 1 locates one software component of V A at a time.
Each step chooses the node in V N where the objective function has the lowest value when the
software component is placed in that node. Because the objective function includes delay,
cost, energy, and CO2 the node chosen will be the best in these aspects, according to the
priorities defined. If the first priority is the delay, a web service will be hosted in the closest
data center to its users. If it is the CO2, then the data center with the cleanest energy will
be chosen. As in every greedy heuristic, the placement is done in an arbitrary order, and
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that may be non optimal. The greedy algorithm provides a good starting solution that the
tabu search improves to a near optimal solution.
Figure 3.2 shows a greedy solution for the example of a web search engine. In the first five
steps, each one of the user interfaces UIi is located in its correspondent node Ai, defined in
the set P . In those steps, there is no choice because each UIi has a unique possible assignment
in P . Until that time, the objective function remains zero because those components do not
require servers and do not have direct traffic demands among them. Then, the location of the
web service WS1 that serves the requests from UI1 is the node that increments the objective
function the least. If all the data centers have the same costs and capacities and all the
links have the same delay bound, the best possible data center for WS1 is L1, as shown in
Figure 3.2. That is because UI1 is located in A1 and there is a traffic demand between UI1
and WS1 that contributes a delay that is part of the objective function. The shortest path
between A1 and L1 has three links, and the shortest paths between A1 and the other data
center locations L2 and L3 have more links; hence more delay, given that all the links have
the same delay. In the same way, WS2, WS3, WS4 and WS5 are located in the data center
locations that are closest to the respective user interface. Given that the web indexes WIi
exchange a high amount of traffic with the corresponding web services WSi, the locations
that have a smaller increment in the objective function are those where the web index is in
the same data center as the web service.
3.4.3 Neighborhood relation
Each iteration of the tabu search moves from the current solution to a neighbor solution.
One solution M is neighbor of a solution M ′ if and only if they differ in the location of only
one software component i. The neighborhood of solution M is the following set:
N (M) = {M ′ ∈ S/∃! i ∈ V A,M ′(i) 6= M(i)}
Thus, one software component is moved from one node to another in each iteration of the tabu
search. The chosen movement is that with the lowest objective function. The calculation of
the objective function for each neighbor can be time consuming for large instances because
the number of possible movements is high. However, the key of the tabu search heuristic
is that each iteration must be performed as rapidly as possible. Calculating the objective
function in an incremental way achieves that efficiency. Instead of performing the entire
calculation for each neighbor, the difference between the current solution and the neighbor
solution is calculated. That is, the amount that the objective function would change if a
component is moved is what is calculated. In other words, the difference of each objective
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Figure 3.2 Greedy solution for the web search engine example.
function term is calculated. Coding this approach with data structures with constant access
time is more complicated than the straightforward calculation of the objective function, but
the execution time of each iteration is several orders of magnitude shorter when performed
incrementally. That means that the tabu search heuristic moves very rapidly among the
solutions.
Limiting the number of neighbors to analyze can also reduce the execution time of each
iteration. Instead of looking at the entire neighborhood, the tabu search analyzes a random
subset of them [74]. The number of neighbors to analyze is 4
√|N(M)|, a number that grows
as the instance size increases but is less than a linear function. The multiplier 4 was adjusted
through experiments, making a trade-off between the execution time and the solution quality
obtained in each iteration.
3.4.4 Tabu list
The risk of this type of heuristic is to reach a local optimum and keep returning to it iteration
after iteration. A mechanism to avoid repeated solutions prevents that situation. When a
software component i is moved to a node j, then the pair (i, j) is added to a tabu list, L, so
that movement will not be performed again for a number of iterations. This mechanism effec-
tively avoids local optimums and the searching process continues. The number of iterations
to keep the movement in L is related to the neighborhood size and is equal to
√
|N (M)|
2
. This
value was carefully adjusted to grow when the neighborhood is larger, but in a less degree
than a linear function.
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3.4.5 Stop criterion
If the best solution found does not improve after MAX IT iterations, then the algorithm
stops. MAX IT is defined as the sum of the number of nodes in the network and the number
of software components, i.e., |V N |+ |V A|.
3.5 Case study
In this section, we study the deployment of a hypothetical web search engine on a network
of data centers.
3.5.1 Network and application topology
The network nodes V N include a set of access nodes A, backbone routers B, and locations for
new data centers L. The nodes are distributed among different locations around the globe.
To do that, we considered the 500 largest cities in the world [75], the number of Internet users
in each of them [76], and their geographic location [77]. For each city, we created an access
node in A ∈ V N that aggregates all the traffic of its users. The access nodes are connected
through intermediate backbone routers. Finally, for each one of these nodes—routers and
access nodes—, a potential data center location was created in L. This method allows us
to produce scenarios of different sizes, with up to 500 access nodes and 1000 potential data
center locations.
Regarding the application layer GA, we used the web search engine topology shown in
Figure 3.1 for n access nodes. There is a user interface UIi for each access node that aggregates
every web client in that city. There is also a web service WSi that answer the users’ HTTP
requests and make queries to the web indexes WIi. All the web indexes keep synchronized
with a master web index. The decisions to make are which data centers will host each web
service and web index, as well as all the network planning variables of the proposed model,
to minimize the delay, the cost, energy consumption, and the CO2 emissions.
3.5.2 Network traffic
The total inter-domain traffic of the Internet was 154 Tbps in March 2013, considering the
estimation of 39 Tbps in July 2009 [78] and a 45.5% annual growth. The hypothetical web
search engine analyzed manages 1% of the Internet traffic, that is 1.54 Tbps. That total
amount of traffic was distributed among the access nodes in proportion to the number of
Internet users in each city [76]. These are the traffic demands between the user interfaces
UIi and the web services WSi (b
1
d ). The same value was used between each WSi and its WIi.
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The average packet size is 770 bytes (ζ), the capacity of each link channel is 10 Gbps (b2 ),
the maximal channel utilization is 70% (ue), and the maximal link delay is 1 ms plus the
propagation delay (te). The propagation delay of each link is calculated with the distance
between the nodes divided by the speed of light over optical fiber cable (200,000 km/s).
3.5.3 Servers
The number of servers required is 200,000, also distributed in proportion to the number of
users in each city. From the servers required by each city, 60% are for web services and 40%
for the web index (r3i ). Each data center can accommodate either 40, 80, 160, 1,000, 32,000,
64,000, or 128,000 IT elements. Each LAN switch can connect up to 40 servers (r6ip).
3.5.4 Power
The average power consumption of each server (w7i ) was defined as 150 W, and the peak power
consumption (w8i ), as 300 W. Each LAN switch consumes 400 W (w
2 ), and each 10 Gbps
router port consumes 20 W (w3 ). The data center power capacity for IT equipment (w4k ) is
either 12 KW, 24 KW, 49 KW, 303 KW, 9.7 MW, 19.4 MW, or 38.7 MW, depending on the
data center size. The PUE of the data centers is 1.08 (w5k ), that is the power provisioning
equipment, cooling artifacts and any other power consumption are 8% of the power consumed
by the IT equipment. The type of energy that supplies a data center generates a specific
amount of CO2 emissions (w
6
k ): offshore wind produces 9 g / KWh, hydroelectric 10 g /
KWh, geothermal 38 g / KWh, nuclear 66 g / KWh, natural gas 443 g / KWh, diesel 778 g
/ KWh, and coal 960 g / KWh [11]. The amount of CO2 produced by each data center in
this case was randomly chosen from one of these values.
3.5.5 Cost
The delay penalty was defined as $10,000 / (ms / packet) / year for the traffic demands
between the UIi, WSi, and WIi, and $10 / (ms / packet) / year for the delay between the
WIi themselves (c
1
d ). That means that the delay between UIi, WSi, and WIi is much more
important than the delay between the WIi themselves. The cost of each LAN switch is
$1,000 / year (c2 ). Each 10 Gbps router port costs $100 / year (c3 ) and each directed 10
Gbps link channel, $60,000 / year (c4e ) [79]. The cost of each server is $4,000 [80] and it is
amortized in 4 years, resulting in $1,000 / year (c5 ). The data center CAPEX is $12 / W
amortized in 12 years giving a total of $1 / W / year (c6k ), and the OPEX is $0.24 / W /
year (c7k ) excluding electricity that was considered as an explicit term of the cost function [9].
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Electricity prices were uniformly distributed between $30 / MWh and $70 / MWh (c8k ) [81].
Finally, the penalty for emitting CO2 was defined as $1,000 / ton (c
9
k ).
3.6 Results
3.6.1 Trade-off between objectives
As a first step, we executed the AMPL-Cplex model on a case of 10 cities to analyze how
the different aspects of the model interact. This case will also demonstrate how planners
can use the framework with multiple objectives. The network has 10 access nodes and 10
potential data center locations. In Figure 3.3, the access nodes are shown as black circles
and the potential data center locations are shown as white boxes. The application graph is a
web search engine with a user interface, a web service, and a web index for each access node,
and the topology of traffic demands as discussed in Section 3.5.
The case was solved in three different contexts, depending on the optimization priorities:
A) delay oriented, B) pollution oriented, and C) cost oriented. Table 3.2 presents the results
of the three solutions, and Figures 3.4, 3.5, and 3.6 show the data centers selected in each
context. All the tests were executed on an Intel i7 with 4 cores at 2.8 GHz.
• In Solution A, 10 data centers are open, i.e., all of them are used to host servers and
software components. That optimization initially favors the delay because the delay
penalty is the highest term in the objective function at $ 856.2 M. In this case, all
the access nodes have a close data center that serves their requests, and the average
delay is 4.4 ms. The total power consumed by all the data centers is 34.6 MW. The
data centers are powered with all types of energy, in particular, 4 of them have high
pollution emission ratios, between 443 and 960 grams of CO2 per KWh. The total CO2
emission is 74,695 ton per year, and the total cost is $ 678.1 M per year.
Figure 3.3 Network topology with 10 cities and 10 potential data centers.
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Figure 3.4 Solution A. Delay minimization.
Figure 3.5 Solution B. Pollution minimization.
Figure 3.6 Solution C. Cost minimization.
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Table 3.2 Solutions for 10 cities with up to 10 data centers.
Solution: A B C
Delay multiplier 1 1 1
CO2 multiplier 1 1000 1
Cost multiplier 1 1 1000
Delay 4.4 ms 12.2 ms 21.2 ms
Total power 34.6 MW 34.6 MW 34.6 MW
CO2 emissions 74,695 ton 3,561 ton 41,181 ton
Data centers 10 4 3
Delay penalty 856.2 M 2,563.5 M 5,336.2 M
CO2 penalty 74.7 M 3.6 M 41.2 M
Traffic cost 52.4 M 78.0 M 77.0 M
Server cost 200.0 M 200.0 M 200.0 M
CAPEX 329.1 M 135.5 M 77.4 M
OPEX 79.0 M 32.5 M 18.6 M
Energy cost 17.7 M 16.8 M 17.5 M
Total cost 678.1 M 462.8 M 390.5 M
Execution time 0.7 s 0.4 s 178 s
• Solution B is obtained by augmenting the pollution multiplier in the objective function
(ψ) to 1000. That makes the CO2 penalty term greater than the delay penalty term. In
this case, the optimal solution is to open 4 data centers. Three of the data centers are
powered with hydro-electric energy producing 10 grams of CO2 per KWh, and one of
the centers is powered with geothermal energy introducing 38 grams of CO2 per KWh.
The total CO2 emissions are 3,561 ton per year, 21-times smaller than Solution A. The
CO2 penalty decreases with the same ratio. The energy consumption remains the same
because most of it depends on the number of servers used and the PUE of the data
centers, and in these cases, both remain constant. The total cost is 68% of Solution A
because fewer data centers are used; therefore, the CAPEX and the OPEX are reduced.
The average delay is 12.2 ms, which is 2.8-times greater than Solution A.
• Solution C is obtained by setting the cost multipliers to 1000, making the total cost
the first priority to optimize. The number of open data centers is 3, and they have the
minimal capacity to accommodate all the servers. The total cost is reduced to $ 390.5
M, the total CO2 emissions are 41,181 tons per year, and the average delay is 21.2 ms.
From the three solutions, Solution B appears to be a good compromise between the net-
work performance, pollution, and cost because the four chosen data centers imply a short
delay with an acceptable cost and very low CO2 emissions. Using this framework, planners
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can evaluate multiple alternative solutions and analyze the trade-offs between them. Fur-
thermore, once the optimal values for each aspect are known, additional constraints can be
added to evaluate solutions around the optimal values. The execution time to find these
solutions was between 0.7 s and 178 s. We will see how the Cplex execution time increases
very quickly as the network growths and how the tabu search performs very well for small
and large cases.
3.6.2 Comparison between tabu search and Cplex
We executed the tabu search heuristic and the AMPL-Cplex model in eleven small cases to
evaluate the execution time and the solution gaps in the tabu search with respect to the
optimal values. The small cases had from 2 to 12 access nodes and from 4 to 24 potential
data center locations. In these cases, the data center capacities were set at either 64,000
or 128,000 to be able to host 200,000 servers at a small number of data centers. Table 3.3
shows the results when the optimization priority is the delay, Table 3.4 shows the results with
pollution minimization, and Table 3.5 presents the results when the priority was the network
cost. All the costs are expressed in millions of dollars. Each case was executed 10 times using
the tabu search heuristic to calculate the averages of each value, as well as the minimal, the
average, and the maximal gaps. The minimal gaps are between 0 and 1.95%; most of them
are below 0.1%, showing that the heuristic is very effective in finding near-optimal solutions.
The last column of the tables exhibits the gap between the value found with the greedy
heuristic and the optimal value. In two cases, greedy found the optimal values but most of
the cases were above 10%. That reveals that the tabu search is what effectively improves the
solution to near optimality.
The execution time of the tabu search ranged from less than 1 millisecond to 868 mil-
liseconds, whereas Cplex used more than 58 minutes for the most difficult case. For that
complex case, with 12 access nodes, 24 data centers and cost minimization, the tabu search
heuristic had an average gap of 1.95% and an average execution time of 868 milliseconds.
The results also show that the cost-oriented optimization requires more execution time in all
the cases. This extra execution time is needed because there are many near-optimal solutions
that cannot be discarded until the optimum is found. In the delay-oriented case, the feasible
solutions with small delay are those with servers near the users. Once one of these solutions
is found, the components will tend to be fixed near the users, and other solutions are dis-
carded, reducing the search space and the execution time. In the case of CO2 optimization,
feasible solutions with low emissions will discard data centers with high emissions. It is not
possible to discard solutions in the cost oriented case because many data centers have the
same CAPEX and OPEX, resulting in many combinations with similar costs.
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Table 3.3 Comparison between tabu search and Cplex. Delay priority.
#AN #DC Tabu(s) Cplex(s) Delay(ms) CO2(ton) Cost z Min.gap Avg.gap Max.gap GR.gap
2 4 0.001 0.032 2.9 6,520 360.0 593.8 0.00% 0.00% 0.00% 0.00%
3 6 0.002 0.090 2.6 49,473 385.7 748.6 0.00% 0.00% 0.00% 24.44%
4 8 0.013 0.287 2.8 101,757 402.9 926.3 0.00% 0.00% 0.00% 22.44%
5 10 0.023 0.137 2.4 90,729 462.9 1,060.4 0.00% 0.00% 0.00% 0.38%
6 12 0.061 0.272 2.2 43,688 484.0 1,059.9 0.02% 0.02% 0.02% 0.02%
7 14 0.071 0.381 2.3 131,135 509.9 1,279.1 0.02% 0.02% 0.02% 1.64%
8 16 0.165 0.532 2.5 130,208 583.0 1,477.1 0.02% 0.08% 0.62% 0.62%
9 18 0.158 0.564 2.2 96,281 629.1 1,495.3 0.02% 0.02% 0.02% 0.02%
10 20 0.276 0.719 2.3 112,688 606.8 1,614.1 0.01% 0.01% 0.01% 0.01%
11 22 0.313 0.822 2.5 143,455 626.0 1,836.2 0.01% 0.01% 0.01% 0.01%
12 24 0.373 0.996 2.5 36,043 675.5 1,820.1 0.01% 0.01% 0.01% 0.01%
Table 3.4 Comparison between tabu search and Cplex. CO2 priority.
#AN #DC Tabu(s) Cplex(s) Delay(ms) CO2(ton) Cost z Min.gap Avg.gap Max.gap GR.gap
2 4 0.002 0.031 2.9 6,520 360.0 7,138.7 0.00% 0.00% 0.00% 4.60%
3 6 0.005 0.130 13.5 5,645 408.8 8,085.0 0.00% 0.00% 0.00% 9.41%
4 8 0.022 0.361 8.6 18,178 393.8 19,983.1 0.00% 1.07% 10.22% 13.14%
5 10 0.033 0.336 6.6 6,108 435.4 7,998.7 0.00% 0.00% 0.00% 22.28%
6 12 0.047 0.354 10.3 4,650 393.4 8,042.6 0.00% 0.96% 1.59% 1.59%
7 14 0.137 1.084 22.9 6,932 416.6 13,509.8 0.00% 1.67% 4.40% 29.38%
8 16 0.247 0.846 7.4 3,427 429.7 6,437.7 0.00% 0.00% 0.00% 9.47%
9 18 0.230 0.580 16.7 5,151 501.5 10,339.3 0.00% 0.59% 4.86% 26.63%
10 20 0.458 4.146 11.9 4,040 432.5 8,714.3 0.00% 0.23% 0.95% 15.39%
11 22 0.303 3.297 7.9 4,149 435.8 8,480.7 0.03% 0.03% 0.03% 0.03%
12 24 0.559 0.763 4.6 3,817 512.2 6,456.5 0.00% 0.00% 0.00% 0.00%
Table 3.5 Comparison between tabu search and Cplex. Cost priority.
#AN #DC Tabu(s) Cplex(s) Delay(ms) CO2(ton) Cost z Min.gap Avg.gap Max.gap GR.gap
2 4 0.001 0.045 2.1 170,026 357.6 357,907.8 0.00% 0.00% 0.00% 16.09%
3 6 0.005 0.283 9.9 87,891 362.9 364,469.4 0.00% 0.45% 4.47% 20.02%
4 8 0.010 1.163 6.8 210,694 364.9 366,263.7 0.00% 0.28% 0.94% 24.85%
5 10 0.033 2.422 10.8 143,705 374.9 377,336.6 0.00% 1.90% 3.56% 22.88%
6 12 0.076 5.361 9.6 60,234 365.3 368,031.9 0.10% 0.29% 1.75% 24.28%
7 14 0.124 58.147 9.9 184,332 365.3 368,744.8 0.10% 0.75% 3.19% 19.42%
8 16 0.205 83.514 10.0 138,276 373.8 377,319.7 0.06% 1.99% 6.38% 36.51%
9 18 0.288 40.673 8.7 50,595 367.0 370,745.7 0.03% 2.45% 4.45% 37.35%
10 20 0.460 1057.181 11.8 75,585 369.8 374,711.4 0.03% 2.00% 5.71% 28.61%
11 22 0.867 1496.597 12.1 141,955 375.2 381,295.8 1.05% 3.27% 7.02% 29.95%
12 24 0.868 3482.393 13.5 59,401 380.5 387,864.8 1.95% 4.53% 5.74% 30.69%
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Table 3.6 Tabu search results for large cases. Delay priority.
#AN #DC Exec.(s) #DC open Iterations Delay(ms) CO2(ton) Total cost z GR.gap
50 100 0.4 34 405 3.9 91,330 1,188.3 8,762.1 0.00%
100 200 2.5 73 908 3.6 106,711 1,833.2 14,594.4 7.06%
150 300 5.7 117 1,212 3.9 108,790 2,611.4 21,098.7 0.85%
200 400 12.1 137 1,669 4.4 99,655 2,976.8 27,455.9 3.81%
250 500 20.8 199 2,149 4.7 79,202 3,735.3 32,103.8 3.35%
300 600 32.3 218 2,631 5.0 97,388 3,597.0 38,335.7 5.03%
350 700 45.6 261 3,061 5.3 103,037 4,201.3 43,899.6 4.67%
400 800 66.1 306 3,681 5.7 101,242 4,859.2 49,963.2 10.34%
450 900 85.4 356 4,047 6.2 92,121 5,078.5 54,795.5 10.05%
500 1000 117.5 396 4,718 6.6 116,096 5,349.3 60,327.2 12.41%
Table 3.7 Tabu search results for large cases. Pollution priority.
#AN #DC Exec.(s) #DC open Iterations Delay(ms) CO2(ton) Total cost z GR.gap
50 100 0.7 20 623 5.9 5,714 874.8 18,156.8 8.44%
100 200 2.2 52 806 4.8 5,344 1,259.0 23,013.4 0.74%
150 300 6.2 69 1302 5.0 6,982 1,848.2 33,031.9 6.37%
200 400 12.7 93 1744 5.1 7,500 2,330.5 40,687.0 4.05%
250 500 18.9 138 2027 5.3 5,746 2,765.8 42,423.4 0.67%
300 600 31.1 164 2658 5.5 7,171 3,183.9 50,408.5 3.40%
350 700 46.5 189 3094 6.0 7,620 3,705.2 58,609.4 3.41%
400 800 67.0 243 3712 6.4 8,609 4,267.8 65,433.0 7.98%
450 900 86.2 281 4182 6.8 8,325 4,737.6 69,195.0 12.77%
500 1000 112.4 314 4582 7.6 9,944 5,032.5 77,003.9 7.59%
Table 3.8 Tabu search results for large cases. Cost priority.
#AN #DC Exec.(s) #DC open Iterations Delay(ms) CO2(ton) Total cost z GR.gap
50 100 1.4 7 1,295 17.6 101,729 426.2 463,528.1 33.84%
100 200 9.6 29 3,342 24.8 101,188 466.2 544,064.0 46.72%
150 300 19.7 44 3,905 22.3 82,974 470.9 590,651.9 46.45%
200 400 52.1 52 6,762 23.4 96,500 494.2 662,006.5 61.72%
250 500 126.8 85 12,418 18.5 149,779 505.1 637,902.5 56.34%
300 600 190.3 122 15,330 21.1 123,173 528.7 695,767.9 58.15%
350 700 258.3 176 17,098 22.6 116,601 554.6 795,113.5 50.70%
400 800 459.0 208 24,552 21.6 59,005 584.5 781,621.2 29.18%
450 900 467.2 296 21,193 23.6 76,514 617.3 863,840.6 13.77%
500 1000 553.8 359 21,329 26.1 134,860 670.2 951,827.6 16.10%
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3.6.3 Large cases
The tabu search heuristic is very efficient for small and medium problems. We will analyze
larger cases, i.e., 50 to 500 access nodes and 100 to 1000 potential data center locations, to
gauge the performance of the tabu search heuristic for large problems. Considering a large
number of cities makes it possible to guarantee a good quality of service for most of the
Internet users around the world. Large networks, such as Akamai, have small data centers in
more than a thousand locations around the world to guarantee a high quality of service [12],
which is why it is important to analyze the large cases using an efficient heuristic. In these
cases, the data center sizes were 40, 80, 160, 1,000, 32,000, 64,000, or 128,000 IT elements;
solutions may contain multiple small data centers or a combination of small, medium and
large data centers. Tables 3.6, 3.7 and 3.8 show the network delay, costs, optimal values, and
execution times for these cases. Each reported value is the average of 10 executions.
The results show that the execution time was less than 1 minute for the cases with up
to 200 access nodes and 400 potential data centers, and it was less than 10 minutes in every
instance. The delay was held to approximately 5 ms in the delay-oriented optimization by
adding more data centers. The smallest case opened 34 data centers, and the largest case
opened 396, i.e., 12-times more, but the cost was only multiplied by 4.5 because smaller data
centers can be used. However, the CO2 emissions were high compared to the pollution
minimization cases. The average CO2 in the first table is 99,557 tons, and it is 7,295 tons in
the second table. The average delay in the CO2 optimization only increased to 5.8 ms, which
is less than 1 ms more than the delay-oriented optimization. The average cost decreased
from $ 3,543.0 M to $ 3,000.5 M, which are both very large compared to the average optimal
cost of $ 531.8 M in the third case. In that cost oriented strategy, the average cost was 18%
of the cost of the CO2 strategy, though the average delay increased to 22 ms, more than
four-times that in the delay-oriented strategy.
In these cases, that are too large for Cplex to solve to optimality, we show the performance
of the tabu search compared to the initial greedy solution. Here again the results exhibit
a similar behavior to the near optimal results achieved in the small instances because the
tabu effectively improves the initial solution: the gap between the greedy solution and the
best tabu solution is up to 12.77% in Tables 3.6 and 3.7, and up to 61.72% in Table 3.8. To
illustrate the gap, the cost oriented case AN=200, DC=400 had a total cost of $ 494.2 M in
tabu search and $ 630.2 M in greedy. The difference can also be seen in Figure 3.7 where the
values obtained by the tabu and greedy algorithms in the cost oriented cases are shown.
To our knowledge, these results exhibit the most flexible and efficient algorithm for data
center location published in the literature. The flexibility is given by the possibility of defining
an application graph that matches the forecasted traffic of the applications, and not only the
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Figure 3.7 Tabu search vs greedy heuristic for large cases and cost priority.
traffic between users and servers. The model is also flexible in the sense of allowing planners to
define the priorities in the multi-criteria objective function. The efficiency between different
approaches is difficult to compare because each one solves a variant of the problem and for
different cases. Nevertheless, we can point that a simulated annealing heuristic combined
with linear programming was tested by Goiri et al. [14] with up to 500 data center locations
and execution times of 30 minutes in a similar environment. Our case with 1000 data centers
was solved by tabu search in 10 minutes. The solution quality cannot be compared because
optimal solutions cannot be guaranteed in neither of the two approaches. We understand
that our approach achieves such results because each tabu search iteration is extremely
quick compared to expensive linear programming solutions. That was accomplished by using
specialized data structures to calculate the objective function in an incremental way.
3.7 Conclusion
Cloud computing is expanding to increasingly more users, applications and devices; therefore,
the network needs to grow in an efficient and sustainable way. In this paper, we presented
a cloud network planning problem through a mixed integer-linear programming model. The
location of data centers, servers, and software components impacts the network efficiency,
the pollution, and the total cost. The definition of the network link capacities and the
information routing is also very important. The proposed model allows planners to evaluate
different solutions and to make variations in the optimization priorities.
The AMPL-Cplex implementation is useful for analyzing small cases, but its algorithmic
complexity makes the execution time too high for real instances. The deployment of global
networks needs the evaluation of the traffic from many cities around the world, and hundreds
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of potential data center locations. We addressed that issue by developing an efficient tabu
search heuristic. The tabu search algorithm evaluates potential neighbor solutions by calcu-
lating the difference from the current solution using the right data structures. The results
showed that the tabu search heuristic could find near optimal solutions in a very short ex-
ecution time. Instances of up to 500 access nodes and 1000 potential data center locations
were solved in less than 10 minutes, showing that every real instance can be modeled and
solved in this fashion.
The mathematical model and the algorithm can be extended in multiple directions. One
direction is the server virtualization, a key aspect of cloud computing. With that feature,
each server can host multiple independent virtual machines. Then, fewer servers are used,
reducing costs and energy consumption. Another possible extension is to consider dynamic
demands. In that case, the variations of the resource requirements in each hour of the day
and on each day of the week are considered; therefore, the solutions make better use of the
data centers, servers, and link capacities.
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Abstract
Cloud computing aims to control the increasing energy consumption of applications by consol-
idating them in shared servers through virtualization. This technique can be greatly improved
and complemented with a process called meta-scheduling that chooses the optimal data cen-
ter for each Virtual Machine (VM). This paper proposes a dynamic optimization problem for
the VM placement across multiple data centers to minimize operational expenditures, as well
as improve quality of service (QoS) and reduce pollution. In fact, delay-sensitive applications
with geographically distributed users experience varying response times depending on where
users and VMs are located. Users closer to VMs experience less delay, thus distributing VMs
close to users improves the QoS. On the other hand, the increasing energy consumption of the
cloud raised concerns about the impact on CO2 emissions and global warming. Choosing data
centers that use green energy sources is an important way to mitigate this problem. These
multiple aspects were embedded in a Mixed Integer Linear Programming (MILP) model that
minimizes the cost of placing VMs across multiple data centers while respecting constraints
in QoS, power consumption, and CO2 emissions. The problem was solved through an efficient
tabu search heuristic that can be used to deploy cloud applications with dynamic demands
in real time. The optimization was executed for a network with more than 1,000 nodes, 650
applications, and 6,500 VMs. Results report that the communication delay is reduced up
to 6 times when a meta-scheduler optimally chooses among multiple data centers instead of
using the less expensive one. Furthermore, 30% of power consumption is saved by choosing
energy-efficient data centers, and the CO2 emissions can be reduced up to 60 times by placing
VMs on data centers provided with green energy sources.
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4.1 Introduction
In today’s ever changing communications environment, cloud computing facilitates the rapid
deployment of new applications. The idea is to have a very flexible system that provides
the required quality of service (QoS) to the application, and, therefore, a good quality of
experience (QoE) to the user, while minimizing the resources involved in the deployment such
as cost, energy consumption, and carbon footprint impact. In order to reduce cost and energy
consumption, data center physical servers are assigned a number of Virtual Machines (VMs)
on which to execute the applications.
The nature of communication applications is increasingly dynamic. In fact, applications
are created, change their size, and are removed sometimes in very short lapses of time.
In other words, they come, go and change on the fly. In such a context, for the effective
management of a cloud computing network, it is important that the assignment of VMs
to the coming applications presents the same type of dynamism, so that cloud computing
resources are utilized in the most efficient manner.
The increasing number of cloud data centers allow service providers to rely on applications
deployed across multiple data centers from one ore more cloud providers. For instance, a
service provider can install VMs in an Amazon’s data center in the US, some VMs in a
European data center of the same infrastructure provider, and more VMs in a RackSpace
data center in Asia. Counting on multiple data centers and providers improves the reliability
of the system in case of failures, reduces communication delay by getting applications and
data close to users, and reduces cost by taking advantage of daily variations in VM prices.
Another advantage of choosing among multiple data centers is to place VMs in data
centers with high energy efficiency and green energy sources given the rising concerns about
global warming. Studies show that data centers have a great impact on the world energy
consumption, reaching up to 2% in 2007 and increasing at a 12% rate. Figure 4.1 shows
that the power consumption of telecommunication networks and data centers together would
rank as the 5th country in the world [1]. However, not all the data centers have the same
impact on the environment. The Power Usage Effectiveness (PUE) is the ratio of total
power consumed by a data center divided by the power effectively consumed by the IT
equipment. There exist data centers with a PUE of 2 (100% overhead): for each watt of
IT equipment another watt is used for cooling and power distribution. On the other hand,
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Figure 4.2 Actors and components interacting in the life-cycle of cloud applications.
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there are data centers designed to get cold air from the environment, remove dust, and
humidify it to drastically reduce the cooling equipment consumption. These data centers can
achieve a PUE of 1.08, which represents an overhead of only 8% [25]. Besides the energy
efficiency, the type of electricity generation process has a huge impact on CO2 emissions. For
instance, hydroelectric energy introduces 10 grams of CO2 per kWh, and coal produces 960
g/KWh [11]. Studies show that 2% of the global CO2 emissions are due to the Information
and Communications Technology (ICT) industry, equivalent to the emissions of the aviation
industry [82]. Choosing data centers with green energy sources can greatly reduce these
emissions.
Using multiple cloud providers raises interoperability issues, and using a cloud broker
is a way to solve them. Even if cloud computing services offer to dynamically add and
remove VMs, different providers use different Application Programming Interfaces (APIs) to
orchestrate the application life-cycle. Thus, a common platform to manage applications on
multiple providers is strongly needed to simplify deployment and monitoring tasks. That
platform is often called a cloud broker. Commercial cases include RightScale, Enstratius,
Gravitant, and Scalr.
Cloud brokers provide software architects freedom to choose the desired data centers
to place VMs, but they lack an optimization engine, or meta-scheduler, that helps make
the right decisions. This paper proposes a dynamic optimization problem and an efficient
algorithm that can be used as a meta-scheduler to place VMs in the right cloud data centers
at the right time regarding costs, QoS, energy consumption, and CO2 emissions. Figure 4.2
shows the whole picture about how actors interact in this context. Service providers develop
applications that need to be deployed on the cloud. The cloud broker offers a platform to
define each application architecture and the type of VMs needed. The cloud broker has a
database of cloud providers with data center locations, QoS, and power consumption. The
application configuration, database, and architect priorities are fed to the meta-scheduler
that provides a solution with a data center for each VM. The user checks the solution costs,
QoS, energy consumption, and CO2 emissions calculated by the meta-scheduler, and if the
solution is approved, the cloud broker starts the VMs in the chosen data centers. The cloud
broker then keeps monitoring availability and QoS of the system.
The core of the optimization engine proposed in this article is implemented as a tabu
search algorithm that selects a data center for each VM yielding large improvements in
QoS and scaling to networks with thousands of nodes and VMs. In fact, the optimization
algorithm has a tight execution time constraint (< 1 s) because it would be embedded to a
cloud broker interactive system. The software architect gets an optimal solution, modifies
priorities, and executes the optimization again to get a new solution in real time. In this
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paper, the algorithm is embedded into a simulation procedure to allow the analysis of cloud
networks and applications with respect to traffic, cost, and energy consumption.
The rest of the article is structured as follows. Section 4.2 presents the work that is
the closest to ours. Section 4.3 describes the problem and a mixed integer programming
model. The solution approach is clearly described in Section 4.4. The topology of networks
and applications as well as all the parameters to evaluate our approach are presented in
Section 4.5. The impact of the meta-scheduler on QoS, power consumption, CO2 emissions,
and cost is analyzed in Section 4.6. Finally, conclusions are presented in Section 4.7.
4.2 Related work
In the last years, cloud computing has attracted the attention of academia and industry to
provide computing in an on-demand and pay as you use basis as an utility [8]. This model
is so successful that the number of servers in the world is expected to grow by a factor of 10
between 2013 and 2020, and the information managed by enterprise data centers will grow by
a factor of 14 [10]. The visions that the Internet pioneers had in 1969 are indeed happening [6].
The ability to request resources on-demand gave rise to proposals for combining clouds in
a coordinated way. Buyya et al. [8] proposed cloud exchanges and markets where resources
can be offered by infrastructure providers and requested by other service or infrastructure
providers. Based on standards, dynamic algorithms handle transactions, define prices, and
give consumers the required QoS. Ardagna et al. [83] proposed MODA-Clouds, a model driven
approach for the design and execution of applications on multiple clouds. That approach is
from the point of view of application developers whose high level requirements are translated
into a programming code schema. Also, a decision support system is used to choose cloud
providers taking into account availability, risks, and costs. The OPTIMIS approach proposed
in Ferrer et al. [84] is a dynamic provisioning system to handle the whole service life-cycle
from development, deployment, and operation in multi cloud architectures. Rochwerger et al.
[85] defined the Reservoir model, an architecture for open federated cloud computing. That
paper defines protocols and standards allowing cloud providers and consumers to exchange
resources and deploy applications in a dynamic way. OpenNebula [86] is a system to manage a
local cloud coordinated with remote clouds, such as Amazon Web Services and ElasticHosts.
Commercial companies—e.g., RightScale, Enstratius, Gravitant, and Scalr—also started to
offer cloud brokerage services as web platforms to deploy and monitor virtual machines across
multiple cloud providers.
In the context of multi cloud architectures, meta-scheduling is the process of requesting
resources from independently managed data centers. Leal et al. [17] proposed methods to
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schedule tasks for grid computing, the scientific predecessor of cloud computing that is focused
on High Performance Computing (HPC). The objective of these methods was to reduce
the execution time of the HPC tasks. Two connected grids with 2013 processing elements
were simulated using workloads from the Large Hadron Collider experiment. Chaisiri et al.
[16] proposed stochastic integer programming models for placing VMs across multiple cloud
providers. The objective was to take advantage of the price difference between reserved plans
and on-demand plans. Reserved plans are cheaper but require to be acquired in advance,
and the price of on-demand plan varies. The model handles uncertainty on future demands
and prices. Tordsson et al. [19] proposed an integer programming model to place VMs across
multiple providers and maximize the QoS. Each VM type in each cloud has a capacity, e.g.,
in requests per second. The model chooses a data center and a type of each VM in order
to maximize the capacity subject to system and budget constraints. The meta-scheduling
algorithm was tested with an HPC application across three cloud data centers and showed
that using multiple cloud data centers improves performance and cost.
The approach presented in this paper includes a meta-scheduling algorithm to assign one
data center to each VM. Then, different VM placement algorithms can be executed within
each data center to assign a particular server to each VM. The following papers addressed
the scheduling problem within the data center. Speitkamp and Bichler [52] proposed Mixed
Integer Linear Programming (MILP) models to minimize the number of servers used by VMs.
A branch and bound algorithm and heuristics were used to solve that problem. Srikantaiah
et al. [3] analyzed trade-offs between energy consumption and performance and found optimal
levels of resource utilization that minimize the average energy per request. Beloglazov et al.
[53] proposed online heuristics to minimize server energy consumption considering the pos-
sibility to migrate VMs between servers. Addis et al. [57] proposed a decentralized heuristic
to dynamically change server voltage and frequency and place VMs of multi-tier applica-
tions. The objective was to minimize response time, migration costs, and to maximize the
infrastructure provider revenue.
Some authors also considered information sent between VMs to assign VMs to servers.
For that purpose, Guo et al. [21] proposed the concept of Virtual Data Centers (VDCs).
Each VDC requires a set of Virtual Machines (VMs) and there is a matrix that defines the
amount of traffic between each pair of VMs. A similar approach was developed by Meng
et al. [20]. The VMs that exchange most traffic are grouped into clusters, and nearby servers
in the network are grouped into clusters as well. Then, each VM cluster is matched with a
server cluster to improve the inter-VM communication.
With respect to our previous work, in Larumbe and Sanso` [71] we proposed a network
planning problem to define both the locations of data centers and software components along
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with the information routing. The objective was to minimize the average delay of the infor-
mation carried through the network. The problem was modeled as a MILP model and solved
with AMPL-CPLEX. Then, in Larumbe and Sanso` [31] we created a new model that con-
siders energy and pollution issues. In that case, a multi-objective function was used to make
trade-offs between different aspects of the problem: delay, cost, energy consumption, and
CO2 emissions. In Larumbe and Sanso` [23], an efficient tabu search heuristic was proposed
to solve the cloud network planning problem for large cases.
Differently from these references, this paper presents the following original contributions:
1. The proposal of a new online problem for VM placement across multiple cloud data
centers considering cost, communication delay, power consumption, and CO2 emissions.
2. Variations of each application workload over time are used to dynamically change the
number of VMs, reducing costs, power consumption, and CO2 emissions.
3. Special consideration of the communication delay between VMs and users, as well as
between VMs themselves.
4. An extremely efficient heuristic that finds near optimal solutions in real time.
4.3 Problem description
We first present the network and application topology and the meta-scheduler definitions.
Then, all the parameters referred to communication traffic, VMs, servers and costs are de-
tailed. We continue with the system variables, the objective function, and finally the con-
straints.
4.3.1 Network topology, application, and meta-scheduler
A cloud computing network is represented as a graph GN(V N , AN) composed of access nodes
A, backbone routers B, data centers D, and the links that connect these nodes. Each access
node aggregates a set of users that can be an organization, an Internet Service Provider (ISP),
an Internet Exchange Point (IXP), or a city. The data centers, from one or multiple providers,
host servers with the ability to execute VMs. Each backbone router forwards traffic received
from its incident links. If the complete network topology is not known, AN contains direct
virtual links with the only requirement of measured end-to-end delay. For instance, the delay
between two data centers of different providers can be measured through ping ICMP packets
even if the whole Internet path is not known. The model is kept general enough for the case
that the whole backbone network is known.
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Figure 4.3 Application and network mapping.
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A module called meta-scheduler receives requests to add and remove applications. Let an
represent a particular application and Gan(V an , Aan) a graph that represents that application
architecture. Each node in V an is a software component, and each arc in Aan from software
component i to software component j represents the fact that i sends information to j. Each
software component has a specific purpose in the application and can be executed in one or
multiple VMs or in the user computers and mobile devices. The number of VMs required
to run each software component at each period of the day is an input of the meta-scheduler
based on workload forecasts given by the software architects that use the cloud broker [41, 63].
Figure 4.3 shows an example of a multi-tier application graph inspired by the most pop-
ular social network, Facebook [50]. In this case, the application is composed of four types
of software components: User Interface (UI), Web Service (WS), Memcache (MC), and
Database (DB). The UI handles the interaction with users and it is executed in each web
browser as a Javascript/HTML5 application. To make the representation of the application
graph scalable, there is one UI for each access node, e.g., for each city. That UI represents the
aggregation of all the HTTP requests received from that access node. The WS handles each
HTTP request from the UI, queries required information, processes it, and gives an HTTP
response. The WS is executed in multiple VMs to achieve high throughput. In this example,
each VM can handle 25 requests per second (rps) with the required QoS. For instance, UI1
sends 100,000 rps, thus 4,000 VMs are required by WS1 to process them. The WS gets
information from the DB, which stores it on hard disks. The WS sends that information to
a MC that stores it in memory with much lower latency than the DB. In this example, for
each 100 VMs of WS, there are 10 MC VMs, and 1 DB VM.
GAt (V
A
t , A
A
t ) is the graph that contains all the applications that have been already de-
ployed and are being executed at time t. The nodes in V At are all the software components
and the arcs in AAt represent communication demands between software components. If the
system receives a request to add a new application an at time t+ 1 then:
GAt+1 = (V
A
t ∪ V an , AAt ∪ Aan)
If a request to remove an application an is received at time t+ 1 then:
GAt+1 = (V
A
t − V an , AAt − Aan)
The set P an is a parameter that denotes possible or mandatory assignments of software
components to network nodes for application an. This is used to restrict which nodes—data
centers or access nodes—can host each software component. For instance, the UI software
components of Figure 4.3 must be placed in their respective access nodes. Software compo-
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nents WS1, MC1, and DB1 could be placed in anyone of the data centers. The set P
an can
also be used to restrict a subset of the data centers for a software component. For instance,
WS4, MC4, and DB4 could be constrained to be in data centers located in Asia because of
privacy legislation.
The result of the optimization problem solved by the meta-sheduler is a mapping Mth:
V At → V N that specifies which node—data center or access node—is assigned to each software
component in the h’th period of the day for the applications available in the system at time
t. That reflects the online and dynamic aspects of the model. It is online because at each
time t a new application can be added or removed. It is dynamic because the size of the
application workload changes over the day and there is a potentially different mapping for
each period of the day h. Then the meta-scheduler has to define the mapping Mth for each
period keeping the mapping of previously deployed applications.
To sum up, the parameters regarding the network topology, applications, and meta-
scheduler are:
GN(V N , AN)
Network topology with data centers, access nodes, and routers.
Gan(V an , Aan)
Graph of software components and communication demands of application an.
GAt (V
A
t , A
A
t )
Graph of software components and communication demands of all the applications
executing at time t.
P an Possible assignments of software components to nodes.
H Set of indexes for the periods in the day.
When a new application must be deployed at time t, an optimization problem must be
solved to decide the location of each software component in each period of the day. The
result is:
Mth Mapping of software components to nodes given as a result of the meta-scheduler opti-
mization solution for applications in GAt and period h ∈ H.
Now that the network topology, each application architecture, and the basic dynamics of
the meta-scheduler are defined, we proceed to define the remaining parameters. These con-
stants, system variables, objective function, and constraints define the optimization problem
that is solved to add a new application at time t knowing the current state of the network.
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4.3.2 Communication traffic
The software components communicate between them by sending and receiving packets of
information through the network. Each packet that goes from a node i to a node j follows a
path in the network composed of routers and links. Each step in the path adds processing,
queuing, transmission, and propagation delay. The following are the parameters regarding
the communication traffic:
bdh Expected throughput of demand d ∈ AAt in period h ∈ H (in bps).
τeh Delay of link e ∈ AN in period h ∈ H (in seconds per packet).
τd Maximum allowed delay for demand d ∈ AA (in seconds per packet).
4.3.3 VMs and dynamic scaling
There are different types of VMs depending on the application requirements. For instance,
Amazon EC2 provides small VM instances with 1 EC2 Compute Unit and 1.7 GB memory,
medium VM instances with 2 EC2 Compute Units and 3.75 GB memory, and large VM
instances with 4 EC2 Compute Units and 7.5 GB memory [39]. An EC2 Compute Unit
is the capacity of a 1 GHz 2007 Xeon processor. Each VM uses a fraction of the server
resources, so each server can host a maximum number of VMs.
The number of VMs required by each software component varies in each period of the
day, a feature called dynamic scaling or auto scaling. At peak time, a software component
will require a large number of VMs to handle a high workload. At other periods of the day,
the number of VMs can be reduced. The required VMs for each period are defined with
forecast models based on the application workload history [41, 63]. That elasticity allows
a good use of data center resources and power consumption. The meta-scheduler solution
defines in which data centers these VMs are placed in each period.
Depending on the type of application, VMs could be started in one data center in a period
of the day, and be later removed from that data center and started again in another data
center. The meta-scheduler can produce that kind of dynamic plan to take advantage of
reduced overnight prices for spot instances. Then a deployment module starts and removes
VMs in the specified data centers in each period of the day.
The VMs and servers are defined by the following parameters:
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T Set of VM types, e.g., 1 = small instance, 2 = medium instance, 3 = large instance, 4
= high RAM instance, 5 = high CPU instance, 6 = small spot instance, 7 = storage
volume.
r1imh Number of VMs of type m ∈ T required by software component i in period h ∈ H.
r2m Number of VMs of type m ∈ T that can be hosted in a server.
r3k Capacity of data center k ∈ D in number of servers.
mi 1 if software component i ∈ V an can be migrated during the day; 0 otherwise.
4.3.4 Cost
A cloud broker allows service providers to optimize VM and communication costs paid to
infrastructure providers. Some VM types could keep a constant price during the day, and
others could be dynamically changed by infrastructure providers. That is the case of the
so-called spot instances whose price varies depending on the residual data center capacity. A
data center that has spare capacity overnight can reduce the spot instance prices to attract
more customers. This model takes advantage of dynamic prices to optimize service provider
costs and keep the infrastructure highly utilized. These costs are defined as:
c1kmh Price of a VM of type m ∈ T in data center k ∈ D in period h ∈ H (in $ / VM / hour).
c2eh Cost for sending traffic through link e ∈ AN in period h ∈ H (in $ / GB).
4.3.5 Energy and environment
Each data center has a particular design and location that defines its Power Usage Effec-
tiveness (PUE), which is the ratio of total power—of IT equipment, cooling, and power
distribution—divided by the IT equipment power. The software architect that needs to de-
ploy a new application can restrict the amount of power consumption in order to optimize it.
In that case, the meta-scheduler will choose data centers with appropriate power efficiency.
In the same way, depending on the type of energy sources that provides a data center, the
amount of greenhouse gas emissions can be calculated [1]. For instance, hydroelectric power
introduces 10 g CO2 / kWh, and coal produces 960 g CO2 / kWh [11]. The planners can
also limit that factor for each new application. The following are the parameters of power
consumption and CO2 emissions:
w1k Average power consumption of a server in data center k ∈ D (in W).
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w2k PUE of data center k, i.e., ratio of total power over IT equipment power.
w3an Power limit for application an (in W).
w4an Limit to the PUE of application an.
w5k Emissions of CO2 for the energy used by data center k (in g/Wh).
w6an Limit to the CO2 emissions of application an (in g/h).
w7an Limit to the CO2 emissions per energy consumed by application an (in g/kWh).
4.3.6 System variables
The model variables keep track of the mapping between software components and nodes, and
the traffic in each link. When a new application is requested, the meta-scheduler optimizes
this model to define the mapping of the new application, that is in which data center each
software component will be placed in each period of the day. The routing is simultaneously
solved to minimize traffic cost and constraint communication delay. The following are the
system variables:
xikh 1 if software component i ∈ V At is placed in node k ∈ V N in period h ∈ H; 0 otherwise.
fdeh Amount of communication demand d ∈ AAt transmitted by link e ∈ AN (in bps) in
period h ∈ H.
4.3.7 Objective function
The objective function to minimize is the daily cost of VMs and traffic for the new application
an. The expected workload, number of VMs, and communication traffic will change in each
period of the day, thus the formula adds the cost paid in each period to calculate the whole
daily cost:
z =
∑
h∈H
∑
k∈D
∑
m∈T
∑
i∈V an
24
|H|c
1
kmhr
1
imhxikh +
∑
h∈H
∑
e∈AN
∑
d∈Aan
24
|H|c
2
eh
3600
8 · 109fdeh (4.1)
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4.3.8 Constraints
• Software component placement∑
(i,k)∈Pan
xikh = 1 ∀ i ∈ V an , h ∈ H (4.2)∑
k∈V N/
(i,k)/∈Pan
xikh = 0 ∀ i ∈ V an , h ∈ H (4.3)
xikh = 1 ∀ h ∈ H, (i, k) ∈Mt−1,h (4.4)
xikh = 0 ∀ i ∈ V At−1, k ∈ V N , h ∈ H, (4.5)
(i, k) /∈Mt−1,h
Equations (4.2) and (4.3) state that each software component of the new application must
be placed in exactly one node of the network—data center or access node—, and that assign-
ment of software component to node must be in the set P an to be feasible. Equations (4.4)
and (4.5) keep the previous applications fixed in their already allocated nodes.
• Migration of software components
xikh − xik,h+1 ≤ 0 ∀ i ∈ V an/mi = 0 (4.6)
∀ k ∈ D, h ∈ H
Constraint (4.6) states that if software component i was hosted in data center k in period
h, then it must remain in the same data center in the next period, for all components that
cannot be migrated.
• Flow conservation∑
e∈Γ−k
fdeh + xikhbdh =
∑
e∈Γ+k
fdeh + xjkhbdh (4.7)
∀d = (i, j) ∈ AAt , k ∈ V N , h ∈ H
This family of constraints relates the location of software components and the routing
of traffic demands. It associates the application and network layers. For a demand from a
software component i ∈ V At located in node k1 ∈ V N to a software component j ∈ V At located
in node k2 ∈ V N , the flow of traffic bd starts in k1 and ends in k2. In each intermediate node
k between k1 and k2, the flow is conserved.
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• Data center capacity
∑
i∈V At
∑
m∈T
r1imh
r2m
xikh ≤ r3k ∀ k ∈ D, h ∈ H (4.8)
The left part of Constraint (4.8) approximates the number of servers used by VMs of
software components placed in data center k and period h. That number is bounded by the
physical capacity of the data center.
• Delay
∑
e∈AN
τeh
fdeh
bdh
≤ τd ∀ h ∈ H, d ∈ AAt (4.9)
Constraint (4.9) limits the delay of each communication demand. That can be used to
achieve a desired QoS by placing VMs in data centers that are close to access nodes. It can
also be used to specify that two software components must be placed in the same data center.
• Energy and environment
∑
k∈V N
i∈V an
m∈T
r1imh
r2m
w1kxikhw
2
k ≤ w3an ∀ h ∈ H (4.10)
∑
k∈V N
i∈V an
m∈T
r1imh
r2m
w1kxikhw
2
kw
5
k ≤ w6an ∀ h ∈ H (4.11)
Constraint (4.10) limits the power consumption of the new application by considering the
PUE of each data center in each period of the day. In a similar way, Constraint (4.11) puts
a limit to the CO2 emissions.
Because applications have different sizes, setting a limit to the power consumption in
absolute values as in Constraints (4.10) is in practice difficult. An alternative way is to limit
the overhead introduced by data center equipment in relative terms. To do that, we define
the application PUE as the sum of total power consumed by the application including data
center overhead, divided by the power consumed by the servers that host the application’s
VMs. Then, that value can be bounded by an expected PUE. A similar approach can be
considered for the CO2 emission constraint. Constraints (4.12) and (4.13) limit the power
consumption and CO2 emissions in relative terms, respectively. Note that the denominators
can be passed to the right terms to keep the model linear.
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∑
k∈V N
i∈V an
m∈T
r1imh
r2m
w1kw
2
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k∈V N
i∈V an
m∈T
r1imh
r2m
w1kxikh
≤ w4an ∀ h ∈ H (4.12)
∑
k∈V N
i∈V an
m∈T
r1imh
r2m
w1kw
2
kw
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kxikh∑
k∈V N
i∈V an
m∈T
r1imh
r2m
w1kw
2
kxikh
≤ w7an ∀ h ∈ H (4.13)
• Domain of variables
xikh ∈ {0, 1} ∀ i ∈ V At , k ∈ V N , h ∈ H (4.14)
fdeh ∈ R≥0 ∀ d ∈ AAt , e ∈ AN , h ∈ H (4.15)
Finally, we define the domain of each variable. Assignment variables are binary, and flow
variables are non-negative real numbers.
4.4 Solution approach
The meta-scheduler must be integrated in an interactive system that allows service providers
to get solutions in real time. A planner that needs to deploy a new application specifies
application requirements and constraints on QoS, power, and CO2 emissions and get the
placement of software components, and consequently VMs, with optimal cost. To make such
interactive system the meta-scheduler should give the solution in a short execution time, e.g.,
in less than one second.
In this context, we propose a very efficient tabu search heuristic [13, 73] that solves the
MILP model. It is inspired in the algorithm that we proposed for the location of data centers
and software components that achieved excellent optimality gaps and execution times [23].
The new algorithm must provide two fundamental features to the meta-scheduler: receive
consecutive applications online and handle workloads that change over time.
The online aspect is solved by keeping the graph of applications that were already de-
ployed (GAt ) in memory, calculate data center residual capacities, and place VMs of the new
application. The multi-period aspect is solved by getting an independent mapping (Mth) for
each period of the day based on the workload of that period.
As can be seen in Algorithm 2, the general structure of the meta-scheduler is carried by
the following functions:
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Algorithm 2 Add or remove an application to a solution.
function Schedule(Request, M)
for each period h in H do
ScheduleInPeriod(Request, M , h)
end for
end function
function ScheduleInPeriod(Request, M , h)
an ← Request application
if Request type is add then
if h > 0 then
Add to P an components already placed in M0 and that cannot be migrated.
end if
Mh ← InitialGreedySolution(an, Mh)
Mh ← TabuSearch(an, Mh)
end if
if Request type is remove then
Remove an’s software components from Mh
end if
end function
function InitialGreedySolution(an, S)
for each component c in an do
Move c to the node that least increases the objective function in S
end for
return S
end function
function TabuSearch(an, Current)
S ← Current
Best ← Current
L← {}
i← 0
repeat
Choose the pair (c, d) ∈ P an−L that minimizes z when moving software component
c to d in solution S.
Move c to d in S
Add (c, d) to tabu list L for q iterations.
i← i+ 1
if z(S) < z(Best) then
Best ← S
i← 0
end if
until i = MAX ITERATIONS
return Best
end function
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Schedule
This is the main function that schedules a new request to add or remove an application to
the system. The parameters are the new request and the current mappings of applications
in the network. There is one mapping for each period of the day (M0, . . . ,M|H|−1)), and the
request is solved for each one of them.
ScheduleInPeriod
The VMs are placed based on the workload of a specific period of the day. VMs that cannot
be migrated are kept in the data centers chosen in solution M0. The first step to add an
application is to place software components using a greedy algorithm.
InitialGreedySolution
When a software component is added to a node, the objective function is increased because of
VM and traffic costs. Each component is placed in the node that least increases the objective
function.
TabuSearch
The initial solution might be sub optimal. Then a tabu search heuristic moves the new
software components between data centers to reduce the objective function. If the objective
function does not decrease for a number of iterations, the algorithm stops.
More details on the fine tuning of tabu search heuristic for the placement of software com-
ponents, practical implementation issues, and optimality gaps can be consulted in Larumbe
and Sanso` [23].
4.5 Case study
In this section, we study the characteristics of the cloud computing networks and applications
and we define all the parameters of the model. This network will be used to simulate the
placement of applications with the proposed meta-scheduling algorithm.
4.5.1 Network topology
The network GN includes a set of access nodes A, backbone routers B, and data centers D.
The nodes are distributed across multiple locations around the globe. We considered the 500
largest cities in the world [75], the number of Internet users in each of them [76], and their
geographic location [77]. Figure 4.4 shows a network with the largest 100 cities in the world
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Figure 4.4 Network topology with the largest 100 cities in terms of Internet users. Image
generated with Google Maps API.
in terms of Internet users produced by our generator. The bright circles are access nodes that
represent cities, the black dots are backbone routers, and the white boxes are data centers.
4.5.2 Application topology
There is a set of applications that arrive consecutively. Each user component has a known
location, one of the 500 cities. The meta-scheduler decides where to place the server com-
ponents. The server components of an application are randomly connected to test that the
meta-scheduler can handle any type of application. Each user component of the applica-
tion is connected to one of the randomly chosen server components. These connections are
communication demands that will be routed through the network when the components are
placed. The size of the application graph depends on the amount of traffic handled by the
application. The number of user components (u) is between 1 and 500, proportional to the
total application traffic. The number of server components is randomly chosen between du/2e
and b1.5uc. The number of VMs is also proportional to the application traffic. These VMs
are uniformly distributed among the server components.
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4.5.3 Communication traffic
The distribution of the application traffic was based on the traffic estimation of the Inter-
net Autonomous Systems (ASs) [87] that follows a power law; that is, the largest ASs are
responsible for most Internet traffic and many ASs produce little traffic. We used a Pareto
distribution with parameters α = 1.1 and β = 8.5149. For instance, 40,000 applications gen-
erated this way produce 4.3 Tbps of total traffic, 107 Mbps of average traffic per application,
and the top 20% applications produce 88% of traffic.
90% of application traffic corresponds to demands between user and server components,
and 10% are traffic demands between server components themselves. The total user compo-
nent traffic is distributed among user components in such a way that the traffic of each user
component is proportional to the number of Internet users in its corresponding city. The
delay of each network link was set to 1 ms plus the propagation delay, which is calculated as
the distance between the nodes divided by the speed of light in fiber (200,000 km/s).
4.5.4 Dynamic workload
The workload of each application changes over the day. There are periods of peak utilization
and periods of low utilization. The workload peaks were established at 8 AM and 8 PM,
taking into account the local time of the access node’s city. Since the number of VMs is
proportional to the application traffic in each period, then the number of VMs follows the
same oscillating behavior. That was produced by using a sinusoid function with peaks that
are 20% higher than the average workload.
4.5.5 Servers
In these cases, each server has 16 cores at a frequency of 2.4 Ghz and 80 GB of RAM. Each
VM has allocated 800 Mhz and 1.6 GB RAM, allowing 48 VMs per server. Each data center
has a predefined capacity, either 64,000 or 128,000 servers.
4.5.6 Power consumption and greenhouse gas emissions
The average power consumption of each server was set to 250 W. The PUE of the data
centers is between 1.07 and 2, depending on the latitude of the data center (0◦ to 61◦ North
and 0◦ to 61◦ South) to simulate data centers with different power efficiency. The amount
of CO2 introduced to the environment was randomly chosen between 10 (hydroelectric), 38
(geothermic), 66 (nuclear), 443 (natural gas), 778 (diesel), and 960 g / kWh (coal) [11].
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4.5.7 Cost
VM prices are uniformly distributed between $0.06 and $0.18 / VM / hour, based on the
fact that the price of a small Amazon EC2 instance was $0.065 / VM / hour in 2013 [39].
The cost of sending information from a data center to the Internet is $ 12 / GB, and from
the Internet to a data center is free, based on that provider prices.
4.6 Results
4.6.1 Experience procedure
In order to study the behavior of the proposed meta-scheduler and the relation between
QoS, power consumption, CO2 emissions, and cost, we have implemented a simulator that
produces consecutive requests. Each request adds a new application that must be placed by
the meta-scheduler, or removes an existing one.
For each request, a random number was produced to decide if an application will be
added or removed. The probability for adding was set to 2
3
and for removing was set to 1
3
.
If the request is to deploy a new application, then a new application is generated with the
parameters of traffic and VMs seen in Section 4.5. The meta-scheduler is executed to decide
the placement of the new application’s VMs and the current mapping is updated with the
new VMs in the data centers. If the new request is to remove an application, then a random
application is chosen and its VMs are removed from the current mapping. The fact that the
probability to deploy a new application is the double of the probability to remove an existing
application makes an increasing data center utilization over time.
4.6.2 The set of experience
The network used for this set of experiences has 50 data centers, 500 access nodes, and
569 backbone routers; that is a total of 1119 nodes. 1,000 requests to add or remove an
application were generated. The experience period represents a whole year of a cloud broker.
4.6.3 Setting
The tabu search was programmed in C++ and compiled in gcc 4.5.1. The simulations were
performed on an Intel i7 with 4 cores at a frequency of 2.8 GHz.
4.6.4 Relation between delay, power, CO2, and cost over time
The online aspect of the problem is analyzed in this section using applications that arrive
consecutively during one year. The effectiveness of the method is proved by comparing an
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unrestricted case where the cheapest data center is used for all the applications versus cases
that constraint the QoS, power consumption, and/or CO2 emissions.
Communication delay
The first results show the impact of communication delay constraint (4.9) when deploying
applications. This aspect is fundamental to QoS because the communication delay is added
to the VM processing time to make the total response time.
Figure 4.5 shows the average delay of the communication demands as applications are
added to or removed from the system. One of the curves shows results without any delay
constraint, and the other one, with a constraint to the minimal communication delay for each
application. When no delay constraint is used, all the applications were placed in the less
expensive data center giving an average delay of 93 ms. On the other hand, when delay is
minimized, the meta-scheduler places each application in the data center that is closest to
its users giving as a result an average delay of 16 ms, 6 times shorter than the first case.
Figure 4.6 shows the relation between delay and cost. Each chart point is the total cost
of VMs and traffic of all the applications deployed at the end of the simulation using a
specific delay bound. As the delay bound is shorter, the cost increases because feasible data
centers are those that are closer to users, that might be more expensive. When the delay
constraint is less tight, less expensive data centers can be chosen. For instance, restricting
the communication delay to 30 ms (a round trip time of 60 ms) only costs 11% more than
the unconstrained case.
Power consumption
Figure 4.7 shows power consumption over time when there is a power constraint, and when
there is not. When a new application is deployed, power consumption increases because a
larger number of servers are used. On the other hand, power consumption decreases when
an application is removed because some servers are not used anymore. In this experience,
the power consumption increases over time because the probability of adding an application
is the double of removing one. When the power consumption constraint (4.12) is not used,
all the applications were deployed on the cheapest data center that in this case has a PUE
of 1.55. When Constraint (4.12) was used to choose the most energy-efficient data center,
the applications were deployed on a data center with PUE 1.09. This way, 30% of power is
saved thanks to choosing energy-efficient data centers.
Figure 4.8 shows the cost obtained with different power consumption bounds. As the
power consumption constraint is relaxed, cost decreases because any data center can be
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Figure 4.8 Trade-off between power consumption and cost.
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choosen. When the limit to the application PUE is 1.6 or more, cost remains constant
because the cheapest data center has PUE 1.55. When the restriction is set to use smallest
PUEs, cost increases because some of them are more expensive. In this experience, the data
center that most reduces power consumption costs almost the double of the least expensive.
Nevertheless, real data centers could be both energy-efficient and provided with inexpensive
electricity.
Greenhouse gas emissions
CO2 emissions over time are presented in logarithmic scale in Figure 4.9. The same way as
power consumption, CO2 emissions increases over simulation time because more applications
are added than removed. Constraining CO2 emissions to the minimal value has an impact of
several order of magnitude. That behavior can be explained by the fact that hydroelectric
only produces 10 g CO2 / kWh, and on the other hand, natural gas introduces 443 g CO2
/ kWh and coal, 960 g CO2 / kWh. In fact, by the end of the simulation presented in
Figure 4.9, 4 Kg of CO2 were emitted in the last hour whereas in the non constrained case,
240 Kgs were emitted. This depends on the type of data center chosen to accommodate the
application VMs.
Figure 4.10 shows each solution cost as a function of CO2 emission constraint (4.13).
When the limit is between 150 and 800 g CO2 / kWh, the cost is kept around the optimal
value because inexpensive data centers can achieve these values. When emissions are bound
to 100 g/kWh, cost jumps 24% because data centers with more expensive VM prices are
used. When Constraint (4.13) is set to produce the least possible amount of CO2, the total
cost is the double of the optimal value. This is because the price range assigned to VMs in
this experience was between $0.06 and $0.18 / VM / hour.
4.6.5 Application workload during the day
The application workload varies during the day having periods of high throughput and periods
of low throughput. Infrastructure providers allow service providers to create and destroy VMs
on-demand to handle that workload in an efficient and economic way. The service providers
have the advantage of paying for the VMs needed instead of paying for the peak capacity.
Infrastructure providers can optimize power consumption by keeping on only the servers
needed for the active VMs.
Figure 4.11 shows the power consumption consumed by the servers in one of the data
centers chosen by the meta-scheduler during each period of the day. The lowest periods
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Figure 4.12 Spike in the number of VMs when prices are changed.
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Figure 4.13 Low data center utilization when prices are changed.
consume 30% less power than the highest periods, highlighting the importance of considering
dynamic workloads in the meta-scheduler.
The users and data centers considered in these experiences are geographically distributed
around the globe. Each city has its time difference based on its geographic longitude. We
explored the possibility of reducing 50% the VM prices in periods of low workload to attract
users from other cities. The meta-scheduler effectively migrated software components to the
data centers that reduced VM prices and reduced 5% the total cost paid by service providers.
However, that produced very high spikes in the data center that reduced the prices (between
7:00 and 11:00 in Figure 4.12), and very low utilization in the data center that had the VMs
in the first place (between 9:00 and 11:00 in Figure 4.13).
Thus, we conclude that considering dynamic workload is very important both for service
provider costs and infrastructure provider power consumption. On the other hand, simply
reducing the VM price to the half at night reported small benefits to service providers at
expenses of very spiky data center workloads. Other pricing schemes should be studied to
improve that behaviour.
4.6.6 Execution time
The efficiency of the meta-scheduler can also be seen in terms of the execution time. To
study the scalability of the method, we evaluated the average execution time that the meta-
scheduler takes to solve one request—adding or removing an application—using different
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Figure 4.15 Average meta-scheduler execution time over the application size.
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network and application sizes. Figure 4.14 shows the request solving time for different num-
bers of data centers, ranging from 10 to 100. Each point is the result of a simulation where
100 applications where added to or removed from the network. Each application had 10 soft-
ware components with random traffic demands between them as described above. Figure 4.15
shows the variation of the request solving time over the number of software components in
each application, ranging from 10 to 60 with an average of 150 VMs per software component.
In this case, the network had 50 data centers. Both figures show that the request solving
time is approximately linear over the network and application sizes and for these cases it
was always in the order of milliseconds. That behaviour is highly desirable to execute the
meta-scheduler in a real time and interactive system.
4.7 Conclusion
Cloud computing is in continuous expansion and the number of servers will likely increase
by a factor of 10 between 2013 and 2020 [10]. New infrastructure providers emerge to offer
their computing capacity, and service providers develop new applications such as social net-
works, video on-demand, and big data analysis. In this context, a cloud broker organizes the
multiplicity of resources and handles interoperability issues in a unique platform to deploy
and monitor VMs across multiple data centers.
Even if commercial cloud brokers already exist, they lack a meta-scheduler that chooses
the optimal data center for each application component. In this context, we formalized a
dynamic meta-scheduler through a MILP model and developed a powerful heuristic that
scales to hundreds of data centers and thousands of applications.
When compared to unrestricted cases in which only the cheapest data center is chosen
for every application, the results of our meta-scheduler show 6 times shorter communication
delay, 30% power savings, 60 times less CO2 emissions, and optimal cost. Final users obtain
a better QoS thanks to the reduction in communication delay; service providers optimize the
cost paid to execute VMs and information transfer; infrastructure providers minimize power
consumption, and the environment is conserved by an important reduction in the greenhouse
gases. The meta-scheduler execution time is kept in the order of milliseconds for realistic
case sizes, making possible the integration with the interactive system of a cloud broker.
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CHAPTER 5
ONLINE, ELASTIC, AND COMMUNICATION-AWARE VIRTUAL
MACHINE PLACEMENT WITHIN A DATA CENTER
Previous chapters of this thesis have presented the planning of cloud computing networks
and the problem of placing applications across multiple data centers to reduce delay between
VMs and users, improve the quality of service (QoS), and reduce cost, power consumption,
and CO2 emissions. This chapter focus on the daily management of a cloud data center that
receives new applications that have a workload that changes over time. Section 5.1 explains
the proposed strategy to assign VMs to servers. Section 5.2 describes the MIP model that
optimizes QoS and power consumption. Section 5.3 proposes a tabu search based heuristic
to solve the VM placement. Section 5.4 describes a case study of a data center with 128,000
servers including network topology, application topology, workload, and power consumption
parameters. Section 5.5 presents the results obtained by comparing the proposed scheduler
with static VM placement and dynamic VM placement with first-fit policy. Finally, the
chapter is concluded in Section 5.7.
5.1 Virtual machine placement strategy
The algorithm proposed in this chapter is characterized as online because application requests
are received consecutively, each one at a different time. For each application request, the
decision to make is which server will host each requested VM for that application. After
the decision is made, the hypervisors of the target servers create the VMs in real time.
The objective is to minimize delay among VMs, maximize the network throughput available
among VMs, and minimize the server energy consumption. The application elasticity is also
taken into account, that is, the workload is expected to increase and decrease over time. Our
placement strategy can be characterized as:
1. based on application graph,
2. communication-aware,
3. energy-efficient,
4. and elastic.
In what follows, we explain each of these points.
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Figure 5.1 Graph of a multi-tier application.
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5.1.1 Application graph
The requirements of an application are modeled as an application graph where each node is
a VM and each arc indicates a VM sending traffic to another one. The application developer
defines the type of VMs needed and the expected traffic between each pair of VMs. The
scheduler takes that information as an input to place the VMs. In this approach, the user
needs to enter more information than in the current systems where only the types of VMs are
defined. That additional information is used by the scheduler to provide more throughput
among VMs, so the user would be interested in providing that information. Figure 5.1 shows
an example of a multi-tier application graph, an architecture extensively used for the state
of the art applications [50]. Each tier is composed of multiple VMs running in parallel to
handle requests in an efficient way. VMs from the web tier receive user requests, query,
process, and present the information. VMs from the memcache tier store objects in RAM
to provide efficient access to information requested by the web tier [88, 50]. Different VMs
store different objects, then a web VM can query multiple memcache VMs depending on the
objects needed. This produces a many-to-many communication pattern between the web tier
and the memcache tier. When an object is not present in a memcache VM, then it must be
retrieved from a database VM. The third tier is composed of database VMs that read and
write information on the permanent storage devices. At this level, the information is also split
and different databases store different objects. Each web VM can query multiple databases,
and each database can receive requests from multiple web VMs, producing a many-to-many
communication pattern between web and database tiers. Given that the application’s VMs
communicate among themselves, the application performance depends on which server of the
network will host each VM.
5.1.2 Communication
We state that the proposed model is communication-aware because the distance between
servers in the network topology is considered. The model includes the delay among VMs
in the objective function, thus VMs that communicate among themselves will be placed in
nearby servers. Placing VMs that communicate among themselves in the same server is
better than placing VMs in servers in the same rack, which in turn is better than servers
in different racks. This also reduces the load on the links between switches, thus improving
quality of service and avoiding bottlenecks to increase the throughput available among VMs.
The network topology used for the test cases in this chapter hierarchically connects
128,000 servers, as shown in Figure 5.2. A server rack is composed of 40 servers connected to
a Top of Rack (ToR) switch through 1 Gigabit Ethernet. 40 server racks form a pod of 1,600
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servers. The racks in a pod are connected to two pod switches through 10 Gigabit Ethernet.
A cluster is composed of 10 pods, with two cluster switches and 16,000 servers. The pod
switches are connected to the two cluster switches through aggregation of 10 Gigabit Ether-
net links. The data center is composed of 8 clusters, and the cluster switches are connected
to the Internet routers.
The following example illustrates the importance of taking into account the communica-
tion among VMs. Suppose that 20 servers of the first rack of Figure 5.2 are allocated to the
VMs of an application a1 that sends information to the Internet, and there are 20 available
servers in the same rack. What would happen if a new application a2 with 40 large VMs that
communicate among themselves must be added to the network? A standard policy such as
first-fit would ignore the communication among VMs and would place 20 VMs to fill rack 1
and 20 VMs in rack 2. In that case, the 10 Gbps links that connect the ToR switch of rack 1
to the pod switches will be used by the traffic of applications a1 and a2. On the other hand,
a communication-oriented VM placement will place the 40 VMs in rack 2 and the traffic of
a2 will remain within the rack and will not use the uplinks. That way there will be less
probability of congestion and the available throughput among VMs is higher.
5.1.3 Energy efficiency
The proposed approach is also energy-efficient because an active server with enough capacity
will be preferred rather than using an inactive server. Furthermore, between two servers of
different models or manufacturers, the one that consumes less power will be used. Inactive
servers without VMs are in the suspend-to-ram ACPI state S3, that is the standard mode
where the CPU and other devices are suspended, and the RAM remains powered to keep
operating system information available for fast switching to the normal state. A server in
suspend-to-ram state consumes less than 2% of the peak server power [89, 90, 72]. The
transition time between suspend-to-ram and active states takes a few seconds allowing the
switching to be done in real time when the first VM is placed on the server. When the server
becomes active, the hypervisor starts the new VM, and the VM’s operating system boots.
5.1.4 Elasticity
The application elasticity is also considered for the placement policy. Depending on the
hour and the day, applications receive different workload sizes. Adding and removing VMs
to existing applications can handle a varying workload. The proposed approach keeps a
fraction of each rack empty to be used by VMs added in peak periods, and this way these
applications benefit of a reduced delay and high throughput. Considering the example of
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Figure 5.1 as the application in a particular period, then new web VMs can be added in
the peak period to handle a larger workload. A placement policy that does not consider
the application elasticity would fill all the servers in a rack with multiple applications in the
normal period. Then in the peak period, the new web VMs would be placed in other racks
that may be separated by multiple links from the original rack. On the other hand, the
proposed elasticity aware policy will use the reserved servers in the same rack, increasing the
QoS of traffic between new web VMs and existing memcache and database VMs.
Note that VM migration is not considered in the proposed approach because even if live
migration can be done in a short time interval [58], that period could negatively impact
the programs and network protocols executing on the VM. Because the algorithm can be
implemented by an infrastructure provider with different types of customers, the assumption
is that the provider will always want to increase the system availability, given that the loss in
revenues could be much higher than the power savings because of VM migration. In fact, the
elasticity awareness of our method that reserves space for VMs of the peak period prevents
the fragmentation of applications and the need for VM migration. That being said, the
proposed scheduling algorithm could be used to migrate VMs for cases that really need it.
In an analogy with file systems, the most efficient ones separate files across the disk allowing
each file to grow and shrink in contiguous sectors preventing the need of a defragmentation
process [91]. In our case, we place applications in different racks to keep space available and
avoid VM migration.
5.2 Problem description
5.2.1 Network topology
A cloud data center network is represented as a graph GN(V N , AN), as shown in Figure 5.3.
The set of nodes V N contains the servers S, switches Z, and a special node χ that repre-
sents destinations outside the data center network. For instance, χ can represent the users’
computers that get information from the VMs. The data center contains a set of racks
R = {1, . . . , |R|}, and each rack r ∈ R accommodates a set of servers Sr ⊆ S. The servers of
a rack are connected to a ToR switch, and all the switches are connected through a particular
topology. Each link direction is an arc in AN .
5.2.2 Applications and scheduler
A program called scheduler receives requests to add, remove, and resize applications. Let
an represent a particular application and G
an(V an , Aan) the topology of that application.
As can be seen in Figure 5.3, each node in V an is a Virtual Machine (VM), and each arc
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Figure 5.3 Application and network mapping.
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(i, j) ∈ Aan represents that VM i sends information to VM j. Similarly to the network
layer, there is a special node χ in V an that represent programs outside the data center that
exchange information with the VMs.
GAt (V
A
t , A
A
t ) is the graph that contains all the applications being executed at time t. The
nodes in V At are the VMs of all applications, and the arcs in A
A
t are the communication
demands. If the system receives a request to add a new application an at time t+ 1 then:
GAt+1 = (V
A
t ∪ V an , AAt ∪ Aan)
When a request to remove an application an is received at time t+ 1 then:
GAt+1 = (V
A
t − V an , AAt − Aan)
Mt : V
A
t → S is a mapping that specifies which server is assigned to each VM at time
t. The rest of this section defines the parameters, objective function, and constraints of the
MIP model to place the VMs of a new application an at time t. Then the scheduler has to
define the mapping Mt+1 starting from Mt.
5.2.3 Communication traffic
The VMs of an application can communicate among themselves and with Internet hosts to
achieve the application’s purpose. These communication demands are represented as arcs in
the application graph. When the scheduler decides the VM placement and deploys VMs in
servers, the communication demands will be routed through network paths. The proposed
scheduler takes the traffic demands into account to calculate the communication delay among
VMs and place VMs in nearby servers.
The parameters related to the communication traffic are the following:
bd Average throughput of demand d ∈ AAt (in bps).
ce Capacity of link e ∈ AN (in bps).
ζ Average packet size (in bits).
5.2.4 Servers
Data centers typically have different server models. Each server model has capacities
associated to each server resource:
M Set of server models, e.g., 1 = Dell PowerEdge R420, 2 = HP ProLiant Dl360, 3 = IBM
System x3750.
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µk Model of server k ∈ S.
K Set of resources that each server has, which include 1 = CPU, 2 = network card, 3 =
RAM, and 4 = storage.
cpm Capacity of resource p ∈ K on a server of model m ∈ M in the corresponding units
(GHz, Gbps, GB).
5.2.5 VMs
Different VM types require more or less of each server resource. Each application defines the
type of VMs needed depending on the VM purpose. For instance, the cloud service Amazon
EC2 defines an EC2 Compute Unit as the capacity of a 1 GHz 2007 Xeon processor. A
small VM instance has 1 EC2 Compute Unit and 1.7 GB RAM, a medium VM instance has
2 EC2 Compute Units and 3.75 GB RAM, and a large VM instance has 4 EC2 Compute
Units and 7.5 GB RAM [39]. There can also be VM types with a high amount of one of the
resources. For instance, a web server would use a VM with high CPU allocation to process
a high number of requests per unity of time. A memcache VM would be a VM with a high
amount of RAM to increase the number of objects that can be stored in memory.
The following are the parameters that define the VMs:
T Set of VM types, e.g., 1 = small instance, 2 = medium instance, 3 = large instance, 4 =
high RAM instance, 5 = high CPU instance.
ψi Type of VM i ∈ V At .
rpv Requirement of resource p ∈ K for a VM of type v ∈ T in the corresponding units (GHz,
Gbps, GB).
P Set of possible assignments (v,m) indicating that a VM of type v ∈ T can be hosted on
a server of model m ∈M.
5.2.6 Power consumption
The power consumption of a server is related to its resource utilization. Each server model
has a different power consumption function. That function can be approximated through
regression techniques based on measurements with different resource consumption levels.
Then depending on the type of VMs to place in a server, the expected resource consumption
can be calculated, and the expected power consumption can be estimated using the power
function.
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The proposed model considers that a server that does not host any VM can be put in
suspended-to-ram state, and thus consume a very low amount of power. Because VMs can
be added and removed dynamically we add a parameter to avoid activating and deactivating
a server too often. If a server is turned on to host a VM, and then the VM is removed in
a short interval of time, the server is kept on for the next VM to be added. Without that
condition, the second VM could arrive while the server was entering in suspension state and
would wait longer to start.
The following parameters define the power consumption aspect:
wm : R|K| → R
Power consumed by a server of modelm ∈M as a function of CPU, network bandwidth,
RAM, and disk allocated.
pik Time of activation of server k ∈ S (in minutes); this value is -1 if the server was never
activated.
h Minimal time interval that a server must be kept in active state (in minutes).
5.2.7 Elasticity
In order to group VMs of the same application together, we keep a fraction of each rack
available for future VMs. That is defined by an expected utilization threshold on the rack
resources (sum of the server resources). When the resources of a rack are higher than the
threshold, a penalty term is added to the objective function.
urpt Utilization threshold of resource p ∈ K in rack r ∈ R (0 ≤ urpt ≤ 1).
5.2.8 System variables
The main variables for the scheduler are those that define in which server to place each VM.
There are also decision variables that define whether a server is activated or not because that
changes the system power consumption. Another variable is the traffic that flows in each
link that is used to calculate the average transmission delay. Finally, we also need to track
the resource consumption for each server and rack, and how much overflowed are the rack
resources.
xikt 1 if VM i ∈ V At is located in server k ∈ S; 0 otherwise.
ykt 1 if server k ∈ S is in active state; 0 if the server is in suspend-to-ram state.
fdet Amount of traffic demand d ∈ AAt carried by link e ∈ AN (in bps).
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qkpt Consumption of resource p ∈ K in server k ∈ S in the corresponding units.
lrpt Consumption of resource p ∈ K in rack r ∈ R (0 ≤ lrpt ≤ 1).
orpt Overflow of resource p ∈ K in rack r ∈ R (0 ≤ orpt ≤ 1).
5.2.9 Objective function
Three aspects are minimized in the multi-criteria objective function of the proposed approach:
the average delay among VMs, the server power consumption, and an elasticity penalty.
The first part of the objective to minimize is the communication delay among VMs. The
transmission delay of each link is proportional to the packet size ζ and inversely proportional
to the link capacity ce. This delay is used as a measure of the distance between servers in the
network. Each link delay is weighted with the amount of traffic that it carries. The result
is that the optimal placement will have VMs that communicate among themselves in nearby
servers. The advantage of this delay formula when compared with the simple hop count is
that it differentiates links with low and high capacity—e.g., 1 Gbps and 10 Gbps links.
CD =
∑
e∈AN (ζ/ce)
∑
d∈AAt fdet∑
d∈AAt bd
The second part of the objective to minimize is the server power consumption, that is
calculated as the sum of each server power consumption:
CE =
∑
k∈S
wµk (qk,1, qk,2, qk,3, qk,4)
The third term in the objective is an elasticity penalty that aims at leaving unused servers
for new VMs created at the peak times. It is defined as the sum of the overflow of each rack,
which starts to be positive when the allocated resources of a rack are above a threshold.
CL =
∑
r∈R
∑
p∈K
orpt
The objective function to minimize is the weighted sum:
z =αCD + βCE + γCL (5.1)
In this problem, the delay and power terms are typically non conflicting objectives because
placing VMs in the same server reduces both delay and power consumption. Thus, minimizing
both objectives is necessary and compatible. We choose to make the minimization of delay
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as the first priority, the power consumption as the second priority, and elasticity as the third
priority because that is the way to accomplish the proposed strategy. We illustrate that
with the following case. When there is a server that is at half capacity in rack 1 and a new
application with multiple VMs arrives, the scheduler can choose between placing a VM in
the half used server or place it in another rack. Our strategy minimizes delay, so if the whole
application fits in the first rack, then the server of that rack will be used. Otherwise, the
application will be placed in a rack with enough capacity for the whole application. If the
priorities were in the other way, that is more priority to power than delay, then the solution
would essentially become a first-fit algorithm. In that case, whenever a server is half used,
the next application will use that server and that rack. The scheduler would not have the
freedom to choose a different rack to reduce delay and increase the throughput among VMs.
The elasticity penalty is counted as the third priority because it reduces the delay of the VMs
expected to come in the peak time by leaving rack resources available for them. Increasing
the priority of the elasticity term would mean to allow more delay in the present to reduce
delay of the potential future VMs. In that case, the overall delay would not be reduced.
For these reasons, we choose the order of priorities 1) delay, 2) power consumption, and 3)
elasticity.
With that strategy, the coefficients must be chosen to make the terms of the objective
function αCD > βCE > γCL for every feasible solution. That way, between two solutions,
the delay term will first determine which has the lowest value, then power consumption, and
then elasticity. In an implementation, a large integer type is used for the objective value, and
the integer’s digits are split for each term. The number of digits of each term are calculated
between the lowest and highest values that the term can take. Then, the coefficient of a
term is the power of 10 that leaves enough zeros for the lowest terms. In our cases a 128 bits
integer was used to hold the three terms.
5.2.10 Constraints
• VM placement∑
k∈S/
(ψi,µk)∈P
xikt = 1 ∀ i ∈ V an (5.2)
∑
k∈S/
(ψi,µk)/∈P
xikt = 0 ∀ i ∈ V an (5.3)
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xikt = 1 ∀ (i, k) ∈Mt−1 (5.4)
xikt = 0 ∀ i ∈ V At−1, k ∈ S, (i, k) /∈Mt−1 (5.5)
Equations (5.2) and (5.3) define that each VM must be placed in one server with a model
that is feasible for that type of VM. Equations (5.4) and (5.5) state that the VMs previously
placed remain in the same servers.
• Active servers
ykt ≥ xikt ∀ i ∈ V At , k ∈ S (5.6)
ykt = 1 ∀ k ∈ S/t ∈ [pik, pik + h] (5.7)
Constraint (5.6) states that the servers hosting VMs must be in active state. Equation
(5.7) says that servers must remain active at least h minutes.
• Flow conservation∑
e∈Γ−k
fdet + xiktbd =
∑
e∈Γ+k
fdet + xjkbd (5.8)
∀ d = (i, j) ∈ AAt , k ∈ S∑
e∈Γ−k
fdet =
∑
e∈Γ+k
fdet (5.9)
∀ d = (i, j) ∈ AAt , k ∈ Z
∑
e∈Γ−χ
fdet = bd ∀ d = (χ, j) ∈ AAt (5.10)∑
e∈Γ+χ
fdet = bd ∀ d = (i, χ) ∈ AAt (5.11)
Equation (5.8) relates VM placement variables and the routing of the traffic demands. It
associates the application and the network layers. For a demand from a VM i ∈ V At placed
in server k1 ∈ S to a VM j ∈ V At placed in server k2 ∈ S, the flow of traffic bd starts in k1
and ends in k2. Equation (5.9) states that in each switch k of the path from k1 to k2 the flow
is conserved, that is the incoming flow of k is equal to its outgoing flow. Equation (5.10)
states that the traffic coming from outside the data center enters by node χ. Equation (5.11)
states that the traffic going outside the data center exits by node χ.
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• Link capacity∑
d∈AAt
fdet ≤ ce ∀ e ∈ AN (5.12)
In Constraint (5.12), the flow of each link is lower than its capacity.
• Server resource utilization
qkpt =
∑
i∈V A
rpψixikt ∀ k ∈ S, p ∈ K (5.13)
qkpt ≤ cpµk ∀ k ∈ S, p ∈ K (5.14)
Equation (5.13) calculates the amount of resource p reserved in server k. Constraint
(5.14) requires that the capacity of each resource is respected.
• Rack resource utilization
lrpt =
∑
k∈Sr qkpt∑
k∈Sr cpµk
∀ r ∈ R, p ∈ K (5.15)
orpt ≥ lrpt − urpt
1− urpt ∀ r ∈ R, p ∈ K (5.16)
orpt ≥ 0 ∀ r ∈ R, p ∈ K (5.17)
Equation (5.15) aggregates the server resource consumption for a whole rack and normal-
izes it between 0 and 1. Constraints (5.16) and (5.17) defines the overflow variable for each
rack and resource. That variable starts to be positive when the rack load lrpt is above the
utilization threshold urpt and reaches the value of 1 when the rack load is 1.
• Domain of variables
xikt ∈ {0, 1} ∀ i ∈ V At , k ∈ S (5.18)
ykt ∈ {0, 1} ∀ k ∈ S (5.19)
fdet ∈ R≥0 ∀ d ∈ AAt , e ∈ AN (5.20)
qkpt ∈ R≥0 ∀ k ∈ S, p ∈ K (5.21)
lrpt ∈ R≥0 ∀ r ∈ R, p ∈ K (5.22)
orpt ∈ R≥0 ∀ r ∈ R, p ∈ K (5.23)
Finally, we define the domain of each variable. They are all non-negative. The placement
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and server switching variables are binary, and the flow, server utilization, rack utilization,
and rack overflow variables are real numbers.
5.3 Solution approach
Given that a VM scheduler in a cloud data center could need to scale to more than 100,000
servers and VMs, we developed a very efficient hierarchical heuristic based on tabu search.
We name the proposed method Cloptimus Scheduler (CS). We exploit the fact that data
center topologies are split in clusters and sub clusters (pods). As the topology described in
Section 5.1.2, each pod in the test cases contains 1,600 servers that can host a total of 6,400
VMs. Then each pod has a separate scheduler that handles VMs assigned to it. Each pod is
split in racks of servers—e.g., 40 racks of 40 servers—. Each server in a rack is symmetrical
to the other servers in the same rack because they are all connected to the same rack switch
with the same link capacity.
The general structure of the heuristic shown in Algorithm 3 is similar to the problems
of Chapters 3 and 4 but has important differences in the neighborhood relation between
solutions, objective function calculation, tabu list size, number of iterations before stopping
the execution, and in the possibility to resize applications on the fly.
In this problem, a solution S is a mapping between VMs and servers. The neighborhood
N (S) is the set of solutions that differ in the placement of one of the VMs that is being
scheduled. To take advantage of the symmetry between solutions, each possible movement
is to move each VM to the first available server in each rack. Thus, the number of possible
movements is reduced to the number of VMs to schedule multiplied by the number of racks in
a pod. The reduction of movements is valid because the servers in the same rack are equal in
terms of delay. Furthermore, choosing the first one available optimizes the second objective
that is the power consumption because a server will be activated only if the previous ones
were full. This assumes that servers are sorted by energy efficiency in each rack. Thus, the
first available server will also be the most efficient one among all availabilities.
The number of iterations q to keep a movement in the tabu list is the square root of the
neighborhood size. In this case, a second restriction was added to the tabu movements. Each
VM that is moved to a server is then kept in that server for a number of iterations, that is
half of the number of VMs to schedule. Keeping a VM fixed in a new rack for a number of
iterations allows the other VMs to be moved to that rack, and that solution with the whole
application in a different rack can be evaluated by the algorithm. When the solution does
not improve for MAX ITERATIONS the algorithm stops. That value was set to the number
of VMs to schedule multiplied by the number of racks.
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Algorithm 3 Add, remove, or resize an application.
function CloptimusScheduler(Request, M)
an ← Request application
if Request type is add then
M ← InitialGreedySolution(an, M)
M ← TabuSearch(an, M)
end if
if Request type is remove then
Remove an’s VMs from M
end if
if Request type is resize then
Remove an’s VMs from solution M
Add or remove VMs from an
Place existing VMs in the same servers than before in M
if an has new VMs to schedule then
M ← InitialGreedySolution(an, M)
M ← TabuSearch(an, M)
end if
end if
end function
function InitialGreedySolution(an, S)
for each vm in vmsToSchedule(an) do
Move vm to the server that least increases z(S)
end for
return S
end function
function TabuSearch(an, Current)
S ← Current
Best ← Current
L← {}
i← 0
repeat
Choose the pair (c, s) ∈ N (S)− L that minimizes z when moving vm to s in S.
Move c to s in S
Add (c, s) to tabu list L for q iterations.
i← i+ 1
if z(S) < z(Best) then
Best ← S
i← 0
end if
until i = MAX ITERATIONS
return Best
end function
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5.4 Case study
5.4.1 Network topology, delay, and throughput
The data center topology connects 128,000 servers, split in pods of 1,600 servers, that are
in turn split in 40 racks of 40 servers as shown in Figure 5.2 and described in Section 5.1.2.
The proposed scheduler is executed as multiple parallel processes, each one handling a pod
of 1,600 servers. The experiments shown in this chapter uses one scheduler managing the
first pod of the topology.
The delay of each link was set as the time to transmit one packet of 1,500 bytes at the line
capacity: 12 µs at 1 Gbps and 1.2 µs at 10 Gbps. That delay is used as a distance between
servers. The servers in a rack are connected through the rack switch, and thus they are at a
distance of 2 links Gigabit Ethernet, or 24 µs. Servers in different racks but in the same pod
have a distance of 2 links Gigabit Ethernet and 2 links 10 Gigabit Ethernet, or 26.4 µs.
Even if there is only 2.4 µs in the transmission delay when placing two servers in the same
rack instead of two servers in different racks, minimizing delay also implies increasing the
available throughput between servers in a great measure. If the 40 servers of a rack send
information to servers in the same rack, they could achieve an aggregated throughput limit
of 40 Gbps. On the other hand, if the 40 servers send information to other rack, the limit
would be 20 Gbps, that is the sum of the two uplinks. Keeping the traffic within the rack
decreases the utilization of inter-switch links, thus the probability of congestion, and the
queuing delay.
5.4.2 Application topology
Each application to be scheduled is a multi-tier application with a different number of VMs.
Each application is composed of 1 load balancer, 1 memcache, 2 databases, and a number
of web servers that changes depending on the workload size. That is the same architecture
as that of Figure 5.1. Each web server VM uploads up to 100 Mbps of traffic to its load
balancer. The load balancer forwards the traffic of its web VMs to the Internet. 50% of
the traffic uploaded by the web server is retrieved from the database, and the other 50% is
retrieved from memcache.
The number of web VMs of each application was drawn from a Pareto distribution with
parameters α = 1.6 and β = 1. Generating 800 applications gave between 1 and 68 web VMs
per application.
The workload variation is based on the load of a whole day in an Internet link of a data
center in San Jose, California, publicly available by the CAIDA initiative [4]. As shown in
Figure 5.4, that link has periods of high utilization (3.72 Gbps) and low utilization (3.22
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Figure 5.4 San Jose CAIDA’s traffic monitor during August 3, 2013 [4].
Gbps). The relative variation in each period was used to multiply the number of web VMs
of each application each hour of the day.
5.4.3 Servers
In these cases, each server has 8 cores at a frequency of 2 Ghz and 64 GB of RAM. Each
core is shared by two virtual CPUs. Each VM requires 4 virtual CPUs of 1 GHz and 16 GB
RAM, the same requirements as the extra large instances of Amazon EC2 [39]. With these
settings, each server can host up to 4 VMs.
5.4.4 Power consumption
We considered two server models with the same specifications but different power consump-
tion. One server model is energy-efficient and consumes 10 W in suspended state, 110 W in
idle state, and an average of 210 W when it hosts 4 VMs. The other server model is less
efficient and consumes 20 W in suspended state, 150 W in idle state, and an average of 350 W
when it hosts 4 VMs [89, 90, 72]. That average power consumption can be seen in Figure 5.5
as a function of the number of VMs in a server.
Each rack has either all energy-efficient servers, or all energy-inefficient servers. One of the
cases tested had all racks with energy-efficient servers. Another case had energy-inefficient
servers in racks numbered with odd numbers, and energy-efficient servers in racks numbered
with even numbers.
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5.5 Results
This section analyzes the proposed Cloptimus Scheduler (CS) for the case study, and com-
pares CS with First Fit (FF) policy. We first analyze an initial period when the applications
are deployed, and then the whole day with a varying workload.
5.5.1 Initial period
We first added 800 applications with a total of 5,027 VMs corresponding to the workload
between 5 PM and 6 PM to a pod of 1,600 servers. For each application, CS uses the tabu
search algorithm to place its VMs. In another experience with the same applications and
VMs, the policy to place each VM was FF, that is to choose for each VM the first server
with enough capacity.
Table 5.1 shows the results obtained by the two policies. The average transmission delay
was 70% higher in FF than in CS, and the average link utilization was 9.9% higher in FF
than CS. That is because CS has the minimization of delay as first priority, and FF does not
take traffic into account to place VMs. When an application with multiple VMs is deployed,
FF picks the first the server for the first VM. If that server has not enough space for the
second VM, then it will be placed in a second server. The traffic between these VMs will use
the links between the servers and the rack switch. On the other hand, CS will pick a server
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Table 5.1 Cloptimus Scheduler vs First-Fit after adding 800 applications.
Solution: CS FF
Avg. delay 11.3 µs 19.2 µs
Avg. link utilization 13.1% 23.0%
Avg. inter-switch link util. 10.5% 11.9%
Max. inter-switch link util. 32.2% 36.7%
Number of VMs 5,027 5,027
Number of servers 1,258 1,257
Total power 267.5 kW 267.4 kW
with enough space for two VMs, and the traffic between both VMs will be kept within the
server and will not use any link.
Considering the links that connect rack and pod switches, the average link utilization was
1.4% higher in FF than CS. That improvement is because CS minimizes delay by placing the
VMs of each application in a single rack, and reduces the use of inter-rack links. Because
FF places the VMs of an application in consecutive servers, they will often be placed in the
same rack. However, when a rack is almost full, an application will be split and the links
between rack and pod switches will be used. As we will see, the difference between CS and
FF is larger when applications are resized over the day.
With respect to power consumption, both mechanisms are power-efficient because they
tend to fill an active server with VMs before turning on an inactive server. In some cases,
CS will temporally consume more power because it will prefer to turn on a server to place
VMs of the same application in the same rack. However, the VMs of the next applications
will use the server that had been kept partially occupied, and the total number of servers
used is almost the same.
CS minimizes power consumption by taking into account the consumption of each type of
server. In the case shown, all the racks have servers with the same type of energy consump-
tion. When racks of energy-efficient servers and energy-inefficient servers are alternated, CS
consumes 332 kW and FF, 357 kW, an 8% advantage for CS.
5.5.2 Workload
Once the 800 applications are deployed, we consider a workload that varies over the day.
Each application is resized each hour according to the maximal workload expected for that
hour. New VMs are deployed when the workload increases in size, and VMs are removed in
periods where the workload decreases. Figure 5.6 shows the number of VMs used to match
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Figure 5.6 Number of VMs used and power consumption in each period.
the workload in each period and the power consumption achieved by CC in a pod of 1,600
servers.
First, we compare how much energy is saved by considering the variation of workload
instead of dimensioning for the peak period. In this case, the peak period is at 9 PM when
291.8 kW are consumed by the VMs placed by CS in a pod, or 23.3 MW if the pod power
consumption is extrapolated to the whole data center. If the servers used in that peak period
consume that power during a year, 204.4 millions kWh would be consumed. Multiplying
by an electricity price of $0.16 / kWh [92] gives a total of $32.7 millions for the electricity
employed by the data center during a year. Using CS to resize applications during the
day and suspending unused servers saves 4.9% of energy consumption, that becomes $1.6
millions per year. These savings are from the cloud provider point of view. Users that deploy
applications would achieve higher savings in the cost paid to the provider to host VMs.
Applications whose workload have more variability during the day benefit the most.
CS is then compared to the FF policy at the time of resizing applications each hour of
the day. Table 5.2 presents results of both policies in the peak period. The first remark that
can be highlighted is that FF produces 47% more delay than CS. That also implies that the
links are 10.3% more used, thus increasing the queuing delay and degrading the QoS. In
particular, links that connect rack switches with pod switches reach up to 80% utilization in
FF. That is because 32 racks are used and 8 racks remain free after placing the applications
in the initial period. VMs added in high activity periods are then placed in the last racks.
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Table 5.2 Cloptimus Scheduler vs First-Fit in the highest period (9 PM).
Solution: CS FF
Avg. delay 13.5 µs 19.9 µs
Avg. link utilization 20.7% 31.0%
Avg. inter-switch link util. 15.2% 27.3%
Max. inter-switch link util. 47.0% 80.0%
Number of VMs 5,490 5,490
Number of servers 1,385 1,373
Total power 291.8 kW 290.6 kW
The traffic of the new VMs is directed to the load balancers placed in the first racks using the
links between rack and pod switches. On the other hand, CS uses 40 racks from the starting
period leaving available space in each rack for VMs that arrive in high periods. Then, CS
places each new VM in the rack that hosts the corresponding application and thus reduces the
link utilization between racks and improves the QoS. The cost to pay is that 12 more servers
are used in the pod of 16,000 servers, and power consumption increases 0.4% compared to
FF in the case where all servers are equally energy-efficient. The energy consumed in the
whole day is 0.3% higher in CS than FF because a few more servers were used to improve
the QoS.
5.5.3 Execution time
The execution time of CS was evaluated for different application sizes and number of servers.
To vary the application size, an empty pod with 1,600 servers was gradually filled with
applications with between 6 and 40 VMs each. For each application, the time to schedule
the application was recorded. With that information, the average execution time for each
application size was calculated as seen in Figure 5.7.
To analyze the variation of scheduling time as a function of the network size, the number
of VMs in each application was set as 20 and we varied the number of racks, with 40 servers
per rack. For each network size, applications are scheduled until all the servers are full with
VMs. The average scheduling time was calculated for each test. Figure 5.8 shows that the
scheduling time of an application grows linearly as a function of the number of racks or
servers. In particular, scheduling an application with 20 VMs in a pod of 1,600 servers take
an average of 283 ms.
Concerning the workload variation over the day, the scheduler must resize each application
each hour of the day. That implies choosing the servers to place new VMs in the periods
when an application expands. The fact that only the new VMs are deployed makes the
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operation very quick compared to the operation of initial application deployment. Adding
800 applications with their 5,027 VMs in a pod of 1,600 servers took 33 seconds in the initial
period. Resizing those same applications only took a total of half a second in each period.
5.6 Discussion
The method proposed in this chapter shows the importance of taking the traffic among
VMs into account to improve the QoS. The minimization of delay implies that VMs that
communicate among themselves are placed in nearby servers and have more communication
bandwidth available. This also provokes that links are less used and thus reduces the queuing
delay. The reduction in delay, probability of congestion, and increase in throughput implies
that the application QoS is improved.
An alternative to reduce the queuing delay and increase throughput among VMs is to
augment the link capacity between switches. Topologies such as Fat tree [93] and VL2 [94]
achieve full bisectional bandwidth and each pair of servers can communicate close to the
maximal capacity of their network cards. However, that approach has a high cost in number
of switches and power consumption that could be not justified when not all the applica-
tions require high throughput among VMs. These topologies are indeed useful for specific
applications that do require an all to all communication pattern such as Hadoop clusters.
Experiences in this chapter study communication delay, throughput, and link utilization,
metrics that vary depending on which server host each VM. The server processing time was
not included because the processing power is a fixed requirement of each VM type, e.g., in
number of virtual CPUs in a specific frequency. The number of VMs that will be assigned
to an application will determine the number of requests per unity of time that each VM
will handle and its processing time. However, the total response time is composed of the
processing time of each VM that participates, e.g., load balancer, web server, database,
memcache, and the communication delay. The way these times are combined is difficult to
predict precisely because that will depend how the application is implemented. For instance,
if a web VM makes requests to multiple databases in parallel or in a sequential fashion. We
believe that the relation between communication delay and total response time should be
analyzed through measurements in specific implementations. The fact that the transmission
time is expressed in microseconds should not mislead to think that is negligible compared to
a total response time in milliseconds because each application request can require multiple
internal requests among VMs and because if congestion is not avoided the queuing delay
could increase. As this chapter shows, our approach reduces congestion and communication
delay and the total response time as a result.
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5.7 Conclusion
This chapter presented an online method to place VMs in servers that optimizes communi-
cation among VMs and power consumption. The proposed scheduler considers server hetero-
geneity and VMs with different types of requirements. Taking advantage of regular network
topologies makes possible to scale in the delay calculation and parallelization on multiple clus-
ters. Furthermore, the proposed scheduler considers the elasticity of applications to improve
the QoS of VMs that arrive in peak periods.
The method was formalized through a Mixed Integer Programming (MIP) model and a
heuristic was developed scaling to more than 100,000 servers and applications. Applications
can be added and removed on the fly, and the number of VMs of an application can be
changed to match the workload that varies over the day. A case study shows the advantages
of the proposed approach. Compared to first-fit policy, the delay among VMs is reduced
by 70% and the most used network links are decreased a 33%. We also found that a 4.9%
of power consumption is saved compared to statically provisioning of resources for the peak
period. In a large data center with 128,000 servers, these annual savings represent $1.6
millions when the energy is charged $0.16 / kWh. Using first-fit in each period of the day
taking into account the varying workload achieved 0.3% less energy consumption than our
approach. That is because a few more servers were activated, which is a small price to pay
that gives important benefits on the QoS. These results show that the proposed scheduler can
be a key element in the management of a cloud provider contributing competitive advantages
in QoS, energy consumption, and costs.
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CHAPTER 6
GENERAL DISCUSSION
This thesis presented methods for planning cloud computing networks, and methods for their
optimal management. Results showed that the proposed techniques can provide large benefits
through the optimal location of data centers and applications as well as in the management
of each data center.
Multiples actors can be interested in implementing these methods because the cloud is in
full expansion. New infrastructure providers will build new data centers and they will need
to define their locations. Current infrastructure providers will need to expand their networks
to provide more resources to users. Furthermore, emerging countries are willing to build their
own data centers to store the information of their citizens [95].
Regarding existing literature on data center location, we contributed with a flexible and
multi-criteria model as well as a very efficient algorithm to plan any kind of networks, includ-
ing the world largest ones. Service providers need to manage applications across multiple
data centers in a practical and flexible fashion. That is where the proposed green cloud bro-
ker comes into action. On the one hand, cloud computing eases users to access applications.
Installing many programs in each computer is no longer needed, the web browser of com-
puters and cell phones can be used to access applications. On the other hand, organizations
have increasingly more programs to develop, maintain, and allocate resources to. Multiple
reasons—e.g., QoS, costs, system requirements, deployment history—cause the applications
to be hosted in multiple data centers provoking challenging problems of interoperability and
monitoring. In that context, a cloud broker becomes indispensable for an optimal resource
management.
Cloud expansion as well as all human activities entail environmental concerns. On the
one hand, video conferences, teleworking, and social networks could imply that people move
less. That would be positive from an environmental point of view because moving bits is
typically cleaner than moving persons. Also, the trend of smart mobile phones makes people
use fewer desktop computers, thus reducing the power consumption since mobile devices are
optimized to consume less battery. On the other hand, data centers and cellular antennas
consume more and more energy. Therefore, the efforts of limiting power consumption as
proposed in this thesis should be increased, and renewable energy should be rewarded [1].
Showing users how much they can improve the environment has a big impact on their
habits. In fact, studies show that monetary penalties such as a carbon tax has less impact
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than social pressure [96]. If a user that consumes a lot of energy is shown how much its
neighbors consume, the user would be inclined to change habits. In the context of cloud
management, this is achieved through the calculation and visibility of CO2 emissions. The
user could place applications in the cheapest data center, but we propose a tool that shows
her/him how much less CO2 would be emitted if other data centers are used, and how much
that would cost. Furthermore, the tool can show organizations how many trees should plant
to make their applications carbon neutral, given the fact that each tree can absorb 22 kg of
CO2 per year [97].
In the domain of coordinated resource management across multiple data centers, we
believe to be the first to provide this environmental approach as a green cloud broker. We also
contributed with a model that extends meta-scheduling architecture to a graph of software
components that communicate among them. This is a very important aspect for the QoS of
applications with geographically distributed users. The proposed algorithm has the efficiency
that makes it suitable to be integrated in an interactive cloud broker.
6.1 Applications
The potential applications for each problem are here summarized.
• Chapter 3. The cloud planing problem is first useful from the research point of view to
understand each aspect involved in the location of data centers and network planning.
Such comprehensive model can be used by global organizations with their private net-
works such as Google, Facebook, and Akamai. These actors can make every decision
of the whole problem.
• Chapter 4. The dynamic optimization problem can be used by a cloud broker that
offers customers to choose among multiple data centers. Every type of application
that is executed on a cloud can be customer of the cloud broker. Some examples are 1)
multi-tier applications that are composed of web servers, databases, and load balancers,
2) global enterprise applications with offices located on multiple geographic points, 3)
trading applications that execute on multiple countries.
The cloud broker can be used for applications that use only one data center, and can
also be used by applications distributed across multiple data centers. For applications
in a single data center, a green cloud broker is useful to query a database of data
centers taking into account multiple criteria. Multiple data center applications are
more complex and they must be prepared to synchronize multiple databases. They
also need global load balancing systems. These applications can most take advantage
of the green cloud broker because the optimization is more complex to achieve.
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• Chapter 5. The optimization of the VM placement can be used by every cloud data
center to decide in which server place each VM. Multiple server types are considered in
the model, and the algorithm scales to every data center size. The optimization engine
must be plugged to a deployment module (custom or standard as OpenStack) that
communicates to the hypervisor of each server in the data center. This system works
in an autonomous fashion. A customer request VMs for a new application through a
web page. That request is received by Cloptimus which has information on the current
state of the network. Cloptimus optimizes and decide which server assign to each VM.
The deployment system is used to communicate to each server chosen and start the
VM requested. A server starts the VM and the operating system within the VM starts.
Then, the user can connect to their VMs and install and use applications. Once the
VMs are running, a load balancer can be used to spread requests across all the VMs.
6.2 Scalability
We here summarize what are the instance sizes used in this thesis.
• Chapter 3. Planning problem. Our test cases had 1,000 potential data center locations
to make the algorithm scale to every possible case. Typically, organizations have few
large data centers. Extreme cases with 1,000 small data centers can also be solved.
Nygren et al. [12] show that Akamai has more than 1,000 sites with servers across the
world. Akamai also allows users to execute VMs in those locations, what they call
edge computing. Our approach allows a provider to evaluate the convenience of such
distributed architecture and to select optimal locations for these points of presence.
Similar to the cases shown in this thesis, there would be a trade-off between delay
and power consumption, cost, and CO2 emissions. Using fewer sites is cheaper, reduces
power consumption and it is easier to operate, but introduces more delay. Our approach
allows planners to evaluate these trade-offs.
• Chapter 4. Cloud broker. The test cases have up to 1,000 data centers. This can be
used by a cloud broker that has information about data centers across the world.
• Chapter 5. The VM placement algorithm can be executed in parallel on multiple
clusters. In our execution environment, each instance of the program can handle a pod
of 1,600 servers in real-time. Any number of pods can be used. For instance, a large
data center with 128,000 servers can be handled with 80 instances of the program.
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6.3 Service architecture
Our approach considers distributed applications represented as a graph of software compo-
nents that exchange information. For instance, multi-tier applications can be represented as
a graph where each tier is a software component. Tiers of different regions can be different
software components, and then the optimization decides which data center hosts each soft-
ware component. This is for the broker optimization. Of course, such distributed application
must be developed to execute on multiple data centers. Within a data center, an application
is represented as a graph of virtual machines. Cloptimus places each VM in a server to
optimize the quality of service and power consumption. Typically, each software component
uses multiple VMs and a load balancer spread the load among them.
6.4 Elasticity
The VM placement approach described in Chapter 5 handles application elasticity. This
allows providers to save power consumption and users to save money paid to providers. Each
application has a different type of workload. Some of them present periodic fluctuations over
time. Elasticity is the feature to dynamically resize an application to match the workload. As
presented in Section 2.3 of the literature review, there are reactive and predictive methods to
perform dynamic scaling. Cloptimus could be used with both approaches. A predictive model
such as Moving Average or Exponential Smoothing can be used to calculate the number of
requests per second in each hour of the day. Because each VM can process a number of
requests per second with the expected quality of service, then the number of VMs in each
period can be calculated. Our VM placement approach can be used to optimize the placement
of these VMs during the day.
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CHAPTER 7
CONCLUSION AND RECOMMENDATIONS
This thesis addressed the planning and management of cloud computing systems. These
systems allow users to deploy applications accessible from any device in the Internet. Also,
cloud computing reduces power consumption through server virtualization. The numbers of
users and applications are continually expanding, and the cloud is integrated to everyday life
of a big part of world population. That raises challenges on multiple aspects. Users require
applications with high availability and quality of service (QoS). Providers need to minimize
the costs of computing resources and power. Developers require tools that simplify the
management of an increasing number of applications. Moreover, the cloud expansion entails
a growth in the power consumption and in the CO2 emissions to generate that power, to the
point that if the cloud was a country, its power consumption would be the 5th worldwide.
In this context, we proposed to address the issues of QoS, cost, power consumption,
and pollution in three stages of planning and management: 1) planning a cloud computing
network from the ground, 2) daily management of applications across multiple data centers,
and 3) management of Virtual Machines (VMs) in a data center.
At the planning stage, one of the main decisions to make is where to locate data centers.
That decision impacts the cost, QoS, power consumption, and CO2 emissions. When data
centers are close to users, the communication delay is shorter. The cost varies depending on
the energy price and land. The power consumption is smaller when the surrounding air is
used to reduce the consumption of air conditioning. CO2 emissions are drastically reduced
when data centers are provided with green energy. With respect to existing literature, we
contributed with a new model that takes the distributed nature of cloud applications into
account and a multi-criteria approach so planners are able to analyze multiple solutions
regarding cost, QoS, power consumption, and CO2 emissions. Furthermore, the assignment
of link capacities and routing are simultaneously solved with the location problem. A tabu
search heuristic was developed to solve cases with up to 1,000 potential data center locations
in less than 10 minutes. Comparing with optimal solutions, the heuristic gives results with
optimality gaps between 0% y 1.95%. Thus, planners can use the algorithm for any type of
network and achieve important benefits regarding the stated objectives.
The second stage is the everyday management of distributed applications. In the same
line of location problems, the optimization is about which data center will host each software
component at each time because that impacts on the multiple objectives stated. The ap-
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proach was based on virtualization and dynamic scaling techniques to optimize the resource
utilization. Virtualization is used to dynamically change which application is executed on
each server. Dynamic scaling uses the optimal number of VMs that matches the workload.
Our contribution in this topic is a flexible representation of an application as a graph of soft-
ware components that exchange information. The approach takes the information transfer
into account because the communication delay impacts on the QoS of distributed applica-
tions. Furthermore, we allow planners to limit power consumption and CO2 emissions. The
results obtained on our test cases are very important: response time can be reduced up to
6 times, 30% of power consumption can be saved, and the CO2 emissions can be decreased
up to 60 times. The algorithm developed solves instances with more than 1,000 nodes in less
than a second, which is very useful for further integration in an interactive platform.
In fact, an increasing number of applications and providers require a tool to manage
resources in an optimal way. Existing commercial platforms allow to deploy and monitor
applications across multiple data centers, but they lack an optimization engine to help making
the best decisions. Our approach would allow cloud broker users to obtain the said benefits
on cost, QoS, power consumption, and CO2 emissions.
The third stage is the placement of VMs in the servers of a data center. That is an
important aspect to address because every cloud data center needs a method to define which
server will host each VM. Because applications should be added and removed in an auto-
nomic way over time, an online algorithm is needed. The scheduler proposed in this thesis
places the VMs of each application by optimizing response time and power consumption.
Communication among VMs is considered to place the VMs of an application in nearby
servers to reduce communication delay and increase throughput among VMs. Furthermore,
the proposed scheduler considers workloads that vary over the day. Applications are dis-
tributed in multiple server racks, keeping free space in each rack for the VMs that arrive in
the high activity periods. An heuristic was developed to scale to more than 100,000 servers
and VMs. The results of the test cases show that communication delay can be reduced by
70% compared to methods that do not consider traffic among VMs, link utilization can be
reduced up to 33%, power consumption can be reduced by 4.9% when the number of VMs
is changed during the day, and $1.6 millions per year can be saved in electricity in a data
center of 128,000 servers.
The contributions of this thesis can be summarized as follows:
1. Definition of the Cloud Network Planning Problem (CNPP) to simultaneously decide
the location of data centers and software components, routing, and assignment of link
capacities.
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• A flexible Mixed Integer Linear Programming (MILP) model for the CNPP that
allows planners to optimize multiple objectives: cost, response time, power con-
sumption, and CO2 emissions.
• A tabu search heuristic for the CNPP that achieves optimality gaps between 0%
and 1.95% for standard instances, and solves cases with more than 1,000 potential
data center locations in less than 10 minutes.
2. Definition of an online and dynamic meta-scheduling problem to place VMs across
multiple data centers and minimize cost subject to constraints on response time, power
consumption, and CO2 emissions.
• Special consideration of communication delay between users and VMs, and among
VMs themselves to reduce response time.
• Consideration of the Power Usage Effectiveness (PUE) of data centers to reduce
power consumption, and the type of energy to reduce CO2 emissions.
3. Definition of a VM placement problem to assign VMs to servers by optimizing response
time and power consumption.
• Consideration of communication traffic among VMs to reduce communication de-
lay and increase throughput among VMs.
• Change the number of VMs of each application according to the workload size in
each hour of the day.
• A hierarchic tabu search heuristic that can handle hundred of thousands of servers
and VMs in real time.
The work done in this thesis presents multiple avenues of future research and development.
A cloud broker integrated with an optimization engine has high commercial possibilities and
would have a positive impact on users, providers, and environment. The modules for meta-
scheduling, deploying, and monitoring can be complemented with a workload forecasting
module. That would help predicting the workload in each period of the day using techniques
such as linear regression, moving average, and exponential smoothing. Given that the meta-
scheduling module is dynamic, the expected workload is a parameter that would not change
the model. The forecasting module should allow planners a precise calibration and validation
with respect to the real workload. Going even further, the cloud broker could become a cloud
market if data centers can be registered by their own, change prices, and capacities. From
the point of view of infrastructure providers, pricing algorithms based on game theory would
be needed to define resource prices as a function of the demand.
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The planning and management of cloud computing networks present interesting challenges
that will have an important impact on the resource utilization and environment. We hope
that the simplicity to access and share information will have an inclusive impact for the
billions of people that are still out of the digital universe and that the efforts on improving
the environment will increase to improve the quality of life of current and future generations.
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